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CHAPTER 1

INTRODUCTION

Section | - PRIMARY CONSIDERATIONS

1-1. Purpose and scope.

This manual provides guidance for the maintenance
and repair of exterior electrical distribution sys-
tems. New construction of exterior electrical facil-
ities, even when funded from maintenance appro-
priations, should comply with the appropriate
design criteria. These systems include substations,
overhead and underground electrical distribution
systems, exterior lighting systems, and electrical
apparatus and components. Guidance for genera-
tors and interior electrical systems (600 volts and
less) are covered in the following publications:

a. TM 5-683/NAVFAC MO-II6/AFIMAN
32-1083.

b. TM 5-685/NAVFAC MO-912.

c. MIL-HDBK-1003A/Il.

1-2. References.

Appendix A contains a list of references used in this
manual.

1-3. Application of codes and publications.

The information in this manual should not super-
sede equipment manufacturers’ instructions and re-
guirements. When conflicts exist the most rigorous
requirement should be followed. A1l maintenance
and repair of electrical systems should be performed
in such a manner that the completed work will
conform to the publications listed below to the de-
gree indicated.

a. Codes. The listed codes and standard contain
rules (both mandatory and advisory) for the safe
installation, maintenance, and operation of electri-
cal systems and equipment.

(1) The National Electrical Code (NEC), NFPA
70.

(2) The National Electrical Safety Code
(NESC), ANSI C2.

(3) Occupational Safety and Health (OSHA),
General Industry Standards, 29 CFR 1910.

b. Nongovernment publications. Other nongov-
ernment publications referenced in this manual ex-
pand guidance in line with recognized industry
standards. The most extended coverage on recom-
mended practices for electrical equipment mainte-
nance, and one that should be used in conjunction
with both the NEC and the NESC, is NFPA 70B.
Publication NFPA 70B is recommended as a useful

reference in preparing contract requirements for
maintenance to be done by outside service agencies.

1-4. Standards of maintenance.

Electrical systems will be regularly maintained to
ensure continued compliance with the codes and
publications referred to in appendix A. Such main-
tenance will prevent system and equipment failures
and ensure maximum safety and efficiency in the
utilization of the facilities. At each installation, a
program for proper maintenance should be estab-
lished and effectively followed. This program should
include the scope of work, intervals of performance,
and methods of application including safety require-
ments, practices and procedures. When a number of
items require servicing or renewal over a period of
years, a proportionate number should be main-
tained each year. For instance, if there are 100
transformers on the system, requiring maintenance
at 5-year intervals, the work should be performed
on 20 transformers each year.

a. Predictive maintenance. A predictive mainte-
nance program is more desirable than routine re-
curring maintenance. Predictive testing should oc-
cur periodically but actual maintenance or
replacement should take place only when necessary.
An automated testing and record management sys-
tem should be utilized where available. Where such
a system is not available, its acquisition is recom-
mended.

b. Sample testing formats. Testing formats for
cable, circuit breakers, switchgear, and transform-
ers are provided in NFPA 70B. These formats can be
revised as needed for local requirements.

1-5. Maintenance responsibilities.

An adequate supply of dependable electrical energy
is essential for the accomplishment of the installa-
tion mission. Adherence to a well planned and well
organized maintenance program, including the es-
tablishment of specific goals and follow-up proce-
dures will ensure the proper functioning of the
equipment in the electrical distribution system.

a. Electrical supervisor. As used in this manual,
the title electrical supervisor indicates the indi-
vidual assigned the responsibility for maintenance
of electrical distribution systems and equipment.
The maintenance of electrical distribution systems
is the responsibility of the installation’s commander
and a specific duty of an Army director of public

1-1
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works, a Navy public works officer, or an Air Force
base engineer. Operation and maintenance are a
single staff responsibility, and frequently the same
personnel will perform both functions.

b. Electrical supervisor responsibilities. The elec-
trical supervisor will:

(1) Initiate positive action to remove, or reduce
to a minimum, the cause of recurrent maintenance
problems.

(2) Carry out maintenance inspections and ser-
vices so there is a minimum of interference with
user activities.

(3) Provide for the accomplishment of as much
work as possible during each maintenance visit, and
ensure that spot checks, inspections, and repairs
are made on all components of the electrical facil-
ities.

(4) Ensure that an adequate set of up-to-date
records are maintained for each major component of
all systems.

(5) Develop standard operating procedures
which are in compliance with applicable safety re-
quirements.

(6) Train maintenance personnel to improve
their efficiency and to observe safety requirements.

1-6. Maintenance records.

One of the most important sources of information
for aiding inspections, maintenance, or tests is a
comprehensive file of equipment and service
records. In addition to indicating basic information
required for proper inspection of the equipment,
these records will indicate where trouble has been
experienced and where special procedures may be
warranted.

a. Equipment documents. There are a variety of
documents which indicate the equipment provided
and how to keep it operating properly. These docu-
ments should be provided when new facilities are
built, or existing facilities modified. These records
should be obtained from the construction agency as
soon as possible, preferably before the electrical su-
pervisor accepts maintenance responsibility. These
documents should address any warranty provisions
applicable to the equipment. Equipment documents
determine maintenance practices and should be in-
cluded as a part of the maintenance records of the
facility. The most common documents are listed be-
low.

(1) Instruction leaflets and manuals. Each
piece of major electrical equipment purchased
should be accompanied by an instruction leaflet or
manual outlining the desired methods of installa-
tion, operation, and maintenance. These instruc-
tions contain valuable information on maintenance

1-2

practices, part designations, and ordering proce-
dures. Spare parts lists are a vital part of these
records.

(2) Installation drawings. Maintenance is often
affected by the manner in which the equipment is
installed. For convenience, and as a means of expe-
diting maintenance, as-built installation drawings
should be readily accessible to maintenance and
inspection personnel.

(3) Wiring diagrams. Adequate and up-to-date
wiring diagrams are important for proper mainte-
nance. Diagrams facilitate locating troubles, which
otherwise may require extensive probing and test-
ing procedures. Such diagrams should be readily
available to maintenance personnel.

(4) Distribution maps. Maps showing locations
of distribution lines, wire sizes, transformer sizes,
pole numbers, voltage classes, and sectionalizing
devices are vital. Up-to-date distribution maps
mounted on the maintenance or electrical shop wall
are very useful.

b. Service records. Service records constitute a
history of all work performed on each item of equip-
ment and are helpful in determining the overall
condition and reliability of the electrical facilities.
Service records should show type of work (visual
inspection, routine maintenance, tests, repair), test
results (load, voltage, amperes, temperature), and
any other remarks deemed suitable. It is highly
recommended that service records should include a
log of incidents and emergency operating proce-
dures.

(1) Logs of incidents. Logs of incidents, such as
power failures, surges, low voltage, or other system
disturbances are very useful in planning and justi-
fying corrective action.

(2) Emergency operating instructions. Emer-
gency work on electrical facilities is safer and
quicker when instructions are prepared and posted
in advance. Instructions should be prepared for
each general type of anticipated emergency, stating
what each employee will do, setting up alternatives
for key personnel, and establishing follow-up proce-
dures. Instructions should be posted in the electri-
cal shop, security guard office, substations, operat-
ing areas, and such other locations as the
responsible supervisor deems advisable. Employees
should be listed by name, title, and official tele-
phone number. These instructions should empha-
size safety under conditions of stress, power inter-
ruptions, and similar emergencies.

1-7. Priority and scheduling.

a. Priority. In regard to the support of the instal-
lation physical plant, it is the policy of the military



departments that, in order of priority, maintenance
should be second only to operations. It must be
systematic, and it must be timely.

b. Scheduling. The following chapters provide
data on service intervals, procedures, and practices.
Modifications may be made by installation com-

Section

1-8. Minimizing hazards.

Material specifications, construction criteria, instal-
lation standards, and safe working procedures have
been developed to minimize hazards. All work and
materials should conform to the latest accepted pro-
cedures and standards, as defined in publications
listed or referred to in this manual.

1-9. Qualification of electrical workers.

Due to the inherent hazards encountered in the
maintenance of electrical distribution systems and
equipment, it is essential that all electrical workers
be thoroughly trained and be familiar with the
equipment and procedures to be followed.

1-10. Certification of electric workers.

Properly trained electric workers will be certified in
accordance with applicable publications.

1-11. Public safety.

All necessary precautions will be taken to warn the
public of electrical hazards or other conditions
which may constitute a danger. This is especially
true of temporary hazards due to work in progress.

1-12. Personnel safety.

Any work on or close to electrical equipment of any
kind should be considered dangerous and proper
safety precautions will be taken. All personnel who
perform work of any kind on or near electrical
equipment must be familiar with and observe all
safety precautions.

a. Safety first. Two safety rules are mandatory as
follows:

(1) Consider all electrical equipment to be en-
ergized until it is known positively (as by the pres-
ence of grounding clamps) that it is not energized.
Comply with regulations and safety instructions
contained in NEC and NESC, the applicable depart-
mental publications, and special publications issued
by the local command.

(2) Work may be done on energized lines and
equipment only by personnel qualified by their job
descriptions for that voltage level. Job descriptions
should require actual hands-on work service periods
which meet local utility and the International
Brotherhood of Electrical Workers approval. All

TM 5-684/NAVFAC MO-200/AFJMAN 32-1082

manders to meet local requirements. Service in-
tervals may be lengthened only when justified by
extenuating circumstances. Whenever service inter-
vals or other guidance in this manual differs from
information supplied by the manufacturer, the more
stringent procedure should be followed.

- SAFETY

tools and equipment must be maintained in proper
operating order, be suitable for the maximum volt-
age level involved, and should be periodically tested
for compliance with all safety requirements. De-
partmental publications should be consulted for
specific requirements in each voltage level.

b. Service safety manuals. This manual addresses
some safety requirements, but users should also be
familiar with the service safety manuals TM 5-682,
NAVFAC P-1060, and AFMAN 32-1078.

c. Personal protective temporary grounding. This
is temporary grounding installed to protect workers
engaged in de-energized line maintenance. The
grounds are provided to limit the voltage difference
between any two accessible points at the work site
to a safe value. An expanded discussion of protective
grounding principles and practices is contained in
IEEE 1048, NFPA 70B and “The Lineman’'s and
Cableman’s Handbook”.

1-13. Live-line maintenance.

Aerial live lines are energized lines that are being
tested, repaired, and maintained more and more by
electrical utilities to reduce the number of outages
or service interruptions. The use of such procedures
on DOD installations requires that good practice be
followed and that there is no conflict with local
facility rules.

a. Good practice. Personnel doing live-line work
should have satisfactorily completed a formal train-
ing course of instruction and be examined periodi-
cally. Live-line maintenance usually means any
maintenance activity performed on energized elec-
trical conductors or equipment with a phase-to-
phase voltage exceeding 600 volts. It usually does
not include such activities as switching, hardware
tightening, climbing, hole digging, pole setting, con-
ductor stringing, etc. The performance of this work
requires equipment and tools that meet applicable
industry standards for energized-line maintenance.

b. Local facility rules. Two considerations affect
facility rules on the type and extent of live-line
maintenance permitted: availability of qualified fa-
cility personnel and equipment versus the facility’s
requirement for uninterrupted operation. If local
missions prevent electrical power shutdowns and
local facilities are not qualified to perform live-line
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work, then a live-line contractor may need to be
hired on a scheduled and/or a nonscheduled basis.
General energized-line maintenance practices cov-
ered in chapter 4, section VI, serve only as a guide

and are not intended to substitute for training or
operating procedures; for meeting specific industry
guidelines; or for meeting federal, state, local, or
facility regulations and rules.

Section Il - AVOIDING PROBLEMS

1-14. Operating conditions.

Always observe the four cardinal rules of electrical
maintenance.

a. Keep the equipment clean.

b. Keep the equipment dry or lubricated as ap-
propriate to the part.

c. Keep screwed parts tight.

d. Prevent friction on moving parts.

1-15. Detecting potential trouble.

Diagnostic devices, where available, allow checking
the system for potential trouble before it occurs.
Potential problems may also be detected by the use
of four of our five senses: see, hear, touch, and smell.

a. See. Many abnormal conditions can be de-
tected by visual inspection: some of the patterns
identifiable by sight are cleanliness, distortion,
color, misalignment, size, and position.

b. Hear. Changes in the intensity of noise, pitch,
or frequency are significant clues to operational
changes and possible malfunctions. Some of the
sound patterns that may indicate malfunctioning
are squeaking, rattling, knocking, and whistling.

c. Touch. Among the damaging characteristics
which may be identified by touch are vibration, wet-
ness, and heat. Caution should be exercised in
touching components which are normally hot
enough to burn personnel on contact or live parts
with hazardous potentials.

d. Smell. Burning insulation and battery fumes
provide distinctive odors which signal component
deterioration.

1-16. Electrical connections.

Connections are an essential part of any electric
circuit. Good electrical contact is essential. Dirt is
the enemy of good contact. Whenever an electrical
connection is to be made, extreme care must be
taken to ensure all dirt, rust, corrosion, insulation,
oil, and other contaminants are removed. The con-
tact surfaces should be bright, clean metal. This
requirement applies to connections made by solder-
ing, clamps, twisted sleeves, compression fittings, or
any other method.

a. Aluminum. Connections of aluminum items
should always include the application of a joint com-
pound which will ensure metallic contact by dissolv-
ing the aluminum oxide which is always present on
aluminum and aluminum alloy surfaces in air. The
contact surfaces of aluminum conductors and con-
nectors should first be vigorously cleaned with a
stainless steel wire brush to a bright finish and
then immediately coated with the aluminum-oxide
inhibiting compound.

b. Copper. Copper contact surfaces should be
cleaned, but not connector barrels. The barrels
should be cleaned on the inside.

c. Dissimilar metals. Only connectors designed
for the purpose should be used to connect aluminum
and copper items.

d. Testing. Accessible connections may be tested
using an infrared detector only if the connection is
under load as covered in chapter 3, section I.



TM 5-684/NAVFAC MO-200/AFJMAN 32-1082

CHAPTER 2

INSPECTION AND TESTS

Section | - PERFORMANCE

2-1. Determining equipment condition.

The ability of equipment to perform its function, or
to continue its function for its normal life cycle,
must be determined if the distribution system is to
operate dependably and economically. The condition
of equipment can be determined by two methods:
inspection and tests. Such things as broken insula-
tors or oil leaks can easily be determined by inspec-
tions, but other details such as the condition of
transformer oil or a trip setting for a circuit breaker
can be determined only by tests. The scope of in-
spection and tests is dependent on the type and
complexity of the equipment, and the results de-
sired. Inspections are normally visual, but hearing,
touching, and smelling can also indicate problem
areas. Tests can be electrical, physical, or chemical,
or combinations of these. The selection of the test to
be made may be at least partially determined by the
availability of test equipment and of personnel ca-
pable of using it.

2-2. Reasons for inspections and tests.

Inspections and tests are performed for several rea-
sons.

a. Preventive maintenance. This includes routine
testing of operating equipment and periodic testing
of nonoperating components to anticipate and cor-
rect possible equipment failure before it occurs.

b. Maintenance proof testing. This is testing to
ensure that maintenance/repair was done properly.
This should be done when maintenance and/or re-
pair are complete, and to show whether the equip-
ment is operable and properly connected.

2-3. Associated test guidance and records.

Tests are ordinarily used in the field to determine
the condition of various elements of an electrical
power-distribution system. The data obtained in
these tests provide information that is used to de-
termine whether any corrective maintenance or re-
placement is necessary or desirable. The ability of
the element to continue to perform its design func-
tion adequately can be ascertained. Also the gradual
deterioration of the equipment over its service life
can be charted. Records must include factory test
data provided with shop drawing submittals, accep-
tance testing data, and each routine maintenance
test, so that the history of the equipment may be

available for future reference. Records should be
maintained to indicate what test data are required
and what means are to be used to provide this data.
Nondestructive maintenance tests can cause insula-
tion breakdown with no warning. A plan for coping
with this possibility should be included in the test
procedures.

a. Qualifications of test operators. If a testing pro-
gram is to provide meaningful information relative
to the condition of the equipment under test, then
the person evaluating the test data must be assured
that the test was conducted in a proper manner and
that all of the conditions that could affect the evalu-
ation of the tests were considered and any pertinent
factors reported. The test operator, therefore, must
be thoroughly familiar with the test equipment
used in the type of test to be performed, and also
sufficiently experienced to be able to detect any
equipment abnormalities or questionable data dur-
ing the performance of the tests.

b. Test equipment. It is important to have the
proper equipment for performing the required tests
in any test program. In general, any test equipment
used for the calibration of other equipment should
have an accuracy at least twice the accuracy of the
equipment under test. The test equipment should
be maintained in good condition and should be used
only by qualified test operators. All test equipment
should be calibrated at regular intervals to ensure
the validity of the data obtained. In order to get
valid test results, it may be necessary to regulate
the power input to the test equipment for proper
waveform and frequency and to eliminate voltage
surges.

c. Use of forms. To provide optimum benefits,
record all testing data and maintenance actions on
test circuit diagrams and forms that are complete
and comprehensive. Recording both test data and
maintenance information on the same form is rec-
ommended. A storage and filing system should be
set up for these forms that will provide efficient and
rapid retrieval of information regarding previous
testing and maintenance on a piece of equipment. A
well-designed form will also serve as a guide or a
checklist of inspection requirements. Samples of
typical forms that can be used are included in NFPA
70B, appendix G.
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Section Il - REQUIREMENTS

2-4. Electric workers, instruments, and re-
ports.

Tests of electrical equipment should be performed
under the supervision of qualified electric workers.
If in-house personnel are not available for these
tests, the services of a qualified electrical testing
agency may be used.

a. Testing agency qualifications. The testing
agency should submit proof that it is a corporately
independent testing organization which can func-
tion as an unbiased testing authority, professionally
independent of the manufacturers, suppliers, and
installers of equipment or systems evaluated by the
testing firm. The testing agency should meet OSHA
criteria for accreditation of testing laboratories,
Title 29, Part 1910-7; or be a full member company
of the InterNational Electrical Testing Association
(NETA) and be regularly engaged in the testing of
electrical equipment devices, installations, and sys-
tems. The lead technical agency member on-site
should be currently certified by NETA or the Na-
tional Institute for Certification in Engineering
Technologies (NICET) in electrical power distribu-
tion system testing.

b. Test instrument calibrations. Instruments
should have been calibrated within the last 12
months except that analog instruments should have
been calibrated within the last 6 months. Calibra-
tion should provide the full-scale accuracy based on
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the manufacturer's data, usually 1 percent for
switchboard instruments and 0.25 percent for por-
table instruments. Dated calibration labels should
be visible and up-to-date calibration records, in-
structions, and procedures should be maintained for
each instrument which should have had a calibrat-
ing standard of higher accuracy than that of the test
instrument.
c. Test reports. A dated test report should include,

as a minimum, the following data:

(1) Summary of project findings and recom-
mendations, if required for additional work.

(2) Description of equipment tested.

(3) Description of test.

(4) Test results.

2-5. Frequency of inspection.

The intervals given in this manual and/or by manu-
facturer's maintenance recommendations should be
considered an initial interval for normal conditions.
Intervals should be shortened where adverse condi-
tions exist and may be lengthened only where expe-
rience under better-than-normal conditions show
this can be done safely. The frequency of inspection
may vary for similar equipment operating under
different conditions. Critical equipment, heavily
loaded apparatus, operator handled, and intermit-
tently operated units are examples of different op-
erating conditions.
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CHAPTER 3

TRANSMISSION AND DISTRIBUTION SUBSTATIONS

Section | - GOVERNING CONSIDERATIONS

3-1. Type of substations covered.

This chapter includes a transmission and distribu-
tion substation which is an assemblage of equip-
ment for purposes other than generation or utiliza-
tion, through which electrical energy in bulk is
passed for the purpose of switching or modifying its
characteristics.

3-2. Electrical system relationship.

A substation is an integral and vital part of an
electrical system. It does not exist independently of
the rest of the system, though it is usually designed
so that a failure of a single component will not
interrupt loads, except for switching times. Such
interruption may force greater than normal loads to
be carried by other components of the station while
repairs are being made. Most substations are de-
signed so they do not require attendant personnel
on a continuous basis. Supervisory control and data
acquisition (SCADA) systems, where provided, al-
low monitoring at a central point.

3-3. Substation safety concerns.

Substations present a potential safety hazard, ow-
ing to the large amount of energized conductor sur-
face concentrated in a relatively small area. In gen-
eral, only portions of an entire substation can be
de-energized, although scheduled outages may be
required for equipment which can not be bypassed
or worked on while energized. All inspecting and
repairing personnel must be thoroughly trained.
The following requirements are minimum:

a. Familiarity with operating procedures, protec-
tive and interlocking schemes, and the equipment
capabilities at the specific substation.

b. Knowledge of the proper use of safety equip-
ment, first aid procedures and equipment, and
equipment grounding techniques.

c. Access to safeguards such as danger signs, tem-
porary barriers, protective clothing, tools and pro-
tective equipment, and all safety manuals and
rules. Procedures should clearly indicate insulating
requirements and working clearances for any cat-
egory of energized-line maintenance employed.

d. Keeping proper inspection records and check-
lists so that observed defects or improper conditions
not immediately repairable will be promptly cor-
rected.

3-4. Substation security.

In addition to the personnel safety hazards men-
tioned above, an electrical substation presents an
attraction to would-be vandals, dissidents, or other
belligerents. For these reasons, good security is a
basic requirement. All means of access to substa-
tions, including buildings and yards, will be kept
locked when unoccupied and secure when occupied
by authorized personnel.

3-5. Periodic inspections of substations.

An inspection checklist, tailored to a specific substa-
tion and containing all items to be checked, is rec-
ommended. Monthly visual and yearly infrared in-
spections of the entire substation are recommended.

3-6. Visual inspections of substations.

Visual inspections should include the total substa-
tion area including the site, the control house, and
all equipment and structures. The energized sub-
station should be inspected from ground level, to
ensure adequate safety clearances from energized
parts. Binoculars should be used to view buses and
other equipment located on structures. Special care
should be used when ground connections are
checked, since a high voltage could develop across
any gap created between a ground cable and a piece
of equipment, particularly under fault conditions.
For this reason, ground connections shall not be
removed for any reason while the substation is en-
ergized.

3-7. Infrared inspections of substations.

All matter emits infrared rays in proportion to its
temperature.

a. Method. An infrared detecting device can be
used to determine loose connections, overloading of
conductors, localized overheating in equipment, or
similar conditions before they become serious. Some
equipment is sensitive to a fraction of a degree.
Infrared inspection can be done from a distance,
since contact with the item being measured is not
required. Substation equipment, such as bare bus,
disconnect switches, and connections, can be
checked without being de-energized. The inspection
is made by aiming the infrared detector at various
areas of the substation and noting where the hot
spots are.
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b. Equipment. Several types of infrared detectors
are available. These vary from a simple hand-held
instrument similar to a gun, through which the op-
erator can detect hot spots and note their locations,
to complex equipment requiring qualified operators
and product photographs as a permanent record of
the area being checked. The simpler detectors are
usually sold outright, while the complex items are
usually used by infrared detection services which
contract to do the work. Having an instrument
readily available can be justified for a large instal-
lation with several substations, while a contract to
have a survey performed would probably be better
for a small installation. However, as a low cost al-
ternative, a camera with infrared sensitive film
may be used, or a self-calibrating portable indicat-
ing unit can be coordinated with a Polaroid camera.

c. Surveys. When infrared (thermographic) sur-
veys are made, the equipment to be scanned must
be identified. Scanning should be made after visual
and mechanical conditions have been observed. Re-
port all areas scanned.

(1) Reports. If hot spots are found the report
should locate the problem area and the temperature

rise above a reference 30 degrees C. The cause of
the heat rise should be identified such as phase
unbalance, overload, poor connections, or other heat
producing conditions.

(2) Test parameters. Equipment must detect
emitted radiation and convert to a visual signal. A
detection ability of a one degree C rise between the
hot spot area and the 30 degree reference area is
required.

(3) Hot spot indications. NETA-MTS indicates
that temperature gradients as shown in table 3-I
will require the following actions.

Table 3-1. Infrared hot spot gradients?

Temperature

gradient Deficiency Action

0" to 3°C Possible Investigate

4” to 3°C Probable Repair as time permits
16°C and above Major Repair immediately

1Consider providing photographs an&or thermograms as seen on
the imaging system in reports where appropriate to the size and
criticality of the equipment examined.

Section Il - STRUCTURE MAINTENANCE

3-8. Importance of maintenance.

The useful life of a substation structure is directly
dependent upon the care it receives. Surface preser-
vation is of prime importance.

3-9. Galvanized steel structures.

The protective coating produced by the galvanizing
process normally has a long life; however, the coat-
ing will eventually fail and rust will appear. The life
of the coating on structural steel used in substa-
tions should generally be longer than 12 years ex-
cept possibly for the upper flat surfaces of horizon-
tal members. Any failure of the coating will usually
occur in spots rather than over an entire surface.
Refer to chapter 4, section VII for self-weathering
steel requirements.

a. Cleaning. Clean the surface with a wire brush
or by other mechanical means to remove rust and
dirt. If the surface is contaminated with grease or
oil, a solvent should be used to remove those con-
taminants. Mineral spirits or one ounce (28.4
grams) of trisodium phosphate in one gallon (3.8
liters) of warm water can be used as the solvent. If
it is uneconomical or impractical to remove all rust,
a reasonably satisfactory job can be obtained by
deactivating the rust through chemical treatment. A
weak solution of phosphoric acid is suggested for
deactivating rust. Use proper skin and eye protec-
tion.
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b. Painting. If required spot painting covers more
than 5 percent of the visible surfaces, the entire
structure probably should be painted.

(1) Priming coat. Apply a priming coat to the
clean dry surface using a good zinc dust/zinc oxide
paint. Allow ample time for the paint to dry before
applying the finish coats.

(2) Finish coats. Two finish coats should be ap-
plied using the same type paint used for priming.
Ample drying time should be allowed between fin-
ish coats. Only one finish coat is needed for areas on
which the galvanized coating remains intact. Other
paints normally used as final coats for metal (such
as aluminum paint) may be used as the final coat in
place of the zinc dust/zinc oxide paint.

(3) Temperature. Painting of outdoor metal
work is recommended only when the temperature is
above 45 degrees F (7 degrees C) and when the
relative humidity is below 80 percent.

(4) Durability. The durability of a paint coat-
ing depends on thickness, cohesion, and contin-
uity. Generally, 5 mils or 0.005 inch (0.125 milli-
meters) is an adequate thickness. The thickness
should be uniform, and paint should not be
easily scraped off the metal. Welds, edges, and other
hard-to-coat areas should be given particular at-
tention.



3-10. Painted steel structures.

Most steel for indoor substations, and some steel for
outdoor substations, is not galvanized and paint is
used for preservation.

a. Cleaning. All loose paint, blisters, and scale
must be thoroughly removed. Feather back the
original coating around the damaged area with
sandpaper. Where the condition of the finish is
poor, the paint should be removed entirely. Wire
brushing, sandpapering, or scraping is desirable
where only partial surface cleaning is necessary.
Paint removers will soften and aid in removal. How-
ever, the paint remover must be neutralized before
attempting to paint. For removal of oil and dirt,
weak solvents such as mineral spirits, other petro-
leum thinners, or turpentine substitutes should be
used.

b. Painting. Painting should be done after
cleaning. All bare metal should be covered with a
primer. Where only chalking has occurred, one
finish coat is sufficient. A zinc-chromate, alkyd-
resin primer followed by an alkyd-base paint is
a suitable air-dry combination for exterior sur-
faces. The primer coat should be allowed to air-dry
thoroughly and should be followed by two finish
coats with sufficient time allowed between coats for
drying.
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3-11. Aluminum structures.

Structures of aluminum alloy normally need no sur-
face protection. Painting of aluminum alloy mem-
bers is not recommended except where esthetics is
of prime importance.

3-12. Wood structures.

Permanent wood structures should be inspected
and treated as described in chapter 4, section IV.
Temporary wood structures may or may not be
treated, depending on the local climate and ex-
pected life of the structure.

3-13. Concrete for structure foundations.

Concrete is used extensively as a foundation for
metal structures and for equipment. Concrete
should be visually checked during the course of
other maintenance and repair. Cracks wider than
about 116 of an inch (0.16 millimeters) should be
repaired with a sand-cement grout. Badly deterio-
rated concrete should be replaced.

3-14. Structure connections and joints.

Regardless of material, all connections and joints
should be checked periodically for tightness of fas-
tening hardware. Loose, broken, or missing parts
should be tightened or replaced as required to main-
tain a rigid structure.

Section Il - SUBSTATION YARDS

3-15. Provision of yards.

In some cases, there may be no outdoor yard in
connection with a substation. However, these are
exceptional situations, and most substations will
have an adjoining yard.

3-16. Fences for yards.

Fence maintenance consists of material preserva-
tion, maintenance of structural integrity, and main-
tenance of a good ground. The following procedures
are recommended:

a. Material preservation. In noncorrosive loca-
tions, double-dipped (ASTM A 90, Class Il) hot-
dipped galvanizing on chain-link fences will nor-
mally furnish adequate protection for many years.
In corrosive locations, use of an aluminized fabric
should be the preferred installation. When material
preservation is required for steel or aluminum
chain-link fences, it should be described in section
1. Wood fences are not usually considered to pro-
vide adequate security for substations, and replace-
ment with chain-link fencing should be considered.
Screening, if required, can be provided with privacy
slats of polyester-fiberglass or aluminum.

b. Structural integrity. Security requires that
structure integrity be maintained by replacing

damaged posts or other materials as required.
Chain-link fencing should be kept taut. Spalling or
broken components of masonry fencing should be
replaced.

c. Grounding. Grounding must be maintained as
a safety feature. Visual inspection should be made
as a part of the monthly inspections, especially at
the gate bonding straps. Tests should be made as
prescribed in chapter 10, section Il1. Defects should
be corrected immediately.

3-17. Warning signs at yards.

Warning signs conforming to OSHA standards and
stating the voltage should be placed on each fence
gate, on each substation building door accessible
from outside the yard, and at intervals along the
fence. At least one sign must be visible from any
position along the fence. Location and legibility of
all signs should be checked as a part of the monthly
inspections.

3-18. Substation yards.

Substation yards at the time of construction should
have been graded and cleared of vegetation. The
entire yard area should be covered with some kind
of earth covering. Concrete slabs, paving, or gravel
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fill are usual coverings. For very large substations
some areas may be seeded for grass.

a. Ground treatment. Removal of vegetation,
elimination of low spots in the yard, and control of
grassed areas is necessary. If grass is permitted,
careful maintenance is necessary both for esthetics
and safety reasons. If allowed to grow uncontrolled,
weeds, grass, or other plants create fire hazards,
are unsightly, impede free action, and may grow tall
enough to contact live parts and cause flashovers.
Low spots collect debris and stagnant water. Where

chemical application for removal of vegetation is
required, it should meet environmental require-
ments.

b. Housekeeping. Miscellaneous storage should
not be permitted except in specific areas reserved
for this purpose. Storage should not interfere with
operations and should be in a protected, tidy, and
accessible manner. Birds may cause problems re-
quiring removal of nests and possible provision of
bird repellant controls such as tape, images, or
sound systems.

Section IV - INSULATORS

3-19. Function of insulators.

The function of an insulator is to support a conduc-
tor or conducting device safely. An insulator, being
of a nonconductive material, physically and electri-
cally separates the supported item from any
grounded or energized conductors or devices.

a. Composition and problems. Insulators are
composed of porcelain, glass, fiberglass, or a com-
posite compound. Maintenance is necessary to pre-
serve their insulating ability which can be degraded
by contamination or other damaging actions. Most
insulator damage will result from gun shots; light-
ning, surge, or contamination flashovers; and wind
damage. Defective insulators can also cause visible
corona or interference voltage propagation.

b. Related material. Apparatus type insulators
are provided in substations to support devices and
heavy lines. See chapter 4, section XlII, which pro-
vides a discussion of insulation levels.

3-20. Tests of insulators.

Radio interference conditions may be detected by
using instruments designed for this purpose. Other-
wise, maintenance tests on insulators are normally
limited to occasional power factor measurements at
the more important installations, where the loss of
the facilities must be kept to an absolute minimum.
Bus and switch insulators should be power-factor
tested in conjunction with similar testing of other
apparatus within the substation. Power factor tests
are described in section VII.

3-21. Inspection and repair of insulators.

Switch-and-bus apparatus type insulators are the
most intricate type and require the highest degree
of reliability in service. This is because the several
pieces of porcelain and hardware, assembled in a
single unit, are usually located at key positions in
the systems, where failure is extremely serious.
Switch-and-bus insulator failures occur when porce-
lain is thrown in tension by any thermal movement
between nested parts, which can cause cracking and
allow the entrance of moisture. An accumulation of
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foreign deposits, and mechanical damage from ex-
ternal sources also cause deterioration. Evidence of
such impairments may cause a flashover puncture
accompanied by a destruction of insulator parts.
Workers should be CAUTIONED that equipment
must be de-energized unless the procedure in chap-
ter 4, section XV is authorized.

a. Ceramic insulators. Ceramic insulators are
made of wet-process porcelain or toughened glass.

(1) Construction.

(a) Porcelain insulators. Porcelain insulators
are manufactured from special clays to produce a
plastic-like compound which is molded, oven dried,
dipped in a colored glazing solution, and fired in a
kiln. The glossy surface of the glaze makes the in-
sulator surface self-cleaning. Large porcelain insu-
lators are made up of several shapes cemented to-
gether. A chemical reaction on the metal parts from
improper cementing can result in a cement growth
which can be sufficiently stressful to crack the por-
celain.

(b) Glass insulators. Glass insulators are
made from a mixture of sand, soda ash, and lime
which is mixed and melted in an oven, then molded,
cooled, and annealed.

(2) Inspection.

(a) Look for fractures, chips, deposits of dirt,
salt, cement dust, acid fumes, or foreign matter,
which under moist conditions may cause a flash-
over.

(b) Check for cracks in insulators by tapping
gently with a small metal object ONLY WHEN DE-
ENERGIZED, about the size of a 6-inch (15 centi-
meter) wrench. Insulators free of cracks emit a ring-
ing sound when tapped; cracked ones sound dull
and hollow. To avoid damaging good insulators, tap
them; do not hit them hard.

(3) Repair.
(@) If the main body of a pin type or post
insulator is cracked, replace it immediately.

(b) Hone small chips from shells or skirts,
and paint with an insulating paint or varnish to



provide a glossy finish and to lessen dirt accumula-
tion.

(c) Since the loss of a skirt on a pin-type
insulator reduces the insulation value of the insula-
tor by 30 percent or more, replace such broken
units.

b. Nonceramic insulators. Nonceramic or compos-
ite insulators include core, weathersheds, and
metal-end fittings. A weathershed is the external
part of the insulator that protects the core or me-
chanical load-bearing component and provides the
wet electrical strength and leakage distance. The
core consists of resin and glass fibers. The
weathersheds are of polymeric materials such as
epoxy resins or elastomers and normally contain
inorganic fillers.

(1) Construction.

(a) Fiberglass. Fiberglass insulators are
manufactured with rods of fiberglass treated with
epoxy resins. Rubber-like compounds are applied to
the rods to fabricate suspension, dead-end, and
post-type insulators.

(b) Polysil. Polysil insulators are formed by
using various sizes of silica bound together chemi-
cally with a resin into a compound which is approxi-
mately 90 percent silica. Insulators have excellent
mechanical and dielectric strength, are nontrack-
ing, and do not carbonize under severe arcing con-
ditions. They are very durable for use in an adverse
atmosphere. Polysil was developed by the Electric
Power Research Institute (EPRI).

(2) Inspection and replacement. Composite in-
sulators are frequently used in outlying areas
where shooting vandalism is a problem. Damage to
nonceramic insulators, particularly from small
arms ammunition, may not always be easily de-
tected visually. When such damage is detected, the
damaged insulators should be replaced as soon as
practical, especially if embedded metal is found in
the shank of the insulator. A few holes through only
the weathersheds will have little or no adverse ef-
fect on the performance of the insulator.

c. Metal parts. Metal parts consist of fittings that
connect the insulator at one end to the support and
at the other end to the conductor.

(1) Inspection. Look for fractures and any rust.

(2) Repair insulators having defective hard-
ware.

(a) Wire-brush rusty spots down to bare
metal. Apply priming coat of paint and dry. Apply
finish coat of paint to spots covered with primer.

(b) Replace insulator if loose cement permits
movement between porcelain and metal parts.

TM 5-684/NAVFAC MO-200/AFIJMAN 32-1082

3-22. Cleaning of insulators.

Since the insulating qualities of insulators, and
their ability to prevent flashovers, depend on pre-
venting contamination buildup, cleaning fre-
qguencies will depend on the location. Ceramic insu-
lators must maintain their glass-like glaze and care
must be taken in cleaning to prevent this smooth
surface from being scratched or dulled. Nonceramic
insulators will deteriorate with time as the surface
decomposes, although proper cleaning will help to
extend their service life. For convenience, safety
and thoroughness, insulators should be cleaned
while out of service.

a. Causes of contamination. All insulators and
also bushings are designed to permit satisfactory
operation with some contamination. However, alter-
nate wetting by early morning mist and fog, fol-
lowed by exposure to dust and wind, can build up
harmful deposits. Special contamination problems
are encountered near steel mills, cement and chemi-
cal plants, and other factories that saturate the air
with finely divided, semi-conductive particles. Along
coastal areas, salt deposits build up and materially
reduce the flashover value. Many of these deposits
are extremely tenacious, requiring that the insula-
tor be removed from service and cleaned by hand.
Where contamination is serious, special long-
leakage suspension insulators for high-voltage lines
have been used; but, where severe deposits occur,
washing of special insulators is required as often as
for standard insulators. To lengthen maintenance
intervals, in areas where contamination is severe,
ceramic insulators and bushings may be coated
with special silicone greases. Greasing is not recom-
mended for nonceramic insulators, a channeled arc-
ing can lead to tracking on greased composite insu-
lators. Many weathershed materials are unsuitable
in areas where hydrocarbon vapors are prevalent or
where they come in contact with wood poles treated
with hydrocarbons.

b. De-energized cleaning methods and materials
for ceramic insulators. The following materials and
methods are specified for porcelain cleaning. Table
3-2 should also be consulted.

(1) Clean, grit-free, lintless wipers should be
used.

(2) An abrasive, of the kitchen-cleanser type,
mixed with clear water to the consistency of a thick
paste, may be applied with a wiper or stiff-bristle
brush. The amount of rubbing depends on the ma-
terial being removed. Rinse freely with clear water.
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Table 3-2. Cleaning ceramic insulators and bushings

Deposit Type of cleaner
Acid crust from a chemical
plant. ... Bon Ami®......... e
Ammonium bifluoride .. .....
Oakite? . ...l

Lockbrite cleaner® ..........
Paint thinner ................
Black paint carbon. .............. Skybrite window cleaning crys-
tals? ... ..
Dilute muriatic acid. ........
Extra-coarse steel wool......

Cement dust. .................... Hydrochloric acid® ..........
Wirebrush.................
Scrape and apply paraffin . ..
Fly ash......oooooiiiiiii. Lockbrite®..................
Lockbrite?..................
Gummy soil, dirt and oil. Bon Ami and turpentine?®. . ..
Ironore...........ooiit vt Skybrite window cleaning crys-
tals? ...
Leather dust .................... Brush .......................
Lime.....oooiviiiiiiiiiienn. Muriatic acid® ..............
Lockbrite?..................
Oilsoot .................. Drycloth. ..................
Red lead ................. Paint thinner®..............
Salt. ........... ..l Wwater ...
Smoke......cooiiiiiiii Lockbrite?..................
Larkin cleaner®.............
Sulfur. ... ... Oakite? ....................
Standard Oil solvent? ........
Traffic film...................... Lockbrite?..................
Unknown . ........coeeeiieien... Windex glass cleaner?. ... ...
Vapors from paper mill. .......... Vinegar and bicarbonate of soda
paste. ...
Wood-mill dust .................. Brush ............. ...

How applied Results

..... Rag............................. Satisfactory
..... Brush........................... Fair
..... Hotbath ........................ Satisfactory
..... Brush. .......................... Satisfactory
oo Rageo Satisfactory
..... Wash ........................... Satisfactory
..... Cloth ........................... Satisfactory
..... Rub............................. Good
..... Brush. .......................... Satisfactory
..... Brush. .......................... Satisfactory
..... Steel wool, rags, and salvasol ..... Requires annual cleanup
..... Steel wool, rags, and salvasol . .... Used below 32°F (0°C)
.... Rag.......coovvvvveiiaeane..... Used below 32°F (0°C)
..... Wash ........................... Satisfactory
s Brush. oo Satisfactory
.... Diporwipe........ ... ... Satisfactory
..... Hand ........................... Satisfactory
..... Wipe. ........................... Satisfactory
..... Rag............................. Satisfactory
..... Rag............................. Satisfactory
.... Water and rags, steel wool, rags,

and water. ........... . ... Satisfactory
..... Satisfactory
..... Steel wool, rags, and water ....... Satisfactory
..... Rags............................ Satisfactory
... Cloth ..o oo oo Satisfactory
..... Cloth ........................... Satisfactory

..... Atomizer and wipe with dry rags. . Fair

Rag-coat porcelain, rub off, and
.... finish with steel wool. ............ Fair
B = 1 (1] o 1 Satisfactory

1The insulating qualities of ceramic insulators and bushings and their ability to prevent flashovers depend largely on the glass-like glaze
of the surface. During cleaning operations, therefore, care must be taken to preserve this smooth surface and prevent its being scratched

or dulled.

2The use of brand names is to identify the type of material recommended and does not imply superiority over other brands of similar

material.

This chemical gives off irritating fumes which are dangerous in high concentration. Do not use without respiratory protection.
“Some paint thinners are highly flammable. When use of a thinner having a flash point under 100°F (38°C) is necessary, it will be

handled in accordance with applicable safety regulations.

(3) Muriatic acid, diluted with water to a 10- to
50-percent solution, is effective for many extremely
tenacious contaminations. The acid concentration
should be kept as low as possible, because it tends
to attack metal parts and cemented joints. It is
applied with a fiber or bristle brush or cloth and
permitted to work for approximately 3 minutes, af-
ter which the porcelain should be scrubbed clean
and rinsed thoroughly with clean water. Rubber
gloves and goggles should be worn to protect hands
and eyes from the acid.

c. De-energized cleaning for nonceramic insula-
tors. Manufacturers’ recommendations should be
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followed since weathershed construction and ce-
ramic materials vary.

d. Cleaning while energized. Although insula-
tors may be washed while energized by the use of
complex equipment, it is not recommended as a
general practice for small military installations.
At large military installations, where personnel
have been properly instructed and trained,
ANSI/IEEE 957 should be used as a guide for clean-
ing energized insulators. If either the serving utility
or a local contractor is equipped to perform this
service, contracts for this type of work might be
justified.
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Section V - BUS STRUCTURES

3-23. Definition of bus structures.

A bus structure is an assembly of bus conductors
with associated connection joints and insulating
supports. It can have bare or insulated conductors.
A busway is a grounded metal enclosure, containing
factory-mounted, bare or insulated conductors,
which are usually copper or aluminum bars, rods, or
tubes. Each serves as a common connection between
two or more circuits.

3-24. Maintenance of bus structures.

Bus structures need regular scheduling of visual
inspections.

a. Schedule. Enclosed buses occurring in
switchgear should be inspected visually, in conjunc-
tion with scheduled outages for circuit breaker,
fuse, switch, or other associated equipment main-
tenance. Open-type buses may be visually inspected
without being de-energized. The frequency of
such inspections depends largely on the local con-
tamination problem and will, therefore, vary with
each installation. However, each bus should be visu-
ally inspected at least once each year as a mini-
mum.

b. Visual inspection. Inspect all bus conductors
and connections for evidence of overheating, loose or

corroded connections, and poor alignment that
might result from short-circuit stresses. Special at-
tention should be given to contacts between dissimi-
lar metals. For example, copper salts falling onto
aluminum will chemically deteriorate the alumi-
num. This situation will be most severe at locations
subject to salt spray.

3-25. Cleaning of bus structures.

The cleaning of buses is limited primarily to that of
eliminating excessive contamination from the sup-
porting insulators. It is not necessary to remove
corrosion from the conductors, except where it ei-
ther affects contact resistance of connections or can
lead to deterioration of conductors.

3-26. Testing of bus structures.

Generally, no testing is required in connection
with a bus structure, except that trouble spots
should be detected by checking bus temperature.
Whenever electric current flows, there is some tem-
perature rise. If this rise becomes excessive, such as
at a point of poor contact, trouble will develop.
Checking for higher-than-normal temperatures by
infrared inspection can reveal these future trouble
spots.

Section VI - INSTRUMENT TRANSFORMERS

3-27. Definitions of instrument transformers.

An instrument transformer is designed to reproduce
in its secondary circuit (in a definite and known
proportion) the current or voltage of its primary
circuit with the phase relations and waveform sub-
stantially preserved.

a. Current transformers. A current transformer is
a constant-current transformer which reduces line
currents into values suitable for standard measur-
ing devices such as ammeters and wattmeters and
standard protective and control devices. It also iso-
lates these devices from line voltages. The primary
winding is connected in series with the circuit car-
rying the line current, or as a window-type arrange-
ment linked magnetically with the line conductor
which eliminates the need for an integral primary
winding.

b. Voltage (potential) transformers. A voltage
transformer is basically a conventional constant-
voltage transformer with primary and secondary
windings on a common core connected in shunt or
parallel to the power supply circuit to be measured
or controlled. The secondary winding insulates de-
vices from the power circuit.

3-28. Short-circuiting dangers.

The basic difference between current and potential
transformers must be observed. A voltage trans-
former like most constant-voltage devices should
never be short-circuited. A current transformer, be-
ing a constant-current device, requires that the sec-
ondary circuit always be closed. As long as there is
current in the primary winding, there will be cur-
rent in the secondary winding. On an open circuit
the voltage will be the secondary current multiplied
by an extremely high open-circuit secondary resis-
tance. This is a voltage which may both damage
insulation and prove dangerous to life. Under no
circumstances should the secondary of a current
transformer be opened while the primary circuit of
the transformer is energized, unless the terminals
of the current transformer are of the short-
circuiting type.

3-29. Maintenance of instrument transform-
ers.

Instrument transformers should be scheduled for a
maintenance inspection every 2 years. In addition,
they should be inspected visually any time appara-
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tus with which they are associated is inspected, but
not less than every 6 months.

a. Safety. Before performing any maintenance on
instrument transformers, they must be de-
energized and completely isolated from any ener-
gized source. Isolation may be accomplished by
opening applicable disconnect switches or fuses or
by de-energizing appropriate circuit breakers. In
polyphase circuits, all phases must be disconnected
to ensure that instrument transformers are not en-
ergized through interconnected secondaries.
Drawout-type voltage transformers, used in metal-
clad switchgear, should be completely withdrawn
for maintenance.

b. Procedure. Maintain bushings and terminals of
instrument transformers as described in section
VIIl. Maintain fuses, if present, as described in chap-
ter 8, section I1.

(1) Case. Inspect case or tank for evidence of
corrosion and leaks. Clean and paint as required.
Instrument transformers that show evidence of
leaks should be replaced with those of the same
rating and returned to a shop for repair.

(2) Conduit and connection. Tighten all loose
joints in conduit around fittings, terminal boxes and
supporting clamps. Clean and paint corroded areas.
Verify tightness of all bolted connections. Verify
that wiring, grounding, and shorting connections
provide good contact.

(3) Drawout mechanisms. Test the proper op-
eration of the voltage transformer withdrawal
mechanisms (tip out) and grounding operation.

3-30. Tests of instrument transformers.

Instrument transformers rated above 15 Kkilovolts
should receive power factor tests during the sched-
uled maintenance period for transformers given in
table 7-l. Procedure for making these tests is de-
scribed in section VII. Other tests, which may be
made during or after shop repairs, include:

a. Oil analysis.

b. Ratio.

c. Polarity.

d. Resistance.

e. Exciting current.

f. Overvoltage.

Section VIl - BUSHINGS

3-31. Definition of bushings.

A bushing is an insulating structure which provides
a through conductor or a passageway for such a
conductor. A bushing has a provision for mounting
on a barrier (conducting or otherwise). The bushing
insulates the conductor from the barrier and con-
ducts current from one side of the barrier to the
other side. The primary function of a bushing is to
provide an insulated entrance for an energized con-
ductor into an apparatus tank.

3-32. Type of bushings covered.

Information in this section pertains to bushings on
such substation apparatus as power transformers,
sulfur hexifluoride (SF,) and oil circuit breakers,
and high-voltage instrument transformers. Al-
though bushings on low-voltage instrument trans-
formers ordinarily require little attention, the fol-
lowing recommendations for inspection and
cleaning can be followed for such equipment as well.

3-33. Maintenance of bushings.

Bushings are always an integral part of specific
apparatus and should be inspected along with that
apparatus.

a. Schedule. External portions of bushings, which
are easily viewed and form a part of equipment that
is under constant supervision, should be visually
inspected on the same schedule as the associated
apparatus. Factors that may increase the frequency
of maintenance and inspections include:
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(1) Construction, condition, age, and history of
the bushing.

(2) Conditions under which the bushing must
operate. Bushings subject to excessive contamina-
tion or temperature should be inspected more fre-
quently than those that operate under normal con-
ditions.

(3) Relative importance of service continuity.

(4) Accessibility.

b. Visual inspection. Bushings should be visually
inspected for evidence of any condition that will
tend to impair satisfactory performance, including:
1) Excessive contamination.

2) Cracked or broken porcelain.

Low oil level (oil-filled bushings).

Broken or deteriorated seals.

5) Fractured metal parts.

6) Excessive operating temperature.

7) Loose or missing parts, such as a power
factor test tap cover.

c. Porcelain inspection. When inspecting porce-
lain, the following procedure is recommended:

(1) Fractures. Check for fractures and chips in
porcelain. The significance of a crack or chip de-
pends on its location and configuration, since a
chipped skirt does not affect performance unless the
effective creepage distance is appreciably reduced.
If the crack appears to extend into the body of the
porcelain, examine it carefully to see whether it is
only a harmless surface marking the glaze or some-
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thing that may result in an operating hazard. Frac-
tures or chips may be caused by the following ac-
tions.

(a) Rigid bus connections that do not allow
for thermal expansion or contraction.

(b) Thrust from breaker operation, which
may fracture either the top or bottom porcelain if
the bottom member is loose.

(c) Uneven or excessive tightening of
clamping-ring bolts.

(d) Improper cementing onto the clamping
ring.

(e) Mechanical shock caused by blows or pro-
jectiles.

(2) Contamination Check for foreign deposits,
such as dirt, salt, cement dust, rust, carbon, acid oil
sludge, filler compound, copper sulfate, or other ma-
terial that may cause flashover under moist condi-
tions.

(3) Loose porcelain. Check for loose or improper
seating of the lower porcelain.

(4) Evidence of flashover. Flashover may be
caused by an operating voltage above the bushing
rating, excessive transient voltage, or semi-
conductive foreign particles contaminating the por-
celain.

d. Porcelain repair. In addition to the upper or
main body porcelain, some bushings have a lower
porcelain member to give added strength against
mechanical shock. Porcelain repairs generally are
made in either of the following ways:

(1) Fractures. When the main section of either
the lower or upper porcelain is fractured, replace
the bushing. When the cause appears to be a too
rigid connection, install a flexible connector or ex-
pansion joint made from a flat strap, in addition to
replacing the bushing.

(2) Chips. When the main body of the porcelain
is intact, but a crack is about to detach a large chip
of skirt, protect adjacent skirt and remove the chip
with a hammer. Smooth the sharp edges with an
abrasive stone to prevent injury to workmen, and
paint the exposed surfaces with a weather-resisting
material to provide a glossy finish that keeps out
dirt and grit.

(3) Contam ination Remove deposits of foreign
materials. Clean as recommended.

(4) Tracking. When there is evidence of flash-
over, check the bushing voltage rating and surge
protection. Clean the bushings. Bushings experienc-
ing frequent flashovers should be reported to the
operating department, as this may require a review
of the application and associated surge.

e. Metal parts inspection. Metal parts of bush-
ings, including the mounting flange and hardware,
should be inspected for fractures, cracks, blowholes
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in cap and assemblies, and a need for repainting.
Fractures and cracks are caused by deterioration of
cement, which allows the entrance of moisture that
alternately freezes and thaws.

f. Metal parts repair.

(1) Remove fractured, cracked, or defective
clamping rings and hardware, and replace immedi-
ately.

(2) Wire brush spots down to bare metal, apply
a priming coat of paint, allow to dry, and then add a
finish coat. Repaint periodically with a good
weather-resisting paint.

(3) Bushings that leak quantities of filler com-
pound or oil (especially at the clamping and mount-
ing flange assembly) should be removed from ser-
vice promptly and a replacement installed. These
conditions cannot be readily corrected in the field.

(4) Repairs that involve the baking out or
vacuum treatment of insulation, replacement of a
porcelain rain shield, or modernizing and rebuild-
ing, should be accomplished in a qualified service
depot or manufacturer’'s shop. This work requires
expert techniques, as well as special tools and
equipment.

g. Cement inspection. The cement between
clamping rings, caps, and porcelain should be in-
spected for crumbling or chipped surfaces and dete-
rioration that will permit the entrance of moisture.
Absorption of moisture and subsequent expansion
and contraction, as a result of temperature changes,
hasten cement deterioration. Litharge and glycerin
cement are particularly vulnerable.

h. Cement repair. It is often more economical and
desirable to replace rather than repair a deterio-
rated bushing.

(1) Make a temporary repair by cleaning porce-
lain and painting the exposed cemented parts with
an insulating varnish in accordance with Military
Specification MIL-V-173.

(2) Remove litharge and glycerin cemented
bushings at the first opportunity and replace with
bushings having mod.ern-type cement.

(3) When loose cement permits movement of
porcelain, replace the bushing.

i. Gasket inspection and repair. When inspecting
and repairing gaskets, look for leakage of filling
materials, deterioration of gaskets, and improper
seating of gasket material (especially rubber-like
and cork composition). If quantities of filler have
leaked from the bushing, replace the bushing imme-
diately. Cork exposed to moisture and air turns
dark, crumbles, and loses elasticity and binder. Re-
place all deteriorated or improperly seated gaskets
with new gaskets as recommended by the bushing
manufacturer.

39
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j. Ground sleeve. Inspection and repair of the
ground sleeve includes the following steps:

(1) Check the condition of the ground strap
that ties the metal sleeve to the supporting flange,
and examine for tight connections.

(2) Replace the ground strap if it is badly cor-
roded.

(3) Tighten the connection.

(4) Where a bushing is installed in liquid-filled
apparatus, see that the lower end of the bushing
ground sleeve is immersed in the liquid at all times.
A ground sleeve is intended to distribute voltage
stress longitudinally along the bushing stem, thus
preventing the formation of corona above the liquid
level.

k. Bushing conductor lead. The following proce-
dures for inspection and repair are recommended:

(1) Look for deteriorated conductor lead insula-
tion, particularly where the lead leaves the bushing
stem.

(2) Check the upper end of this type of bushing
for evidence of corrosion where the conductor is
soldered to the bushing cap.

(3) Remove deteriorated conductor lead insula-
tion; inspect strands for mechanical condition, and
retape with varnished cambric tape; then apply
I-inch (25 millimeter) linen tape, half-lapped to the
required thickness.

(4) Paint with applicable Military Specification
MIL-V-173 varnish or other suitable insulating
varnish.

(5) Clean bushing cap and porcelain surfaces
with soap and warm water, and swab out the tube.

(6) When replacing bushing conductor leads,
braze or silver solder the leads and their terminal
connections.

L. Line or bus connections. Inspection and mainte-
nance should include the following steps:

(1) See that connections are tight and free from
corrosion and dirt. Corrosion and dirt cause over-
heating of terminals. Contacts that are not tight
result in corona discharge and arcing between loose
points of contact and cause radio interference. An
energized connection suspected of overheating may
be checked by fastening an unlighted tallow candle
on a disconnect pole, and observing whether or not
the candle melts when brought in contact with the
connection.

(2) Check for adequate rigidity and see that the
connection design does not overstrain the porcelain
bushing. Check the foundation for movement.

(3) Check the size of the terminal connector to
ensure adequate current-carrying capacity.

(4) Clean dirt and corrosion from connections.

(5) Polish co tad surfaces with crocus cloth,
install new lock washers, and tighten bolts securely.
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(6) Install a terminal connector of the proper
capacity.

m. Migration of compound. Inspecting and re-
pairing compound migration should be made in the
following manner:

(1) Check the oil and the bottom of the appara-
tus tank for visual evidence of compound leakage
caused by fractured porcelain or leaking gaskets.

(2) If much bushing compound has migrated
into the oil or the apparatus tank, replace the bush-
ing with one of a modern design.

(3) Remove fluid from the apparatus tank.

(4) Clean the apparatus tank.

(5) Refill with new or filtered fluid.

n. Internal carbon deposits. Excessive accumula-
tion of carbon should be noted. Electrostatic flux
causes free carbon in the oil to collect on porcelain,
herkolite, and/or micarta. Free carbon immersed in
oil will form frostlike figures that adhere tightly to
insulating materials. If enough deposit collects,
flashover may result, particularly if moisture is
present. Therefore, carbon deposits should be wiped
off with suitable solvent, flushed with clean mineral
oil, and wiped with a clean lintless rag saturated
with clean oil.

0. Arcing gap. Arcing or coordinating gaps, if
present, should be free from any obstructions and
the gap set at proper spacing.

p. Oil gage. Some bushings are provided with
means of indicating the level of the filler. Check
these devices for proper operation and see that glass
is not cracked or broken.

g. Oil level. Inspect the oil level frequently. Low
oil levels may be caused by overfilling or by oil being
forced up into any expansion chamber not equipped
with a core seal.

3-34. Bushing power factor tests.

The power factor of a bushing (or any other insula-
tor) is an indication of the effectiveness of the insu-
lation to function properly. A low power factor (1
percent or less) is an indication of good insulation.
Because of differences in materials, a single power
factor test is of little value. However, a series of
power factor tests allows the results to be compared,
and a trend can be established. Increasing power
factors indicate deteriorating insulation and correc-
tive measures should be taken. Power factor testing
is recommended for bushings rated over 15 kilovolts
and for all bushings, regardless of voltage rating, in
substations rated over 5,000 kilovoltamperes.

a. Schedule. Bushings should be power-factor
tested at the time of installation and at intervals as
given in table 7-I for transformers. Spare bushings
should be -power-factor tested when received from
the factory, and at approximately 2-year intervals



thereafter. For convenience, it is well to schedule
such tests to correspond to those applied to other
equipment at a given location. In this way, the test
equipment and personnel may be used to the best
advantage.

b. Equipment. Insulation power factor can be
measured by several methods, including the
voltmeter-ammeter-wattmeter (Doble) method and
the balanced bridge method. A number of power
factor test bridges are available and are probably
the most convenient way to measure the power fac-
tor. Commonly used circuits are described in ASTM
D 150. Further information is available in IEEE 62.

c. Test personnel. Power factor testing involves
high voltages and fine measurements. Test person-
nel should be well trained and highly skilled in the
operation of the test set being used. For safety, two
people should be used to conduct the test.

d. Test conditions. To obtain the most reliable re-
sults, power factor testing should be conducted un-
der the following conditions:

(1) If outdoors, the weather should be fairly
clear.

(2) Air temperature should be above 40 degrees
F (5 degrees C). Power factor tests have little value
when made at freezing temperatures.

(3) Relative humidity should be less than a
maximum of 80 percent.

(4) Insulation being tested should be dry and
clean.

(5) Insulation temperature must be known and
should not be less than the air temperature; other-
wise, condensation will take place and hot-collar
losses will be high because of surface leakage. Tem-
perature may be measured with a thermometer in
contact with the porcelain.

(6) Current leakage by creepage along insula-
tion surfaces should be eliminated by the applica-
tion of the proper guard circuit of the tester. Guard
circuits vary with testers of different types, and the
manufacturer's recommendations should be fol-
lowed.

e. Test comparisons. In order to yield better re-
sults that can be compared, power factor tests on
the same item should be made at the same voltage
and frequency. Measurements at different tempera-
tures should be corrected to 68 degrees F (20 de-
grees C) to facilitate comparisons and establish-
ment of a power factor trend. See table 3-3 for
correction factors.

(1) Power factor is a “worst condition” value,
and it is necessary to isolate bushings from the rest
of the equipment being tested only if the test indi-
cates trouble. In such a case, each item must be
tested separately to determine which is failing; a
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Table 3-3. Temperature correction factors for power factor!

Temperature Correction factor (K)
50°F (10°C). ..ovvviriniannn. 1.25
59°F (15°C). ............. ... 1.11
68°F (20°C).................. 1.00
TTF(25°C). oo 0.89
86°F (30°C). ...vviviiiiin 0.80
95°F (35°C). . oiiiiiii 0.71
104°F (40°C). ...vvvvvinnin.. 0.65
113°F (45°C). .oovvvenininnnn. 0.57
122°F (50°C). ...vvvvveinnnen. 0.51
131°F (B5°C). oevvvniiineinn 0.46
140°F (60°C ............c.... 0.41
149°F (65°C ).vvvvnnnnennn.. 0.37
158°F (70°C).....ccvvvvevnn.. 0.33

'pf at 20°C = pf at T°C x K

bushing must then be disconnected at both termi-
nals and tested separately.

(2) A consistent test procedure should be fol-
lowed on a given piece of equipment in order to
satisfactorily establish a trend. Power factor test
values of a bushing individually tested, for example,
cannot be directly compared to test values obtained
when a bushing is connected to a winding or a bus.

f. Ungrounded specimen test. Power factor of a
bushing may be determined by attaching the high-
voltage lead of the test set to the top terminal of the
bushing and the low-voltage lead to the capacitance
or power factor test tap (if the bushing has one) as
shown in figure 3-1. The bushing flange is then
grounded to the test set and power factor measure-
ments made.

(1) Record temperature of bushing. Connec-
tions to the bus at the bushing need not be removed
unless such connections seriously affect the read-
ings. Experience in making measurements will fa-
cilitate making a decision in this regard.

(2) Some bushings not provided with either a
capacitance or power factor test tap may be tested
essentially in the same manner, if provisions for
isolating the bushing flange from the grounded ap-
paratus tank are present. Under such circum-
stances, with the bushing flange grounded, the low-
voltage lead of the test set is connected to the
bushing flange and the test set is grounded to the
apparatus tank.

g. Grounded specimen test. Where bushings to be
tested have fixed conductors and are not equipped
with facilities for making the ungrounded specimen
test, the power factor may be measured in the fol-
lowing manner:

(1) Remove top and bottom connections to
bushing.

(2) If the bushing cannot be removed, the bush-
ing flange must be insulated from the apparatus.
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Figure 3-1. Connections for ungrounded specimen power
factor test

(3) Connect the high-voltage lead of the power fac-
tor test set to the top terminal of the bushing and the
low-voltage lead to the bushing support.

(4) Ground the test set to the apparatus tank, and
measure the power factor

(5) Record temperature of the bushing.

h. High-voltage cold-guard circuit test. When
bushings to be tested have detachable cable conduc-
tors, they may be tested in the following manner:

(1) Remove the bushing terminal and insulate
the conductor from the bushing tube by stuffing a
small amount of insulation into the space between
them. If bushing is equipped with an insulating
head, it is only necessary to remove the connector
between the upper and lower rings.

(2) Clean the porcelain ring of the insulating
head.

(3) Connect the guard circuit to the cable lead
and the high-voltage lead of the test set to the bush-
ing tube.

(4) Ground the mounting flange of the bushing.

i. Collar tests. The overall power factor test on
bushings may be performed by placing a flexible
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conducting rubber or metallic foil or braid collar
around the porcelain under the first top skirts; con-
necting the collar to the test cable guard circuit;
grounding the mounting flange; and applying test
voltage to the central conduct of the bushing. The
collar should be of a type specifically designed for
bushing collar tests. Figure 3-2 shows connections
for hot- and cold-collar tests.

(1) Hot-collar test. This test is performed by
grounding the central conductor and the mounting
flange and applying test voltage to the collar on the
bushing. When hot-collar losses are found to be high
because of high relative humidity creating surface
leakage, the bushing should be cleaned. Furniture
or floor wax should be applied with a clean lintless
cloth. The wax should dry for 5 minutes and then be
rubbed briskly with a clean cloth to obtain a high
polish.

(2) Cold-collar test. This test is performed by
grounding the collar and mounting flange and ap-
plying test voltage to the central conductor of the
bushing. The difference between the overall watt
loss and the cold-collar loss is known as watts dif-
ference. In general, there appears to be no advan-
tage in the cold-collar test. The hot-collar test is
recommended.

j. Interpretation of power factor test results. The
limiting value at which different test operators re-
move bushings from service ranges from 6 to 12
percent power factor on bulk-type bushings and
from 2 to 6 percent on plastic and oil-filled bush-
ings. These ranges are based on bushing tempera-
tures of 68 degrees F (20 degrees C), the power
factor values being higher at higher temperatures.
Because the measurement of power factor is highly
specialized and power factor values vary with differ-
ent types and makes of equipment, the procedure
following such tests should be based on the recom-
mendation of the qualified persons engaged to per-
form the tests.

3-35. Bushing insulation resistance test.

Insulation resistance tests measure insulation
losses by applying a dc voltage. This test is not so
widely used as the ac power factor test for bushings;
but, in the absence of facilities to test power factor,
insulation resistance tests on bushings may prove
useful.

a. Procedures. The general procedure for insula-
tion resistance testing is described in chapter 5,
section VII. The following paragraphs contain spe-
cific details for testing bushings.

b. Test values. See table 3-4 for requirements for
insulation test values. Resistance readings should
be carefully compared in one or two ways.
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Figure 3-2. Connections for hot- and cold-collar tests

Table 3-4. Insulation resistance tests on electrical apparatus
and systems!

Recommended
minimum
insulation

Maximum voltage Minimum test resistance in
rating of equipment voltage, dc megohms
250 volts ....... 500 Volts ....... 25
600 volts ....... 1,000 Volts ....... 100
5,000 volts ....... 2,500 Volts ....... 1,000
8,000 volts ....... 2,500 Volts ....... 2,000
15,000 volts ....... 2,500 Volts ....... 5,000
25,000 volts ....... 5,000 Volts ....... 20,000
35,000 volts ....... 15,000 Volts ........ 100,000
46,000 volts ....... 15,000 Volts ....... 100,000
69,000 volts ....... 15,000 Volts ....... 100,000

1This table is reproduced from MTS-1993.

(1) Readings taken on a number of similar
bushings at the same time.

(2) A series of readings taken on the same
bushings at different times.

c. Test conditions. It is essential that suitable
conditions be maintained during tests.

(1) Bushings cannot be checked while con-
nected to the windings of transformers.

(2) Bushings must be dry and warm enough to
prevent the condensation of moisture from the at-
mosphere.

(3) The weather should be reasonably clear and
the relative humidity less than 80 percent.

(4) Record the bushing temperature at time of
test.

(5) Adjust resistance value to 68 degrees F (20
degrees C).
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CHAPTER 4

OVERHEAD DISTRIBUTION

Section | - ASSOCIATED OVERHEAD DISTRIBUTION GUIDANCE

4-1. Relevant overhead distribution guid-
ance.

Maintenance work involving aerial line changes re-
quires an understanding of the basic design pre-
mises of overhead construction requirements.

a. Location of electric circuits on poles. Where
more than one electric circuit is carried on a pole,
the highest voltage is at the top down to the lowest
voltage above any communication circuits. Through
wires of the same voltage level should be carried
above local wires (those which are tapped fre-
guently). The two or more wires of a circuit should
always be carried in adjacent positions. To facilitate
troubleshooting, wires of a circuit should always
take the same positions on all poles, except where
long lines have been provided with a transposition
(change of line positions) to reduce electrostatic and
electromagnetic unbalance.

b. Joint electric supply and communications cir-
cuits on poles. Electrical supply wires must be car-
ried above communication circuits. Minimum clear-
ances between supply wires and communication
wires are specified in the NESC.

4-2. General construction guidance.

Rights-of-way for navigable water crossings and
structure identification and climbing space free of
obstructions must meet the following requirements.

a. Rights-of-way requirements. When the system
is being extended across navigable waters within

the United States, permission must be obtained
from the nearest District Office of the U.S. Army
Corps of Engineers. When crossings are made in
waterways under the jurisdiction of other authori-
ties, those authorities should be consulted.

b. Identification requirements. Poles, towers, and
other supporting structures should be marked or
numbered to facilitate identification by employees
authorized to work on them. If the facility has no
consistent identification method, it is recommended
that such a system be implemented.

c. Climbing space. Despite the fact that, where
practicable, nearly all pole work will be done from a
bucket, the need for climbing space still exists. Suf-
ficient space must be reserved for positioning the
bucket to enable the linemen to perform their tasks;
and actual climbing may be required on occasions.
The recommended facility climbing space require-
ment is a square 30 inches (750 millimeters) on
each side. Figures 4-1 and 4-2 show details for
various conditions. Any maintenance, repairs, re-
placement, or addition must be done in a way that
maintains at least the minimum climbing space re-
quired by the NESC which may be less than the
recommended space.

d. Obstructions. Poles and other structures
should be kept free from posters, banners, nails,
radio antennas, signs, or other devices that might
interfere with safe working conditions.

Section Il - DEFINING VOLTAGE NOMENCLATURE

4-3. Voltage terminology.

Voltage terminology can be very confusing, espe-
cially if there is no mutual understanding as to
whether the term is defining a voltage level, a de-
livery usage, or an origination point.

4-4. Voltage level classification.

The accepted standard for voltage classifications is
ANSI/IEEE 141. Low voltage is used for 600 volts or
less, medium voltage is used for above 600 volts to
69,000 volts, high voltage is used for 115 to 230
kilovolts. Any voltage above this is called ultra-high
voltage. The term high voltage is most often used
when medium voltage is meant.

4-5. Voltage delivery usage.
There is no standard for delivery usage; but trans-

mission system is used for high and ultra-high volt-
age systems; subtransmission system for 46- to 69-
kilovolt systems; and distribution system is used for
35 kilovolt down to and including low-voltage sys-
tems. Utilization voltage is also used to describe the
voltage from which the equipment directly operates,
which may in some cases be a medium-voltage in-
put.

4-6. Voltage origination point.

Input to a device which transforms voltage from one
level to another is called a primary circuit, while the
device's output is called a secondary circuit. While
most transformers are used to step down voltages,
there are cases of step-up systems; so a primary
circuit could have a lower voltage than a secondary
circuit.

4-1
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4-7. Voltage terminology usage in this
manual.

The convention understood by most persons quali-
fied to perform various electric line-work opera-
tions, that is, for aerial, underground, and at-grade

work, is the one used in this manual, unless other-
wise stated. Therefore, primary circuits have a
medium-voltage rating; secondary circuits have a
low-voltage rating.

Section Il - TYPES OF MAINTENANCE

4-8. Component line maintenance.

The various components which make up an over-
head line system include poles to carry and insula-
tors to support the line, along with line connectors
and guys. Most poles encountered will be wood, and
most primary line conductors will be bare. There
are conditions, though, which justify the increased
cost of metal or concrete poles or primary overhead
insulated lines or cables. Increasing use of armless
construction will minimize, but not completely
eliminate the use of crossarms. Pad-mounted,
compartmental-type transformers are also replac-
ing, to a large degree, many unaesthetic aerial plat-
form-mounted, transformer installations. The dis-
cussion of maintenance necessary for the compo-

nents mentioned assumes all work will be done on
unenergized lines (unless specifically noted other-
wise) and that all clearance procedures required to
provide service, as mandated by TM 5-682, NAF-
VAC P-1060, or AFM 32-1078, have been followed.

4-9. Other types of line maintenance.

Trees adjacent to overhead lines pose a line clear-
ance problem, requiring both checking for interfer-
ences and trimming on a planned time cycle. Main-
tenance methods on energized overhead power lines
require special training and tools to meet safety
requirements, but can reduce service interruption
times where operational requirements do not per-
mit the necessary outage period.

Section IV - WOOD POLES

4-10. Life span of wood poles.

The average life span of a full-length pressure-
treated wood pole can be maintained and even ex-
tended another 10 to 20 years with a proper inspec-
tion, treatment, and reinforcement program.

4-11. Supplementary data on wood poles.

Pertinent information is covered in appendix C on
why poles fail, initial installation, types of wood
used for poles, influence of local conditions, and
decay patterns.

4-12. Wood pole record keeping and inspec-
tions.

Proper record keeping is the basis for a systematic
program of pole inspection and maintenance. These
records will determine courses of actions based on
actual examinations, eliminate much guesswork,
extend actual pole life, and accumulate the histori-
cal data required to evaluate future pole mainte-
nance costs.

a. Essential record data. The first point is to
record the pole location, identification number, date
of installation, and a manufacturer’'s pole brand.
Then poles should be rated based on the initial pole
scheduling inspections. Ratings should indicate
soundness of pole, any treatment provided during
inspections, and any failed poles marked for safety
because replacement or reinforcing is needed imme-
diately. A sample format for recording data is shown
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in figure 4-3. The format shown should be revised
as needed to meet local requirements.

(1) Interpretation of pole brands. An under-
standing of the brands on the side of a pole is nec-
essary for proper inspection, record keeping, and
reporting. An example is shown in figure 4-4. The
brand is near eye level and is generally burned into
the wood, though some pole suppliers use a counter-
sunk aluminum disk.

(2) Pole brand indications. The codes for spe-
cies and preservatives treatments are as follows:

(a) Timber species are coded as SP-south-
ern pine; WC-western red cedar; DF-Douglas fir;
WL-western larch; NP-northern (red or Jack)
pine; LP-lodgepole pine; WP-ponderosa pine.

(b) Preservatives are the oil-borne type
coded as A for pentachlorophenol; B for copper
naphthenate; C for creosote, and the water-borne
type coded as CCA for chromated copper arsenate
and ACZA for ammoniacal copper zinc arsenate.
Only copper naphthenate is a nonrestricted-use pes-
ticide.

(c) Retentions are shown with a number for
the pounds per cubic foot. On poles which show no
retention figure, the pole was not pressure treated
and should be rejected.

(3) More data. See AWPA M6 for more complete
information on brands.

b. Initial pole scheduling inspections. Two types
of initial pole scheduling inspections should be pro-
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POLE INSPECTION AND MAINTENANCE RECORD

lulnctor%ﬁsﬂ_s_ Date \_?) QJ 94

Map 8- Line LoclllonMD_ Starting PolnlSﬂMﬁ&.L_
Codes From Pole Brand Origi- Inspectlion
Rl ‘-Pg:'-" m:?:“- Other Meintenance/Comments
No. Length Preserva-{ ment naoce
c.l:sl Species | Suppller | City | Year| "\;00 (code) (code)
118 Ko-3 R Ym]mh«j4 1 AN Bu 2 |Ck N monTes
7919 403 [Ro G M Tm: AA| 10 1
for of M

Code Explanation

8 (or 10) Pressure treated--record pounds per cu. ft. shown on brand.

FLNP Full-length non—pressure Ireated (no pound shown on brand).

Butt Butt treated

c far "L X .

SLode Explapation

1 Pole ® ound, no evidence of decay or olher damage. groundline
treatment applied. Reinspect In 7-10 years.

2 Some evidence of minor decay. Groundline treatment epplled.
Reinspect [0 S-7 years.

3 Modenl.clg ® dvanced deca but pole well above minimum per-
missibegrounaiitne ¢ rcumfemnce. Groundline treatment

applied Relnspect In 5-5 years.

4 Extensive decay. No groundline treatment applied. Relnepect.
replace or stubwithin 1 year:

5 Faflure. Replace or ® lub promptly.*

« Pole marked for salety.

Figure 4-3. Sample format for recording pole inspection and maintenance data

vided and will be used to determine future inspec- line, a pole-by-pole maintenance program should be
tion frequencies. scheduled as soon as practicable.
(1) Spot inspections. Poles should be examined (b) When the spot inspection shows there is
8 to 10 years after a line is built. This spot in- only some minor softening of the wood in less than 5
spection will decide courses of action as indicated percent of the poles in the line, the pole-by-pole
below: maintenance program may be deferred 3 to 5 years.
(a) When the examination of a representa- (2) Pole-by-pole inspections and maintenance.
tive number of poles (extended to the total number This program should be planned for a line 13 to 15
of similar poles in the line) shows there is advanced years after construction, though the spot inspection
decay in 1 percent or more of the poles, or some will determine more precisely when it should be
minor decay in 5 percent or more of the poles in the started.
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Pole Brand
ABCO Supplier’s Brand
D —— Plant Designation
60 — Year of treatment
SPC —— Species of Timber and
Preservative Treatment
Retentions
7-30 Class and length in feet

Figure 4-4. Typical pole brand and key

4-13. Wood pole maintenance crew instruc-
tions.

The crews used for pole inspections should be pro-
vided with instructions as to inspection precautions,
duties, safety requirements, and use of equipment.
Crews should always review any pole history avail-
able.

a. Spot examination crews. Crews of two or three
people should be provided with an experienced crew
leader.

b. Pole-by-pole crews. Crews of three to five
people may be provided by the facility or work may
be done by contract personnel. In either case, an
experienced person employed by the facility should
closely supervise the work.

c. Crew duties. The duties of the crew consist of
observing the pole tops, crossarms, and attach-
ments; inspecting the pole to a height that can be
conveniently reached from the ground; excavating
and inspecting the pole below the ground line; ap-
plying groundline treatment; keeping accurate
records; and any other work, as appropriate.

d. Safety precautions. Follow all safety regula-
tions described in TM 5-682, NAVFAC P-1060, or
AFM 32-1078. Safety requires that any pole that
has lost strength from decay or other cause to the
point of being hazardous should be replaced or rein-
forced. Simple economy, however, requires that such
condemnation be arrived at only after careful in-
spection, including measurement of groundline cir-
cumference when only groundline decay is involved.
This means that lines may contain many poles that
have lost a certain amount of their original strength
and thus should be climbed only after taking proper
precautions, such as guying. Pikes poles (a tool used
in raising poles) are not permitted for support while
personnel are working on poles. Before climbing a
pole, the lineman should use spot examination
methods to check a pole for which there is no recent
inspection record. No inspection member who is not
a lineman should be instructed to provide mainte-
nance requiring a lineman'’s qualification.

46

e. Inspection equipment. For convenience, the fol-
lowing list shows the minimum amount of equip-
ment usually needed. It may be added to according
to type of soil, terrain, or extent of work to be un-
dertaken.

(1) A shovel for digging around the pole and a
tamper for use when the soil is backfilled.

(2) A flat-bladed spade, a suitable scraper, and
a chipper to remove decayed wood.

(3) A wire brush for removing dirt and decayed
wood.

(4) A pole prod or a small blunt tool for probing
the pole for decay below ground line, such as a
dulled ice pick or a screwdriver.

(5) An increment borer and wood plugs.

(6) A I- to 2-pound (0.5 to I-kilogram) hammer
for sounding poles and for driving wood plugs.

(7) A tape for measuring the groundline cir-
cumference of the pole and a 6-inch (150-millimeter)
rule.

(8) A flashlight and a binocular (6 x 30) for
observing the upper portion of the pole above the
inspector’s groundline vision.

(9) Previous records and blank forms for re-
cording all details of work.

(10) Dating nails to indicate year of inspection
or groundline treatment and tags to indicate re-
jected poles and dangerous poles.

(11) Preservative and application equipment
for groundline treatment.

(12) A first-aid kit to handle minor injuries.

f. Recommended time of year: If possible, inspect
during the summer months when preservatives
need not be heated, digging is easier, and the pole is
drier. A dry pole makes examination for decay more
positive, and ensures better penetration of preser-
vatives.

4-14. Wood pole spot inspection procedures.

The spot inspection should not be confined to poles
most convenient to reach, as this could give an ab-
surd indication. A sufficient humber of poles in a
line should be sampled in arithmetical progression,
checking every alternate pole or every third or fifth
pole, depending upon the uniformity of conditions.

a. Visual. Make visual inspections from the
ground using binoculars and flashlights to check for
cracks, shell rot, knots, hollow spots, woodpecker
holes, and burned spots.

b. Probing. A long probe or prod in the form of a
I-foot (0.3-meter) steel bar with a blunt point has
been found useful in spot inspecting poles when a
pattern of external decay is established. Such prod-
ding should be done with care so as not to jab holes
into the wood. As an improvement on this method, a
special prod or impaction tool is now on the market.



This tool has a sleeve-like hammer; and, through
vibrations carried to the hand, it is possible to de-
tect decay below the ground line.

c. Sounding. Make a sound test to check for inter-
nal decay.

d. Nondestructive pole testing. The Electric
Power Research Institute (EPRI) has developed a
“PoleTest™” instrument that analyzes the sonic
waves it sends through the pole to indicate the
strength of the pole keyed to its wood species and
diameter.

(1) Components. The complete testing setup
consists of a programmed dedicated instrument, an
input sensor, a pendulum impactor, output sensor,
and impact nail. Specialized tools are provided to
install pole-mounted items.

(2) Operation. The operator designates the
wood species, diameter and length of the pole. After
the correct input sequence and pendulum impacts,
the unit will display the pole fiber strength, diam-
eter, and species. From this information, the con-
formance of the pole’s strength to NESC require-
ments can be determined by comparison with the
required maximum fiber stresses for the various
classes of poles given in ANSI 05.1.

(3) Engineering judgement. Interpreting the re-
sults requires engineering judgement. Testing
should be made at the groundline unless there are
more critical stress locations, that is points of dam-
age or points of line loading. Since the existing
bending strength of the pole determines whether
the pole has adequate strength, the orientation of
sensors should normally be perpendicular to the
direction of the line.

e. Groundline inspection. If the soil is soft
enough, probing through the soil at two or three
places several inches (centimeters) below the
ground line may reveal sound or decayed wood
without excavation. Excavation should remove soil
only where one or two major ground level separa-
tions (checks) are present in a pole.

(1) Excavation. Soil may be removed to a depth
of 8 to 12 inches (20 to 30 centimeters) and the
below-ground pole surface examined or probed.

(2) Soil sterilization. Excavation aerates the
soil and encourages the growth of fungi. When new
pressure-treated poles are first installed, some of
the preservative diffuses into and sterilizes the soil
immediately adjacent to the pole. When the soil
around the pole is disturbed for any reason, or the
pole is relocated, the soil must be sterilized. Use 2
or 3 gallons (8 to 12 liters) of an approved preserva-
tive solution and thoroughly mix with the backfill.
Many effective pesticides that are easily applied in
most soils prevent subterranean termite attack; kill
fungi and weeds in the treated area; are very toxic;
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and must be approved for use. None of the preser-
vative should be exposed when backfilling is com-
pleted. Personnel applying pesticides must be certi-
fied in accordance with applicable directives.

(3) Backfilling. Replace with sufficient resteril-
ized soil tamped to avoid any water-collecting de-
pressions.

f. Internal inspection. One or two borings should
be taken above or below the ground line when
sounding or other inspection methods cause a doubt
as to the sturdiness of the interior pole condition.

g. Accuracy. When a reasonable accurate deter-
mination as to the condition of poles cannot be made
by spot inspection methods, the more thorough pro-
cedures described for the pole-by-pole inspection
should be followed. For these cases, the excavated
poles should be groundline treated and so recorded.

4-15. Wood pole-by-pole inspection proce-
dure.

Before any extensive inspection or maintenance
work is begun, it should be known or ascertained
that the line (or individual pole) can be expected to
remain in the same position for several years with-
out relocation. Before proceeding with the inspec-
tion, the upper portion of the pole should be ob-
served from the ground to make sure it has not been
badly damaged by woodpeckers, lightning, or other
causes that would require replacement regardless of
the groundline condition. Nondestructive pole test-
ing may be used where “PoleTest” equipment is
available. (See para 4-14.) Otherwise sounding and
test boring may be necessary.

a. Sounding. If the pole condition appears good,
then the pole should be sounded. This is a method of
checking for interior decay above the ground line. It
is not an infallible test and requires considerable
practice to attune the ear to meaningful sounds. It
should not be relied upon until considerable experi-
ence has been acquired.

(1) Method. With a I- or 2-pound (0.5 to
I-kilogram) hammer, strike the pole squarely and
firmly all around the pole from the ground line to as
high as can be conveniently reached, while listening
to the sound. A good pole has a solid ring, whereas
one containing decay may give a hollow sound or
dull thud. Often, however, such things as checks,
separations, shakes (separation along the grain of
the wood, usually occurring between the annual
rings due to causes other than drying), loose slivers,
loose molding, guys, load carried, wood density,
moisture content, and the pole loading will affect or
alter the resonance.

(2) Purpose. This method avoids needless exca-
vation of poles found badly decayed internally above
ground and assists in detecting the most likely
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points for boring to determine the extent of any
internal decay above ground.

b. Test boring. Whenever there is reason to sus-
pect possible internal decay above or below the
ground line, the pole should be bored with an incre-
ment borer as shown in figure 4-5. It is usually not
necessary in cedar poles due to their decay resistant
heartwood.

(1) Increment borer. An increment borer con-
sists of three parts-the borer, the extractor, and
the handle, which also serves as a receptacle for the
other two parts when not in use. The tool is made of
the highest-quality steel to withstand the force ap-
plied, though the borer has a cutting edge which
must be protected from abuse. When boring below
the ground line, the pole surface at the spot bored
should be thoroughly cleaned of soil and grit by
shaving or brushing. Bore toward the center of the
pole, applying steady pressure to start, and in as
nearly a horizontal line as possible. If any slant is
necessary, it should always be upward to prevent
any later water accumulation. The core is removed
with the extractor by backing the borer a half turn
after the extractor is shoved in, so as to break off
the core before withdrawal.

(2) Plugging bored holes. All bored holes must
be plugged by hammering in a tight-fitting treated
wood plug as shown in figure 4-6, regardless of
whether the pole needs to be replaced. Habitually
and promptly drive a plug in each hole before boring
another or before proceeding with other work. Oth-
erwise, a bored hole may be overlooked, opening the
way for future internal decay. The plugs, made of
doweling, may be obtained from most pole suppli-
ers. Those pointed on one end are preferable but not
required. They should be 3 or 4 inches (80 to 100
millimeters) long with a diameter 1/32 inch (0.8
millimeters) larger than the hole bored to provide a
snug fit. The borer, an adequate supply of plugs,
and a hammer should be kept together as a kit.

(3) Evaluating test borings. The extracted core
should be carefully examined for wood integrity or
evidence of decay, extent of any decay pocket, and
the amount of original preservative in the wood.
Decay will be evidenced by crumbly wood in part of
the core. If a pole is badly decayed, a core may not
be withdrawn intact. Borings may sometimes be

soft and moist, but not decayed, if preservative is
present and the wood fibers are strong.

(a) Preservative appearance. In sound poles,
the preservative will be plainly visible, especially if
it is creosote. In good original treatment, it extends
the depth of the sapwood (table 4-1 shows sapwood
thickness). Some borings will show a heavy absorp-
tion of preservative, while in others it may appear
in bands, giving the core a striped appearance. (An-
nual growth rings comprise hard dark summerwood
and softer, sometimes spongy, springwood. ‘Usually
the summerwood absorbs more preservative in the
timber species that are suitable for poles). In poles
treated with pentachlorophenol (penta) solution,
the oil carrier may not be visible, even though the
penta itself is present in sufficient amount.

={p
e
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Borer bit
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Figure 4-5. The increment borer

xtracter

Figure 4-6. Sealing a test hole with a treated wooden plug

Table 4-1. Sapwood thickness in poles

Species Sapwood thickness
(inches)
Western red cedar ....... 0.5 to 1.25
Douglas fir .............. 0.75 to 25
Western larch .......... 0.5 to 15
Jack pine. ... 0.75 to 2.0
Red (Norway) pine.. ..... 2.0 to 4.0

Natural heartwood
decay resistance

Sapwood thickness
(millimeters)

13 to 32 High

19 to 64 Moderate
13 to 38 Moderate
19 to 51 Moderate
51 to 102 Moderate
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Table 4-1. Sapwood thickness in poles (continued)

Species Sapwood thickness
(inches)
Southern yellow pine. .. .. 2.0 to 4.25
Lodgepole pine. .......... 0.5 to 2.0
Ponderosa pine .......... 2.0 to 35

Sapwood thickness Natural heartwood

(millimeters) decay resistance
51 to 108 Low to moderate
13 to 51 Low
51 to 200 Low

(b) Condition rating. For practical purposes,
the condition of a pole should be rated on its wood
integrity or on the extent of any decay. While the
amount of preservative present in one pole as com-
pared with another should be taken into consider-
ation in the rating, a high degree of accuracy in this
respect requires laboratory methods or special ap-
paratus.

(c) Effect of sapwood thickness. Table 4-I
shows the average thickness of the sapwood in the
timber species which are most often used for facility
poles. It will be noted that the species with thin
sapwood, which consequently receive a shallower
penetration of preservative, generally have a more
durable heartwood. However, long life in poles is
more dependent upon effective preservative treat-
ment. Since the thicker sapwood species are capable
of a deeper treatment, they will often yield the long-
est average life.

c¢. Groundline inspection. If the inspection of the
above-ground portion of the pole indicates that re-
placement is necessary, there is no need for below-
ground inspection. However, if the above-ground
portion is substantially intact or adequate for treat-
ment in place, continue with the below-ground in-
spection. Sampling procedures may be used if the
poles can be grouped by species and class, age, and
conditions of exposure to damage. Every third or
fourth pole should be inspected below the ground
line. Any unsatisfactory conditions found during
sampling will indicate the need for inspecting more
or all of the poles in the group. Use the following
method for below-ground inspections:

(1) Excavation. If the sound test indicates no
serious internal decay above ground (verified by
borings when in doubt), the next step is excavating
the soil to about 18 inches (450 millimeters). It may
be necessary to excavate deeper in dry or porous
soils, and this can be determined as the work
progresses. When there is danger of toppling the
pole by digging, provide temporary propping of
poles. The hole should be wide enough to permit use
of the borer below the ground line. Care must be
taken not to cut or disturb the ground wire.

(2) Inspection. With a blunt tool, probe the sur-
face of the pole gently below the ground line to see if
the wood is intact and firm or if decay is present as
evidenced by soft, spongy wood. Close attention

should be given to the vicinity of any separation
checks. If the ground is wet, the wood may be soft
but not decayed, so examine a sliver of the wood to
see if it breaks easily or crumbles. Look and smell
for preservative on the surface of the pole (a musty
smell often indicates active decay). Remove as much
decayed wood as possible with the spade and clean
the surface with a wire brush. Open pockets of de-
cay and determine their extent by probing. Interior
decay at the ground line may be checked by taking
borings.

(3) Measuring pole circumference. After re-
moval of all decayed wood, the remaining circumfer-
ence of the pole just below ground line should be
measured. Deduction from this measured circum-
ference is made for any external or internal decay
pockets in order to determine whether the pole
meets the minimum circumference permitted by the
NESC.

(a) If the ground-line circumference is below
the permissible minimum, the pole should be
promptly replaced or reinforced.

(b) If the ground-line circumference is above
the permissible minimum, the pole should be
ground-line treated as covered in section VI.

4-16. Determination of wood pole adequacy.

When inspections reveal heart rot; splits; lightning,
insect, bird, or vehicle damage; or other apparent
weaknesses, these conditions should be reported so
that the adequacy of the pole to sustain its loads
may be evaluated by engineering personnel. When-
ever the condition requires backfilling to any degree
more than that for spot inspection, provide
groundline treatment as covered in section VI. Test
wood pole stubs, as required for the wood poles they
help support. Steel stubs should be inspected to see
that the installation is in good condition and hold-
ing properly.

a. Replacement. If the diameter of the pole has
decreased more than about 15 percent due to dam-
age or decay at the ground line, or if the diameter of
the heart-rotted section as determined by boring is
more than about 30 percent of the total diameter of
the pole, it should be scheduled for replacement as
soon as possible.

b. Reinforcement. In many cases, a pole will de-
cay at the ground line but the wood above will be
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good. In such cases, especially if the pole contains
several lines or equipment, pole reinforcing may be
a more economical (and fully satisfactory) solution
than providing a new pole. The pole must be sound
from about 15 inches (400 millimeters) above the
ground line to the pole top, and preservative should
be applied under pressure to prevent spread of the
groundline decay into healthy wood.

c. Pole treatment. Poles in place are exposed to
weathering and decay, which is usually most severe
at the ground line. In some cases, the upper part of
the pole will have decayed to only a small degree,
and preservative treatment to extend its useful life
will be economical. Poles may have to be straight-
ened because deterioration or replacement has
caused them to be out of line. Guying, raking, or
otherwise sustaining the pole load may permit line
straightening, if the butt of the pole is kicked over
while leaving the top of the pole in the same place,
or if both the top and the butt of the pole are moved
as necessary. Moving the butt means that
groundline treatment will also be necessary. The
cost of pole replacement, particularly of a large,
heavily-loaded pole, can justify considerable effort
and expense in extending the useful life of a pole in
place. See section VI for information on treatment.

4-17. wood pole replacement.

It is recommended that new poles be fully treated
with a NRECA WQC pressure treatment to ensure
that the maximum service life potential is obtained.
Butt treatment and similar partial treatment meth-
ods are not acceptable.

a. Installation. When a new pole does not have to
be replaced in the same h.ole as the old one, setting
the new pole near the old location, including ‘attach-
ment of the equipment and conductors to the new
pole before removing the old one, may be more con-
venient and safer.

(1) Line wires. Before any pole is cut off, the
top of the pole must be held or guyed in four direc-
tions. In most cases, the line wires can be relied on
to hold the pole in conformity with the line direc-
tion, while guys or pike poles are required to hold it
in the other directions.

(2) Service-drop conductors. Free service-drop
conductors; do not count on them to hold a pole
because any strain might pull the service-drop
brackets off the buildings.

(3) Energized replacement. If a pole must be
replaced with conductors energized, the wire must
be properly covered with rubber protective equip-
ment designed for this purpose, so work on the pole
can be done safely as covered in section XV

b. Pole setting. Poles need to be set in accordance
with ground conditions. For normal firm ground,
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minimum pole-setting depths are given in table 4-2.
In other types of soil, pole-setting depths need to be
increased or decreased, in accordance with the local
utility’s practice, dependent upon whether the
ground tends to be swampy or rocky.

Table 4-2. Pole setting depth

Pole length. overall Setting depths

Straight lines Curves, corners
and points of

extra strain

Feet Meters Feet Meters Feet Meters
30 ... 90 55........... 17 55............. 1.7
35 90 6.0........... 18 60............ 1.8
40 ... L. 90 6.0........... 18 65. ...... . ... 2.0
45 ..o L 90 65........... 20 7.0. ... ... 2.1
50 .o L 90 7.0........... 2 775 ... 2.3
55 v 90 75...... ..., 23 80 ........... 2.4
60 ........ ..., 90 80........... 24 85 ... ... 2.6
70 oo 90 90........... 28 95 ........... 2.9

4-18. Wood pole reinforcement.

Pole reinforcement technology has developed sev-
eral methods of pole repair which can restore poles
to their original groundline strength. Engineer-
ing personnel should evaluate the selected method
to ensure that the proposed installation is ade-
quate.

a. Stub pole. A length of pole of the same size as
the existing pole, and long enough to extend from
the butt of the pole to about 5 feet (1.5 meters)
above the ground line, is set flush alongside the
existing pole. Follow criteria for setting a new pole
and band it to the existing pole at the top and about
15 inches (400 millimeters) above the ground line.
Figure 4-7 shows details for fastening the stub pole
to an existing pole.

b. Steel reinforcing. If several poles need reinforc-
ing, steel reinforcing may be more economical than
the use of stub poles. The steel reinforcement con-
sists of a “C” shaped galvanized steel section (as
shown in figure 4-8), which is pneumatically driven
to below the pole butt and then strapped to the
existing pole. The equipment for driving the rein-
forcing is specifically designed for the purpose, but
its use will be more economical than digging Holes
for several stub poles. Although the steel reinforcing
can be installed by in-house forces, it would prob-
ably be advantageous to have this work done by a
firm specializing in this service. Steel reinforcing
also provides extra protection from vehicles in con-
gested areas. Engineering is required to ensure
proper installation since the overall strength of the
steel truss and pole combination depends on the
strength of the banding system.
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Figure 4-7. Wood stub pole

¢. Compound set methods. There are a number of
compound set methods. Engineering evaluation
should select the appropriate method.

(1) Compound. The simplest method requires a
compound (mixed in a completely self-contained
mixing unit) which fills a hole slightly larger than
the pole diameter. It is suitable also for straighten-
ing poles.

(2) Compound and casing. The decaying region
is first treated with a liquid fumigant. A split-metal
casing is driven below grade by rotary-driven equip-
ment. The casing is filled with an epoxy-aggregate
for stabilization and extra strength. The filler may

also contain an approved preservative additive that
migrates to the outside surfaces of the pole under a
time-delay release action.

(3) Compound, rebars, and collar. This method
requires a 2-foot (0.6-meter) deep trench to be exca-
vated around the pole and several 4-foot (1.2-meter)
long rebars to be stapled about the pole. An inert 3
to 4 foot (0.9 to 1.2 meter) collar descends to about 2
feet (0.6 meters) below the ground line and is filled
by funnel with hand or electric mixed epoxy-resin
compound. Periodic tamping is needed to ensure
proper compound setting. The trench is then
backfilled after the compound has cured.

Section V - CROSSARMS, BRACES, AND PLATFORMS

4-19. Pole crossarms.

All facility crossarms are fully treated and are usu-
ally of Douglas fir or yellow pine. The length and
cross section of an arm is determined by the brace
and strength requirements. Properly installed cross-
arms require little maintenance. Crossarms can de-
cay; aging can cause separations such as checks or
shakes; lightning can splinter crossarms; or they
may twist or bend by overload. These occurrences
may necessitate replacement. All crossarm attach-

ments should be kept tight. If preservative treat-
ment is applied to the pole, the crossarms should
also be treated. Crossarms should be inspected vi-
sually from the ground whenever a pole is in-
spected. If the pole inspection indicates the pole
may be climbed, a closer inspection should be made.

a. Decay. Crossarm decay usually starts at pin-
holes and can best be detected with a probe, if war-
ranted by visual inspection. Probe the arm enough
to determine the extent of the decay.
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Figure 4-8. Steel reinforcing for a wood pole

b. Weathering. Crossarms may lose their strength
because of cracks caused by weather separations. If
cracks are near through-bolts or dead-end bolts, re-
place the arm because the crack may allow the bolt
to pull through.

c. Twisting. Twisted arms may be caused by an
unbalanced strain or insufficient guying. Where
twisted arms impair the safety of the line, or create
an unsightly appearance, the condition should be
corrected.

4-20. Pole braces.

Braces are used to position crossarms in relation to
the supporting structure. Only metal braces should
be used. A crossarm brace should be maintained on
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the same schedule and in the same way as the
crossarm it supports.

4-21. Pole platforms.

Platforms supported by one or more poles are used
to mount transformers, regulators, or other heavy
equipment above-ground. They are usually built
with wooden stringers and flooring, or with wood
flooring on steel beams. Many platforms now in use
are composed of untreated timbers; these should be
treated with suitable preservative to extend their
useful life. When replacement is necessary, use fully
treated timbers or consider installing ground-
mounted equipment.
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Section VI - MAINTENANCE WOOD PRESERVATION

4-22. Initial wood treatment.

For the best results, all wood used for maintenance
should be fully treated as soon as practical after
cutting and fabricating. Creosote and water-borne
or oil-borne preservatives are all used. All of these
can be used only by a certified pesticide applicator;
only copper naphthenate does not require certifica-
tion. Qualified applicators should meet the appli-
cable agency requirements. The use of NRECA NQC
treatment will ensure that best treatment practices
are being employed, and that the treatment will
produce desired results for the type of wood being
treated. All personnel, either government or con-
tractor, must be qualified for this specialized work.
Engineering field support activities can provide as-
sistance in training or obtaining qualified contrac-
tors. Factory-treated wood should always be used in
the United States and elsewhere if available.

4-23. In-place wood pole treatment above
ground.

Whenever wood poles, crossarms, or other pieces
are cut or drilled, the freshly exposed wood should
be given a preservative treatment immediately to
prevent the entrance of fungi and insects to the
inner wood area where treatment may not extend.

a. Treatment. An approved preservative should
be used in accordance with AWPA recommended
practices. It is recommended that a ready-to-use
solution be purchased. Buying the proper formula-
tion from a reliable supplier reduces the chances for
error in mixing; eliminates the need for mixing
equipment; establishes uniformity; and ensures
that the preservative meets environmental direc-
tives. Test holes, and holes that are not to be used
immediately, should be plugged at both ends with
treated plugs as shown in figure 4-6.

b. Safety precautions. Treatment solutions can be
irritating or harmful to skin and eyes. Full care
must be exercised to prevent contact of any part of
the body with spray or fumes from the solution. In
addition to solvent-resistant gloves, boots, and
clothing, a face shield should be worn to protect the
eyes and face from any of the solution that may be
splashed or blown toward the operator.

c. Treatment of pole top. Clean out all decayed
wood. If heart rot is present, remove it to a depth of
a foot (0.3 meters) or more. Flood the cavity with
preservative paste or gel applied by trowel or
spatula. Protect the top from weathering and leach-
ing of the preservative with a cap of sheet metal or
mineral-surfaced roofing felt, extending 1 inch (25
millimeters) or more down the sides, and securely
fastened.

d. Treatment of exposed surfaces. Preservative so-
lutions may be applied to exposed surfaces of wood
poles and fixtures by either brush or powered equip-
ment. Starting at the top and working down, the
surface should be flooded with as much preservative
as it will absorb. Special care should be taken to
thoroughly flood all holes, splits, and check separa-
tions.

e. Brushing. A brush, a bucket, and a handline
with snatch blocks are required for brush treat-
ment. The brush should be as large as can be con-
veniently handled to minimize the number of dips.
Care should be exercised to prevent splashing, spat-
tering, or dripping the solution on nearby struc-
tures, vehicles, or pedestrians below.

f. Treatment of hollow heart. When hollow heart
exists, locate the top of the damaged area and flood
the cavity completely from this point. If no splits,
checks, separations, or other openings from the sur-
faces to the cavity exist, apply the solution under
pressure through the inspection hole. If other open-
ings do exist, apply paste or gel under pressure.

g. Contact treatment. The above-ground portion
of a pole is not subjected to the same conditions that
promote decay at the ground line. Nevertheless, de-
cay above-ground will develop sooner or later in all
poles. In recent years, there has been increased use
of spray, run-on, or brush treatments to the upper
portion of poles.

(1) Treatment Use an approved remedial pre-
servative. The pole surface should be dry, with the
pole moisture content below 30 percent as deter-
mined with a moisture meter. The treatment should
be applied in accordance with the preservative
treatment manufacturer's recommendation, start-
ing at the top of the pole. Immediately after the first
treatment, a second application should be given the
top 10 feet (3 meters) of the pole to ensure maxi-
mum absorption in the upper section and at points
of attachments.

(2) Safety. Safety precautions must be carefully
observed, especially when applying this treatment
to poles in energized electric lines. Caution should
also be used to avoid damage to freshly treated
poles by grass fires.

4-24. Wood pole treatment at or below the
ground line.

Groundline treatment should be provided whenever
a pole is excavated during an inspection or reset-
ting, and it has been determined the excavated pole
need not be replaced. It is also required whenever a
pole over 5 years old is moved. Such treatment in-
volves excavation, cleaning of the surface, applica-
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tion of preservative, wrapping of the treated area,
soil sterilization, and backfilling.

a. Excavation. The excavation should be deep
enough to expose the affected area and wide enough
to permit safe and efficient working conditions. The
trench dug for the inspection will normally be satis-
factory. When there is any possibility that digging
will affect the stability of the pole, temporary guys
or pikes should be installed. Remove all debris from
the excavation.

b. Cleaning. The removal of all soft or decayed
wood, at and below the ground line, with a spade
and wire brush during inspection must be followed
by wire brushing to expose a clean surface of sound
wood. Treatment should immediately follow the in-
spection.

c. Preservative application. Several types of pre-
servative available for groundline treatment of
poles are compounds or liquid solutions applied to
the pole and sterilization of the soil.

(1) Compounds. Preservative compounds in the
form of approved pastes, gels, or greases can be
applied in ¥ to %-inch (6 to 13 millimeter) layers by
means of a trowel or spatula. Start at the bottom of
the trench and continue upward about 6 inches (150
millimeters) above the ground line. Power equip-
ment consisting of a pump, hose and flattened
nozzle, as shown in figure 4-9, will be a good invest-
ment if a large number of poles are to be treated.
After the preservative has been applied, cover the
treated area with a grease-resistant material to pre-
vent the compound from diffusing into the soil. Cel-
lophane, polyethylene film, or treated Kraft paper
may be used, but care must be taken to prevent
puncture or displacement by sharp stones, shovels,
or tampers during backfill. The effectiveness of the
treatment is dependent on the integrity of the cov-
ering.

(2) Liquid solutions. Treatment per pole will
usually require 2 to 3 gallons (8 to 12 liters) of
approved preservative solution.

(a) Initial backfill. Refill the excavation
about half-way. With the blade of the shovel or
spade make a V-shaped trench around the pole
down to the original depth of the excavation. (This
avoids using excess preservative by containing it
close to the pole.) Then pour a liberal amount of the
preservative all over and around the pole surface by
placing the mouth of the container against the pole

at several positions about 2 feet (0.6 meters) above
the ground line. Allow the liquid to run slowly over
the pole and into all crevices. Let the excess accu-
mulate in the trench. All of the pole surface should
be covered by the preservative, from the bottom of
the excavation to about 2 feet (0.6 meters) above the
ground line.

(b) Final backfill. Complete the backfill and
tamp well. Then make another narrow trench 4 or 5
inches (100 to 130 millimeters) deep around the pole
and fill this with more preservative. Use any re-
maining backfill to cover this trench. Tamp and
mound to provide required bearing strength and
avoid depressions. See section IV for methods and
materials for providing extra pole-bearing strength.

(c) Active decay. In poles containing active
decay, a desirable addition to the above treatment is
to use an approved water-soluble pesticide as a first
application. This will diffuse into the wood and is
effective in Killing or arresting internal decay that
may not be reached by the preservative. A pesti-
cide’s usefulness is of short duration, however, as it
is ineffective as a preservative alone. Sprinkle about
one pound (0.5 kilograms) of dry pesticide against
and all around the pole surface just before applying
the preservative. Most of it should be applied below
the ground line and none of it should be exposed
after backfilling. Precautions are necessary to avoid
any danger of poisoning persons or livestock by
leaving pesticide lying about. Pesticide should be
bought in I-pound (0.5 kilogram) cartons and each
empty carton should be disposed of in the hole be-
fore backfilling.

Figure 4-9. Nozzle for application of a compound preservative

Section VII - METAL POLES

4-25. Metal pole usage.

Some structures and most bolts and attachments
are of metal. Steel is used where strength is the
major requirement. Steel poles can be used in a
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rigid structure and thus eliminate the need for guys
and anchors. Aluminum is used where its strength
is adequate and where resistance to corrosion is
important. See also chapter 3, section I1.



4-26. Distribution line metal poles.

Metal poles are generally of tapered tubular con-
struction with smooth or fluted surfaces. Attach-
ments are made by bolting, clamping, or welding.
Steel poles are subject to rusting on all surfaces.
There is little that can be done to reduce rusting on
the inaccessible inside surfaces, beyond requiring
that new poles be treated with a rust inhibitor and
sealed to keep out moisture. When rust appears on
the outer surfaces, cleaning and painting are re-
quired. When corrosion at the ground line is severe,
additional protection may be provided by welding a
split ground sleeve over the affected area.

a. Aluminum poles. Aluminum alloy parts in con-
tact with steel or other dissimilar metal require
painting, as may the steel surfaces. Aluminum sur-
faces embedded in concrete ordinarily need not be
painted, unless exposed to extremely corrosive con-
ditions.

b. Self-weathering steel poles. It is important that
all vegetation be kept away from these poles. Self-
weathering steel, if kept moist, will corrode at a rate
equal to plain carbon steel, unless protected with a
high quality paint system. Salt fogs cause an accel-
erated corrosion because the salt residue remains
on the pole. Self-weathering steel is not a com-
pletely maintenance-free material.

4-27. Transmission line metal towers.

Towers are assembled of various structural compo-
nents that are bolted, riveted, or welded in place
into a lattice type construction. All surfaces are
more or less accessible for cleaning and painting.
Most steel towers are galvanized to delay corrosion
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and rusting. Although galvanizing may provide
good protection for many years, its effectiveness de-
pends a great deal on the climate and area contami-
nants. Towers should be inspected for rusting and
loose bolts. Spot painting is indicated for incidental
rusting, but complete paint coverage is necessary
where rusting is severe. Aluminum towers require
no painting, but bolts should be checked for tight-
ness. Tubular-type pole structures are preferred for
transmission lines, because they are more aestheti-
cally pleasing than the lattice type.

4-28. Pole-line metal hardware.

Pole-line hardware includes all metallic parts not
intended to be part of the current-carrying system,
except poles and other structures. This hardware is
generally of galvanized steel, although some items
may be aluminum alloy. The galvanized finish will
resist corrosion for years under normal atmospheric
conditions. Cleaning and painting may extend the
useful life; but, in general, little attention is neces-
sary except occasional checking for tightness. Be-
cause the condition of bolts passing through other
items cannot be seen, replacement of a bolt is rec-
ommended if the head is rusted.

4-29. Painting of metal poles.

Preparation and painting of metal surfaces should
comply with the SSPC painting manual, volume 1.
Special finishes should be treated in accordance
with the manufacturer's recommendations. The
standard specifications for highway bridges of
AASHTOP Division 11.13.2 also provides data on
painting.

Section VIIl - CONCRETE POLES

4-30. Concrete pole overview.

Reinforced and/or prestressed concrete poles have a
projected life of 60 to 80 years and should require no
attention, except for replacement when damaged.
Concrete poles are preferred under conditions
where the life of wood poles would be unduly short-
ened by decay or pests. When hauling concrete
poles, they must be secured so they cannot bounce.
Hard bouncing in transit will crack or chip the
poles, especially when traveling over rough ground,
roads, or railroad tracks. Concrete poles also re-
quire special attention if field drilling is required or
there is a need for special banding or other attach-
ment methods. Poles setting depths may in some
cases be the same as wood poles, when the pole has
been designed to be the equivalent of a wood pole of
the same class and length. Engineering personnel
should evaluate pole setting depths, guying, and
foundation requirements.

4-31. Concrete pole foundations.

Other than for poles, the use of concrete in pole-line
structures is limited almost entirely to the founda-
tions. Where used for metal structures, the founda-
tion may often be reinforced and extend above
ground. Any small cracks should be filled with a
high-strength grout. If substantial damage is found
on existing foundations, remove loose concrete,
clean surfaces, and restore the foundation to its
original size. For wood and concrete pole-line struc-
tures, the backfill may be of concrete to provide
better bearing in soft soils, and may or may not be
visible at the surface. No maintenance is required.
For distribution structures, replacement concrete
should normally be 3,000 pounds per square inch
(20,700 kilopascals) Class A.
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Section IX - OVERHEAD OPEN WIRE CONDUCTORS

4-32. Overhead conductor construction.

Overhead electrical distribution at all voltages most
often uses open wire construction, although aerial
cables of various types are employed to some extent.

a. Open wire construction. The basic features of
open wire construction are single conductors, insu-
lated supports, and wide separation, with little or
no conductor covering on the conductors. The air
space around the conductors must be large enough
to allow relative conductor movement without a
flashover. Open wire construction is mounted on
insulators, either as armless or crossarm construc-
tion.

(1) Armless construction. Armless construction
consists of insulators on supporting brackets
mounted directly on the pole. When possible, this
construction is preferred for use on pole replace-
ments because of its more attractive appearance
and lower maintenance cost. Triangular tangent
construction is preferred over vertical tangent con-
struction, as it requires the least conductor space
and is more economical. The difference between the
two is shown in figure 4-l. Triangular construction
is not suitable for configurations which require an
overhead ground wire. It is not recommended ex-
cept for the tangent and minor angle construction
shown in figures 4-1 and 4-2.

(2) Crossarm construction. Unless it conflicts
with facility practice, crossarm construction should
be phased out whenever possible, but may be neces-
sary where equipment or line installations, utilizing
armless construction, would result in excessive pole
heights. Facility practice usually matches the local
utility company’s open wire construction.

b. Cables. Cables utilize conductors with covering
which is sufficient to withstand the voltage at which
the line is operating and, therefore, do not need
insulators. Cables are discussed in section X.

4-33. Overhead conductor material.

Conductors used in open wire construction are usu-
ally copper, aluminum, or combinations of copper
and steel or aluminum and steel. Specially designed
connectors are required for splicing or otherwise
connecting conductors of dissimilar metals.

a. Copper. Copper has high conductivity and is
easily handled. Hard-drawn copper is desirable for
distribution conductors because of its strength. Sol-
dering will anneal copper and reduce a hard-drawn
copper wire’s tensile strength from 50,000 to 35,000
pounds per square inch (345,000 to 241,000
kilopascals). Splices and taps, therefore, should be
made with connectors, clamps, or sleeves suitable
for copper. Never make soldered splices. Use an-
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nealed or soft-drawn copper wire where it is neces-
sary to bend and shape the conductor, such as for
ground wires. Medium-hard-drawn copper is used
for distribution, especially where wire sizes smaller
than No. 2 AWG are needed.

b. Aluminum. An aluminum conductor has about
61 percent of the conductivity of copper of the same
cross section but is lighter. Aluminum is relatively
soft and, although low in tensile strength, is very
durable. Some alloys are available with greater
strength but less conductivity. Various combinations
of steel and aluminum strands are available for use
where both strength and good conductivity are re-
quired. Standard aluminum conductor steel-
reinforced (ACSR) conductors should not be used in
areas of severe corrosion. There are a variety of
special aluminum alloy conductors some with spe-
cial steel reinforcing, for use under conditions of
corrosion, for greater strength requirements, and
for self-damping to limit aeolian vibration. When
replacing aluminum conductors, check to be sure
the selection meets the requirements of the original
design. Connectors used will conform to section XI.

c. Copper-clad steel. High-strength steel may be
covered with copper to yield a conductor having 30
to 40 percent of the conductivity of pure copper. It is
corrosion resistant and may be stranded in various
combinations with copper to give various combina-
tions of strength and conductivity. Its chief applica-
tion is for use as an overhead ground wire.

4-34. Overhead conductor covering.

No covering is provided on open-wire primary cir-
cuit conductors. For open-wire secondary circuit
conductors, a triple-braid weatherproof covering of
impregnated cotton or layers of neoprene or poly-
ethylene covering are provided. This covering is not
sufficient to withstand the operating voltage and
conductors must be mounted on secondary rack in-
sulators. The covering is not to be considered as
insulation, although when dry it will help prevent
breakdowns at lower voltages if conductors swing
together. The wires should always be treated as
though they are bare. Because of both space re-
quirements and unattractive appearance, this type
of installation is being phased out in favor of insu-
lated cable.

4-35. Overhead conductor sag.

Sag is the maximum droop of a wire in a given span,
measured vertically from a straight line between
the’ two points of support. The amount of sag de-
pends on the characteristics of the conductor, the
temperature, and the tension. A properly sagged



line will not be too tight in the cold of winter or too
slack in summer heat. If the sag is insufficient, the
tension will be too great and the conductor will
stretch and might break. If the sag is too great,
vertical clearances may be compromised and con-
ductors may then blow together. Before adjusting
the sag, check for a broken guy or pole, a tree limb
lying on the wires, or twisted or leaning poles. All
wires in any span should be sagged the same or
with greater sag in the lower wires than in any
above. This is important in maintaining midspan
clearances.

a. Sag tables. Tables providing initial tension sag
for most open wire conductors may be obtained from
your local utility company. Line conductor manufac-
turers may also provide this data. TM
5-811-1/AFJMAN 32-1080 provides information on
sag determination. As-built drawings, if available,
may provide the initial tension sag at the time of
construction. Resagging requirements should allow
for the normal increase in sag caused by the un-
loaded weight of the conductors.

b. Measuring existing sag. Measuring existing
sag can be done by following these instructions.
Note that in both cases the line of sight is parallel to
a line joining points of wire support. This may not
be horizontal.

(1) Line conductors. See figure 4-10 for pri-
mary and secondary line conductor sag measure-
ments.

(a) Estimate approximate sag in section and
hold marker on each pole.

(b) Adjust marker equally on each support
until A, B, and C shown in figure 4-10 are in line.

(c) Measure distances D and E shown in fig-
ure 4-10. If markers were adjusted properly, D and
E will be the same, which is the amount of existing
sag.

(2) Service drop conductors. See figure 4-11 for
secondary service-drop procedures.

(a) Estimate approximate sag in service-drop
conductors and hold marker on pole and building.

(b) Adjust markers equally at pole and build-
ing until A, B, and C are in line.

(c) Measure distances D and E. These dis-
tances should be equal. This is the amount of exist-
ing sag.

c. Clearances. Minimum clearances that should
be maintained between conductors and other ob-
jects are contained in the NESC.

4-36. Overhead conductor damage.

Conductors can be damaged in many ways, and
what appears initially to be superficial damage may
in time cause a failure. Carelessness in installation
may kink, nick, abrade, or overstress the conductor.

TM 5-684/NAVFAC MO-200/AFIMAN 32-1082

Aeolian vibration, galloping, sway oscillation, un-
balanced loading, lightning discharges, and short-
circuit effects can be damaging to conductors in
service. Poor connections cannot only cause dam-
age, but are also possible sources of radio or televi-
sion interference. An infrared scanning system is
recommended over visual inspection. Equipment
can be operated from the air or from the ground
using aircraft or aerial equipment or vehicular-
mounted or hand-held devices.

a. Damage signs. The following signs indicate
that the conductor is probably being damaged.

SIGHTING M A R K E R S -

¥
YISUALLY ESTIMATE THIS SAG

AMOUNT OF
ESTIMATED SAG

T

a. Showing position of sighting markers.

o‘7‘1| c
— i |
1

| f A TOP Of SIGHTING MARKER

b -t

|
A B TOP Of SIGHTING MARKER 8
C CONDUCTOR'S LOWERMOST POINT

D AMOUNT Of EXISTING SAG
E AMOUNT OF EXISTING SAC

b. Showing how meosurement is mode.

Figure 4-10. Measuring sag on line conductors

EQUAL TO
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ESTIMATE THIS SAG

A TOP @F SICHTINGC \HARKER
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POINT*

b. Showing how measurement is made.

Figure 4-11. Measuring sag on service drop conductors
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(1) Abrasion. Abrasion damage is a chafing,
impact wear that accompanies relative movement
between a loose tie, or other conductor hardware,
and the conductor or armor rods. Abrasion is a sur-
face damage and can be identified by black deposits
on the conductor or tie wire.

(2) Fatigue. Prolonged periods of vibration will
cause fatigue failure.

b. Line interference sources. Where radio or tele-
vision interference complaints occur, check for pos-
sible sources of trouble covered in chapter 16, sec-
tion II.

4-37. Overhead conductor repairs.

Installation of repair sleeves, preformed line splices,
armor rods, or line guards; or replacing broken tie
wire, may be the appropriate methods of maintain-
ing conductivity and retarding additional damage.
Preformed spiral vibration dampers should prevent
conductor fatigue and scoring of insulators. Line
replacement is indicated where more than two re-
pair sleeves are required to cover the length of the
damaged conductor.

Section X - OVERHEAD CABLE

4-38. Overhead cable construction.

The conductors of a cable, in contrast to open wire,
are individually insulated so that they may be
closely spaced or tightly bundled together. Except
for some self-supporting cables (which are seldom
used), all overhead cables consist of a messenger,
which provides support, and one or more conductors
attached to it by rings, wrappings, lashings, or in-
sulating spacers. The cable messenger is attached
to the pole. In the case of secondary circuits, the
messenger may also provide the neutral wire.

4-39. Overhead cable repair requirements.

Aerial cable installations should be inspected for
mechanical damage due to vibration and deteriorat-
ing supports, especially at suspension systems and
dead-end supports. Check to see that cable insula-
tion is not abraded, pinched, or bent too sharply.

a. Insulation. Insulation repair is covered in
chapter 5, section VI.

b. Sheath. A sheath is sometimes applied to the
insulated conductors to provide extra protection
from moisture, mechanical damage, or atmospheric
contaminants. The sheath may be metallic armor,
lead, or another protective covering. Wear at points
of support and cracks from vibration are the princi-
pal causes of sheath failure, although burns and
mechanical damage are often contributing factors.
Sheath repairs should be made as soon as the dam-
age is discovered. If failure has not yet occurred,
temporary repairs or protection may be desirable.
Such temporary expedients may include providing

weather shielding, taping, or spreading single con-
ductors. Permanent repairs should be as extensive
as necessary, from patching to replacement of the
damaged length.

c. Messenger. The supporting messenger is usu-
ally of stranded galvanized steel or copper-clad
steel. The initial design will provide adequate
strength to support the cable under the maximum
loading of ice and wind, and the temporary loads
involved in installation and maintenance. Wear or
rusting can reduce the messenger’s strength. When
it reaches the minimum safe value, then a messen-
ger replacement should be made. Under these con-
ditions, it is probable that other parts of the cable
assembly will also require replacement.

d. Lashing. Metal rings are used with metallic-
sheathed cables for field-assembled aerial cable.
The disadvantage of this combination is the rela-
tively rapid wear of the sheath at point of contact
with the ring. Moving the rings periodically will
alleviate this. When excessive wear occurs, lashing
with a spiral wrap of metallic band or tape is rec-
ommended. This is the method used for factory-
assembled cables, and it can also be used for field
assembly, with little or no relative movement be-
tween conductors, messenger, and band.

e. Splices and taps. When making splices and
taps on aerial cables, procedures specified else-
where in this manual for overhead open wires in
section X1 or underground cables in chapter 5, sec-
tion VI, as appropriate, should be followed.

Section Xl - CONDUCTOR CONNECTIONS

4-40. Overhead line conductor requirements.

Line conductors must be joined together with full-
tension splices, if the conductors are under tension.
Bolted connectors can be used to join electric con-
ductors at locations where the conductors are slack,
such as between conductor dead-ends. Connectors
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should meet the requirements of ANSI C119.4 for
aluminum lines or for connecting copper to alumi-
num lines. Only compression connectors will be in-
stalled on aluminum line conductors. Do not use
screw clamps, split bolt connectors, or bolted con-
nectors.



441. Overhead line conductor splices.

A splice is generally considered to be an end-to-end
connection. It must be able to transmit the maxi-
mum electrical load without undue heating and
should usually develop the full mechanical strength
of the conductors. Because of different characteris-
tics of copper and aluminum, connectors must be
suitable for the specific materials of the conductors
joined. Materials such as fluxes, inhibitors, and
compounds should be of a type which will not ad-
versely affect the conductors. See chapter 1, section
I1l. Compression and automatic-type splices cor-
rectly join together conductors in tension and pro-
vide the strength and electrical conductivity re-
quired. Twist sleeve splices are no longer in use
because they do not develop the strength of other
connectors. Implosive-compression connectors are
not recommended for use by facility personnel, as
special training is required. Conductor connections
should be kept to a minimum. Keep splices in
transmission-line conductors at least 50 feet (15
meters) or more from dead-end connections. Do not
make splices in lines crossing over railroads, rivers,
canals, or freeways. Also try to avoid splices in
spans crossing over communications circuits or elec-
tric transmission and distribution lines.

a. Compression sleeve splice. Compression sleeves
provide full strength and conductivity and will pro-
duce the most trouble-free connection, but they can-

CONDUCTOR
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not be salvaged. A compression connector may be
used only for the size of conductor for which it is
made. Neither the connector nor the conductor
should be altered to fit a conductor for which the
connector was not designed. Several types of com-
pression sleeve splices are available:

(1) Single sleeve. This splice is used for copper,
copper-clad, aluminum, and aluminum-clad conduc-
tors, as shown in figure 4-12. A sealant port and set
screw or plug is provided for injecting filler paste
before compressing the splicing sleeve with a
hydraulically-powered compression tool. Some con-
nectors may have a factory-applied sealant.

(2) Double-sleeue. This splice is used for ACSR
conductors. In this type a steel sleeve is used to join
the steel support stand, and an aluminum sleeve is
used to join the aluminum conductors, as shown in
figure 4-13. Both sleeves need to be compressed,
and the aluminum strands need to be cut back from
the steel core.

(3) Single-sleeve and internal gripping unit.
This splice is used for ACSR. A gripping unit pro-
vides continuity for the steel core of the conductors
being spliced and provides the required strength for
the tension applied. The splice requires only one die
in the compression tool, as the gripping unit re-
places the double-sleeve’s inner sleeve compressed
on the steel core.

r SLEEVE

=) ) ) ) ) W) )) ) =

Figure 4-12. Single-sleeve compression splice (Courtesy of BURNDY Electrical)
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Figure 4-13. Double-sleeve compression splice (Courtesy of BURNDY Electrical)
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(4) Secondary and service cables. Secondary
and service cables can be spliced with bare or insu-
lated compression connectors in a similar manner.

b. Automatic tension splice. Automatic tension or
line splices with their single-bore sleeve as shown in
figure 4-14 can only be used in any span where the
wires are continually in tension. To install, force the
gripping teeth of the splice jaws onto the conductor
by imposing several severe jerks on the conductor or
by pulling on the conductors to obtain a tension
exceeding 15 percent of the rated breaking strength
of the conductor. If an attempt is made to withdraw
the conductor, the splice jaws will clamp down on
the conductor because of a taper in the bore of the
sleeve and on the jaws. The tension causes a wedg-
ing action which increases with the pull applied on
the conductor. A loss of tension could cause the jaws
to release their grip and allow the conductor to drop
out. This type of splice is used where service must
be restored quickly and is especially suited for live-
line splicing.

(1) Care. Automatic line splices must be clean,
as any contaminants will impair the proper opera-
tion of the internal jaws. Splices that have lost their
original protective wrapping should be carefully in-
spected for any dirt. During installation and until
the conductor reaches its final installed tension,
automatic line splices should not be dragged
through any element that could cause soiling. Any
splice with a deformed or dented barrel will inter-
fere with the proper seating of the internal jaws and
should not be used.

(2) Unsuitable Locations. Splices should not be
installed within 12 inches (300 millimeters) of a tie
wire or armor rod. Splices cannot be used in taps
and jumpers which have no tension, on conductors
of dissimilar metals, or where there is severe vibra-
tion.

c. Clamp splices. Bolted-type connectors as
shown in figure 4-15 are not recommended for
wires under tension. Most clamps are designed
primarily for conductivity and may not provide
the required strength unless two or more are
used.

d. Wires of different sizes. When the conductor
size changes at a pole, special construction is usu-
ally necessary for conductor attachment. Some au-
tomatic line splices are available for use where this
size difference is not great; but pins, insulators, and
the line ties must be strong enough to hold the
difference in tension between the two conductors.
Under the worst loading conditions, when this ten-
sion difference exceeds 500 pounds (225 kilograms),
automatic line splices are not recommended.
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4-42. Overhead line connections.

Tap, jump, loop and secondary dead-end connec-
tions are generally considered to be tee connections.
The connection must be able to transmit the re-
quired load current and have sufficient mechanical
strength to support the connection and the con-
nected conductors. In general, the connection
should be suitable for installation without having to
be joined to the main tension line conductor. Con-
nectors are available in a wide range of sizes for
connecting copper to copper, aluminum to alumi-
num, and copper to aluminum. It is essential that
the proper size and type of connector be used. For
tapping conductors over No. 2/0 AWG in size, a
stirrup should be used on each conductor, with a hot
line clamp, to avoid “burndown” of the feederline in
the event of a heavy fault or “heated up” tap connec-
tor.

Cartridge Assembly

=

Figure 4-14. Automatic tension splice

ey

Normal Duty Type

For Flexible Conductors

Heavy Duty Type

Figure 4-15. Clamp connectors (Courtesy of BURNDY Electrical)



a. Split-bolt connectors. Split-bolt connectors
(bugs) are used extensively on lower voltage cir-
cuits, utilizing No. 2 AWG or smaller copper conduc-
tors, and are also available in larger sizes. Where
vibration or twisting occurs, the contact pressure of
a split-bolt connector will relax and may cause arc-
ing, resulting in a burned-down conductor. Spacing
two connectors about 6 inches (150 millimeters)
apart will reduce this hazard. Never reuse a split-
bolt connector, as it has probably been damaged in
removal. Any bending or forming of the conductors
should be made before final tightening of the con-
nector. Never use split-bolt or similar type of con-
nectors for medium-voltage splices under tension.

b. Bolted connectors. Bolted connectors are of
various sizes and types, using one or more straight
or U bolts to provide the contact pressure. The con-
ductors may make contact with each other or they
may be separated by spacers on the body of the
clamp. Any bending or forming of the conductors
should be completed before the final tightening of
the connector.

c. Compression tap connectors. Compression-type
tap connectors are available in such forms as T, L,
and parallel. To fit over the main conductor without
having to cut it, the connector has a U-shaped open-
ing. This connection is not as strong as the full
round splice connection, but if properly applied it is
superior to any bolted connection. The connector is
not reusable, and removal requires cutting the main
conductor. If the tap is no longer needed, the tap
wire may be cut off and the connector left on the
main conductor.

d. Hot line clamps. Hot line clamps are used for
either temporary or permanent connections in
places where it is necessary or convenient to use hot
sticks, and where the connection must be occasion-
ally opened. Hot line clamps are prone to two types
of trouble:

Conductors
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Wedge

(1) Burning of the main conductor at the con-
tact due to looseness and high resistance;

(2) Difficulty of removal due to freezing of the
bolt in the body. The clamp should be located where
vibration and flexing of the tap wire will be a mini-
mum. To prevent burning from damaging and pos-
sibly dropping the main conductor, a hot line clamp
should not be attached directly to the main conduc-
tor except in a nontension loop. The best method is
to attach a suitable stirrup, either clamp or com-
pression type, and apply the hot line clamp to the
stirrup. In this way, any burning at contact or arc-
ing during removal will burn the stirrup and not
damage the main conductor. Hot line clamps can be
applied over armor, if the contact between conduc-
tor and armor is thoroughly cleaned first. The prob-
lem of freezing threads is a matter of design, and
the more modern hot line clamps are much less
likely to have this trouble. Any hot line clamp that
is not in good condition should be discarded.

e. Internally-fired taps. Internally-fired taps are
used for a tee connection on transmission and dis-
tribution conductors of both copper and aluminum.
The tap housing is made of a suitable alloy, tapered
at the ends where the conductors enter. The appli-
cation tool as shown in figure 4-16 contains a high-
strength steel powder chamber that is loaded with a
fast-burning propellant charge contained in a poly-
ethylene cartridge. A simple hammer blow deto-
nates the cartridge. Igniting the charge creates in-
stantaneous high pressure in the chamber. This
pressure drives cylindrical sets of wedge-shaped
serrated aluminum jaws (into which the conductor
ends have been inserted) at high velocity into the
tapered ends of the housing. The jaws clamp and
lock the conductor ends in position, providing the
required holding strength and establishing a low-
resistant current path across the housing. If cor-
rectly operated, a locking tab will verify the wedge
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Figure 4-1 6. Internally-fired tap components
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position is correct and will remain in position even
under the most severe conditions. Use of a takeoff
clip permits the tap to be removed as easily as it
was installed, using the same application tool.

4-43. Overhead line armor rods.

Armor rods are required for all aluminum and
ACSR cable supports except at dead ends. The rods
provide threefold protection by preventing the

breaking of strands due to vibration; the wearing of
the conductor at its point of support; and the burn-
ing of the conductor from flashover or tap contact.
Armor rods are sometimes used as a repair for bro-
ken or damaged strands. If damaged armor rods are
found, replacement is recommended. Armor rods
should be installed in accordance with manufactur-
er's instructions.

Section XlI - POLE-LINE INSULATORS

4-44. Pole-line insulator related material.

Insulator use, inspection, repair, and cleaning are
discussed in chapter 3, section 1V, which also ap-
plies to pole-line insulators. Apparatus insulators
used on substation equipment and to support buses
are much heavier and more expensive than pole-
line insulators. It may be more economical to re-
place pole-line insulators than to repair them. In
many instances it is possible to wash energized
pole-line insulators, as covered in section XV

4-45. Insulator operating performance.

Operating performance of aerial lines is dependent
upon the quality of the line insulators. Pole-line
inspection should reveal damage, even if visible co-
rona or recognizable interference voltages have not
already indicated some impairment.

a. Damaging conditions. Most pole-line insulator
damage results from gun shots, lightning or con-
tamination flashovers, and wind damage.

b. Understanding insulator provisions. Insula-
tors provide mechanical and electrical performance
values to meet requirements imposed by different
applications. Mechanical performance dictates to a
certain extent the type of insulator most suitable for
the line being supported. Electrical performance re-
quirements are mainly based on operating voltage
and the degree to which area conditions affect the
electrical performance.

4-46. Types of pole-line insulators.

Insulators used are the pin, post, and suspension
type for primary lines; the spool, pin, and knob type
for secondary lines; and the guy strain type for
guys, as covered in section XlII. Figure 4-17 shows
the different types normally used on facilities cov-
ered by this manual.

a. Pin insulators. This insulator gets its name
from the fact it is supported on a pin. The pin is
usually attached to a wood crossarm. Steel pins
should always be used, as wood pins deteriorate
rapidly from the leakage currents through the insu-
lator. Where crossarm construction is being phased
out, pin insulators are used less often on primary
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lines. They are available for secondary lines, but
should only be used if the secondary line is mounted
on crossarm construction. Conductors are fastened
to pin insulators with wire ties.

b. Post insulators. Armless construction using
post insulators is the preferable construction if
practicable, as it is clean-looking and requires less
space. Post insulators can also be used on crossarm
construction. Line posts are stronger, more resis-
tant to vandalism, and inherently more radio-
interference free than pin insulators. Post insula-
tors can be provided with clamp tops or tie tops. Tie
tops cannot be used for angles of more than 15
degrees. For some mountings and loadings they can
only be used for angles up to 2 degrees. Tie tops are
less expensive, but clamp tops eliminate both tie
wire material and labor costs, resulting in an easier
installation.

c. Suspension insulators. Suspension insulators
(dead-end bells) are used for primary lines, where
pin or post insulators do not provide the required
strength. They may also be referred to as strain
insulators where lines are dead-ended at corners,
where there are sharp curves or extra long spans,
and at other places where a pull must be carried as
well as insulation provided.

d. Spool insulators. Spool insulators are used on
secondary racks or clevises, as required to support
secondary cables, and require tie wires. Knob insu-
lators should not be used, as they are not covered by
an ANSI insulator standard and are manufactured
for indoor installation.

e. Tie wires. Prefabricated ties are recommended
for maintenance installation. They can be installed
on energized line circuits, with proper protective
equipment placed to insulate the tie from grounded
equipment or other energized phase conductors. Hot
line tools or rubber gloves and rubber sleeves are
used, depending on the voltage of the conductor. Tie
wire sizes should be in accordance with table 4-3.
The wires should hold the line conductor tightly at
all times to prevent chafing at the point of support.
Never reuse a tie wire, as the kinks from the first
use will prevent a satisfactory tie. A bare tie wire, of
the same metal, should always be used on a bare
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Figure 4-1 7. Types of insulators commonly installed
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Table 4-3. Tie wire requirements

Conductor Tie wire

Copper AWG. ......oviiiiiinnn.. Soft-drawn copper AWG
B 8

dand 2 ... 6

1 through 3/0...................... 4

4/0 and larger ..................... 2
AAC,AAAC,0rACSRAWG . .. ...... AWG

Any size. ... 6 AAC or 4 AAC

conductor and likewise, a covered tie wire should
always be used on a covered conductor. A loose or
improper tie wire may be a source of radio interfer-
ence.

4-47. Pole line insulator class requirements.

Insulator ratings are not specified by voltage but by
ANSI C29 insulator classes. Manufacturers may in-
dicate nominal line-voltage values but the NESC
does not recognize voltage levels. Insulation level
requirements are given in the NESC and do not

relate directly to insulator classes. An understand-
ing of the relations between insulator classes and
insulation level requirements is helpful in under-
standing why each facility should have a recognized
insulation level (class) for its various on-site distri-
bution levels if they vary from requirements given
in table 4-4.

a. Code requirements. The NESC spells out dry
flashover requirements up to 230 kV These should
be considered a minimum, even though a qualified
engineering study could permit lower insulation
levels. The NESC requires the use of insulators
with higher dry flashover levels where severe light-
ning, high atmospheric contamination, or other un-
favorable conditions exist. The NESC preparers rec-
ognized that dry flashover may not be the best test,
but it has been used for many years with reasonable
success. The desirability of using wet flashover as a
basis has been recognized, but no consensus agree-
ment has been reached.

Table 4-4. Relation of the NESC voltage levels to ANSI C29 class ratings

NESC (ANSI C2) requirement

ANSI C29 provision

Nominal Rated dry Rated dry
voltage flashover voltage flashover Facility
(between of insulators voltage of Area No. of voltage
phases)(kV) (kV)! insulators (kV) designation? insulators ANSI class level (kV)
ANSI C29.2—Suspension Insulators
60 ..., A ) 52-1............
6.9 v 39 15 oo Boooiiiennnn, 2 52-12........... Upto5
130 .. ooei e Aol 2 52-2............
1.2, 85 i 155 . e Buooiieaannnn, 2 5% e 6to 15
155 ... Ao 2 52%. ...,
230 o 215 ..., Buioiiiiiiinn. 3 52%............. 16 to 25
215...... ... ... Ao 3 52%.............
345 100 e 270 ..\ Buwoiieaannnn 4o B52%Whe e 26 t0 35
ANSI C29.5 and C29.6—Pin Insulators
55-3. ... .. Ao 1. 55 ...l
6.9 e 39 555 ... Buwooieannnnn, 1o, 80 i Uptos
55-5............ A 1. 80 ..............
132 85 56-3............ Buuiiiiannnn, 1o, 125 .0 oieeinn 6to 15
56-3............ Ao 1. 125 ... ... ..
230 o 564 ... ..o, Boviioiiain. ORI 140 ...l 16 to 25
564 ............ Ao 1. 140 .............
345 100 565......n..... Buuoiieininn. 1o, 175 oo 26 to 35
ANSI C29.7—Line Post Insulators
57-1............ Ao 1. 80 ...l
6.9 o 39 5T-1..eien.. Booiieininn. 1o, 80 i Upto5
57-1............ Ao 1. 80 ..............
1.2 86 5720 Buooiiennnnnn, 1o, 10 ..ovnennn.. 6to 15
57-2............ Ao 1. 110 ...
230 T 57-3............ B 1o, 125 ... 16 to 25
Y S - T 125 ... ...,
348 100 5T—4...c.oi... Bttt 1o, 150 ..o, 26 to 35

! The rated dry flashover voltage is based on manufacturer’s tests where more than one insulator is required.
2 Use the A value in areas where the atmosphere is dry (desert) or where fog occurs only to a limited degree and there is not more than
moderate industry contamination. Use the B value in areas where medium-to-heavy fog is common occurrence and there is medium

industrial contamination along a salt-water coast line.
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b. Altitude derating. As altitude increases the in-
sulation value of air decreases, so that an insulator
at a high elevation will flashover at a lower voltage
than the same insulator at sea level. The low fre-
quency dry flashover value of an insulator at 7,000
feet (2,100 meters) is about 80 percent of the low
frequency dry flashover at 1,000 feet (300 meters).

TM5-684/NAVFAC MO-200/AFJMAN 32-1082

c. Cleaning. Insulators in severely contaminated
atmospheres may require frequent cleaning. Pollut-
ant buildup increases operating stresses and in-
creasing the flashover level will help compensate for
this. Such an increase does not eliminate the need
for cleaning insulators.

Section XlIl - GUYS

4-48. Guy functional requirements.

Guys are used whenever the line wires would tend

to pull the pole out of its normal position because of
unbalanced forces from dead-ended conductors,
changing conductor sizes or material, or other con-
ditions. The vertical forces of the line are resisted by
the pole, while the guy counteracts the unbalanced
horizontal components.

a. Inadequate guying. Inadequately guyed lines
soon begin to sag, causing an unsightly installation,
degrading line reliability, and possibly creating an
unsafe supporting structure because the pole is
overloaded.

b. Guy components. Guy installations usually in-
clude the guy wire (strand), the anchor assembly,
attachments to poles and anchor rods from the guy
strand, strain insulators, and sometimes guy mark-
ers.

c. Replacements or modifications. When any guy
component becomes weakened due to corrosion or
physical damage, that component should be re-
placed. Retension guy wires where any slack is ob-
served. If a change is made in the number, size, or
location of conductors, guys should be added or
changed as required by the changed conditions.
Guys should be checked whenever poles are
checked.

4-49. Guy strand.

The major component in each guy installation is the
guy strand or wire, whose rated breaking strength
determines the requirements for all other compo-
nents.

a. Wire types. Wire of either three or seven
strands is commonly used. Each strand consists of a
steel core having a protective coating of zinc or
aluminum. Zinc coatings are available in standard
ASTM coating weights, and a Class A coating
weight is half of a Class B coating weight and a
third of a Class C coating weight. The coating
weight used is dependent upon atmospheric corro-
sion. Class A is used in dry or desert areas with
little industrial contamination; Class C (or alumi-
num) is used in salt-laden or foggy areas or heavily
contaminated locations; and Class B is used else-

where. Copper-covered steel wire should be used
only where specifically justified to meet an environ-
mental requirement.

b. Wire replacement. Rated breaking strength
used for replacement guys should not be less than
6,000 pounds (2,700 kilograms). Replacement guy-
ing should always be engineered. Because of corro-
sion or damage, the strength of existing guys on a
pole may be less than for a new guy stranding of the
same initially designed diameter. Existing guy
strands may be overloaded, if it is assumed they
have the same strength as new strands. Guy
strands should not exceed the steepness and flat-
ness limits of figure 4-18. If these limits cannot be
maintained, then pole embedding may be necessary.

4-50. Anchor assemblies.

An anchor assembly with a rod and patent anchor
buried in the ground is normally used to hold down
the guy strand. Above-ground objects, such as trees
or buildings, have sometimes been used for tempo-
rary guying, but only exceptional circumstances
should justify any such interim use. Once installed,
assemblies seldom require any maintenance except
for inspection of the anchor rod for corrosion near
the ground line, where repair should be provided as
needed. In soils with a resistivity less than 30,000
ohm-centimeters and where corrosion of under-
ground ferrous structures is a problem, galvanized
steel anchors and guys should not be connected to
copper grounding systems because severe corrosion
may result. Instead, strain insulators need to be
installed in the guy wire. When replacing an assem

STEEPNESS LIMIT 4 TO
/_..

PE 1:1 PREFERRED
\ - /'SLO 13
\ ~

{‘FMYNESS LUMIT 1 TO 1.5
~

Figure 4-18. Steepness and flatness limits for guy strands
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bly, be sure to provide adequate temporary support
for the pole and to maintain clearances from ener-
gized lines. The anchor rod must be in line with the
anchor guy. Try to attach only one guy to the eye of
an anchor rod, but never more than two. If two guys
are attached, the direction of the anchor rod must
be the same as the resultant angle of the two guy
strand angles.

a. Patent anchors. Patent or manufactured an-
chors, as shown in figure 4-19, are most often used
because they are the easiest, quickest, and least
expensive to install. If properly installed, there is no
maintenance required as long as the anchor holds.
If the anchor does not hold, then replacement, re-
duction of load, or positioning of one or more addi-
tional anchors that do not disturb the original in-
stallation (including the cone of earth above the
anchor) will be required. Screw anchors in swampy
soil may sometimes be screwed to a greater depth
by means of an extension rod to restore holding
power. The hole drilled for cone or expansion an-
chors should be no larger than necessary and the
backfill firmly tamped.

b. Other anchors. Where patent anchors are not
feasible, more expensive guying methods must be
used.

(1) Log anchors. If the soil has little holding
ability, the greatly increased bearing of a log anchor,
sometimes called a log deadman, may be required.
The log anchor is usually cut from a sound section of
an old pole and should be thoroughly treated before
installation. In the past, many deadmen consisted
of logs or untreated pole sections and tended to
deteriorate rather rapidly. When this happens, the
anchor rod will pull free and a new anchor needs to

be installed. Because of the extra labor required to
install a log anchor, the replacement should be a
patent anchor if soil conditions permit. Figure 4-20
shows the installation features of a log anchor.

(2) Push brace. On infrequent occasions, an an-
chor and guy may be impossible to install. In such
cases, the proper support for the pole can be pro-
vided by a push brace applied to the pole at the
inside of the corner. The push brace should be a pole
the same length as the line pole being braced, and
should support the line pole as near to its top as
possible. Since the brace produces an uplift on the
line pole, the line pole must be held down with cross
cribbing bolted to its base. Details are shown in
figure 4-21. Poles provided with push braces should
be periodically inspected for uplift. If evidence indi-
cates that this is happening, the pole may be held
down by the installation of side anchors as shown in
figure 4-22.

(3) Self-supporting poles. Where obstructions
make guying difficult, self-supporting poles with
hog guying, as shown in figure 4-23, can be used.

4-51. Guy attachments.

The guy strand is fastened to the pole hardware and
the anchor rod with clips, clamps, or other devices.
The guy is tightened by means of a chain jack and
nonslip wire grips called come-alongs. The guy
should be tightened until the pole leans slightly
toward the anchor. Then the guy strand is firmly
fastened and the chain jack released. When han-
dling a guy strand, do not nick or scrape the surface;
this breaks the protective coating and lets corrosion
start. Guy guards should be installed in accordance
with departmental safety requirements.

AV v

KEY ANCHORS

EXPANDING ANCHORS

PLATE ANCHORS

W

CONE ANCHORS

ROCK ANCHORS

SCREW TYPE ANCHORS

Figure 4-19. Types of patent anchors

4-26



LOG DEADMAN ~ -
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LINE OF GUY

6in TO 12in
(150mm to 300mm)

SLIGHT BEND
ALLOWABLE

13/16 in BY 3in
SQ WASHE

Figure 4-20. Log anchor

a. Guy clamps. Use three-bolt guy clamps which
are made of steel with steel or malleable riders. All
parts are galvanized to prevent rusting. The num-
ber of clamps used depends upon the breaking
strength of the guy strand as shown in table 4-5. A
two-bolt clamp is not recommended for use because
of its limited strength. Little maintenance of the
bolts will be required, if guy clamps are properly
installed and the bolts are retightened after the
load is applied. A loose guy can easily be tightened
by repulling and clamping. The clamping surfaces
should be free of oil or grease, but need not be
cleaned to the extent necessary for electrical con-
nectors. The end of the wire extending beyond the
clamp is covered on the end with a guy clip or
several wraps of wire.

b. Preformed grips. A preformed grip consists of a
number of wires of suitable material and size, which
are prefabricated to loop through a thimble or insu-
lator and to wrap around the guy strand. The more
the load is increased, the tighter the grip is drawn.
Grips can be applied without tools and can be
retensioned up to three times within 3 months after
installation. Otherwise, they should not be consid-
ered salvageable for reuse. Due to the length of
preformed grips, it may be necessary to use clamps
where space is limited.

c. Serves. Instead of clamping, a method called
serving may be used. This utilizes the guy strand
end (on small-size or low-strength guy strands) to

provide the necessary attachment to pole eyebolts,
guy insulators, or ground rod thimbles. This method
should not be used as a substitute for guy clamps or

grips.
4-52. Guy strain insulators.

The NESC requires that ungrounded guys attached
to supporting structures carrying open-supply con-
ductors of more than 300 volts, or guys that are
exposed to such conductors, be insulated. Other-
wise, the guys must be effectively grounded. In guys
that are effectively grounded, adequate electrical
clearances and safe working space for the lineman
may be maintained by installing insulators, if this
is the facility’s policy. A guy insulator installation
must have a rated dry flashover voltage at least
double, and a rated wet flashover voltage at least as
high as, the nominal line voltage between conduc-
tors of the guyed circuit. A guy insulator installation
may consist of one or more individual guy strain
insulators. Linemen should be trained to recognize
a grounded guy. When work is to be done on a
grounded guy assembly, electrical continuity will
need to be maintained and such guys should be
treated as being an ungrounded device. Install
proper protective equipment on adjacent grounded
guys while the lineman is working on or near ener-
gized conductors. Ungrounded guys are insulated
with porcelain, wood, fiberglass, or other materials
of suitable mechanical and electrical properties.
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Figure 4-21. Wood-pole push brace

a. Porcelain. Porcelain guy strain insulators are
usually of the interlocked (Johnny ball) type. The
porcelain is in compression. If breakage occurs the
guy is relaxed, but, due to the interlinkage, does not
part. In replacing the insulator, consideration
should be given to the cause of failure. If the broken
insulator was too small, replace with a larger and
stronger one.

b. Wood. Wood guy insulators may have been in-
stalled, particularly on higher voltage lines, because
of their superior impulse resistance. The size and
length of the wood member used would have de-
pended on the strength required and the voltage of
the circuit. The wood should have been treated with
a nonconducting preservative. Arcing horns may

4-28

have been set according to the need to bypass light-
ning strokes around the wood. The insulator should
be replaced if deterioration or damage affects its
strength. When a wood insulator replacement is
needed, provide a fiberglass insulator instead.

c. Fiberglass. Fiberglass insulators should be
used for guys in lieu of wood. Advantages are their
indefinitely long life; their imperviousness to mois-
ture; and their ability to withstand a direct stroke of
lightning without bursting. They do not require arc-
ing horns to bypass the lightning stroke. Fiberglass
insulators are shorter than wood insulators, so they
take up less space. Corrosion or rusting of the metal
and fittings will ultimately be the reason for their
replacement.
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Figure 4-22. Side anchor

Section XIV - TREE TRIMMING

4-53. Tree trimming objectives.

Too much tree trimming impacts on environmental
needs. Too little tree trimming impacts on line clear-
ance requirements. The objective is to strike an
acceptable balance between the two, considering
both cost and safety considerations.

a. Environmental needs. Trees provide shade, re-
duce glare, keep the air fresh by supplying oxygen
and consuming carbon dioxide, filter wind and
noise, and satisfy human needs for beauty. They can
also pose a hazard to electric service continuity in
electric line rights-of-way.

b. Line clearance factors. The branches and limbs
of trees growing near overhead lines are a potential
source of trouble and service interruption. Trees
near overhead lines may be broken off and blown
across the line wires during a storm. Limbs may

break wires, act as a conductor between wires, or
force wires together to cause a short circuit. Limbs
growing in contact with the wires provide a path for
current to flow to ground, especially when wet.
Wires and limbs rubbing together in the wind cause
holes to be worn in the insulation, increasing the
possibility of service failure.

c. Requirement. Tree trimming must be done be-
fore the trouble actually occurs. Although the rea-
son for trimming is to protect the distribution cir-
cuits, the effect on the trees must not be overlooked.
Trees must be left in as sound of a condition and
appearance as possible. If leaving the tree in rea-
sonable condition and appearance is incompatible
with necessary clearance, consideration should be
given to either raising or rerouting the line, or re
moving the tree. Lines should be checked and
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Figure 4-23. Self-supporting, hog-guyed pole

cleared on a planned time cycle and should provide
hazard-free operation for at least 2 years to be cost-
effective.

CONDUCTORS

Table 4-5. Number of guy wire clamps

Breaking strength of Number of
guy stand clamps Type of clamp
Pounds Kilograms
4,000 1,800 ........ 1ol Two-bolt
6,000 2,700 ........ ... Three-bolt
10,000 4500 ........ 2. Three-bolt
16,000 7,200 ........ 3 Three-bolt

d. Safety precautions. Tree trimming should be
done from a bucket to the utmost extent possible.
Even maximum use of buckets will not permit all
work to be done without climbing the tree. When
tree climbing is required, safety precautions must
be observed. Refer to ANSI 2133.1 for tree care
operations and safety requirements.

4-54. Tree trimming clearances and climbing
space.

Minimum clearances to be maintained between con-
ductors and any part of a tree are shown in figure
4-24. These distances may be increased as desired.
Note that distances A and B are measured from the
normal sagged position of the conductor, and that
distance C, D, and E must be increased by the sag
at that point. For tree trimming purposes, the 30-
inch (750-millimeter) climbing space dimensions
shown in figure 4-1 should be increased to 40
inches (1,000 millimeters), and distances in figure
4-24 should be increased as required to maintain a
40-inch (1,000-millimeter) minimum climbing
space.

e
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ond 13.2 lo 40 120
Neutrol Ky Kv
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Figure 4-24. Recommended minimum clearances for tree trimming
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4-55. Tree trimming tools.

Only approved tools should be used for tree trim-
ming. A 30-inch (750-millimeter) one-man crosscut
saw, docking saw, forester saw, or pruning saw is
used for cutting off any limbs within arm’s reach.
The type of saw to use depends on the size and
location of the limbs to be removed. A pole saw or
tree pruner is used for cutting off limbs beyond an
arm’s reach. If the saws become dull or lose their
set, they should be repaired. Sharp tools make the
job easier and safer. The first and second sections of
the tree pruner are assembled on the ground and
then raised carefully to a working position. If more
than two sections of the pruner are to be used, the
first two sections are assembled on the ground, and
then raised and leaned against a limb, pole step, or
other object while the third section is added. More
than two sections must never be assembled on the
ground and then raised, because the pruner is likely
to break under the strain.

4-56. Types of tree trimming.

Different species of trees and their location with
respect to overhead lines present varying problems

BEFORE

AFTER

a Center Tr.mmmq

SEFORE
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of clearance and shaping. Tree-trimming jobs usu-
ally come under one of the following classifications,
as shown in figure 4-25.

a. Center trimming. Center trimming, when nec-
essary, requires that the limbs he cut away to leave
a clear space around the wires. The cuts should be
made at tree crotches to encourage the direction of
limb growth away from the wires, thus avoiding the
need for frequent trimming in the future.

b. Side trimming. Side trimming is necessary
when the ends of the limbs on the side of a tree
extend into or over the wires. In these cases, the
limbs are cut off at a crotch so the limb can continue
to grow, but in a direction parallel to or away from
the line wires. The amount of trimming needed de-
pends on the size and location of the limbs. Side
trimming usually results in notches or an unbal-
anced tree that looks unsightly. When this is the
case, branches or limbs not interfering with wires
should be trimmed from the other side so that the
tree is balanced.

c. Top trimming. Top trimming is necessary when
a tree is growing into the wires. The ends of the

AFTER

b Side Trimming

AFTER
c. Top Trimming

Figure 4-25. Tree trimming to clear electric wires
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upper branches are cut off to form a well-shaped,
low-spreading head below the wires. The natural
shape of the tree should be retained as nearly as
possible. For tall-growing trees, however,
under-trimming or topping the tree is often neces-
sary. Trees usually topped are willow, cottonwood,
and poplar. These trees grow rapidly, even after
being topped, and have branches more easily bro-
ken during storms. A tree topped in this manner
usually grows a bushy or broomlike top, which will
require more topping in a few years.

d. Undertrimming. Undertrimming is necessary
when the under branches of a tree overhang or
extend into wires. In some cases, tall trees growing
adjacent to the line may be undertrimmed. The
overhanging hazard should be relieved as much as
possible by shortening or cutting off the tips of the
overhanging branches. Sometimes a better remedy
for the overhanging condition is to reshape and re-
move overhanging branches so that they do not
grow toward the wires.

4-57. Tree trimming instructions.

The proper methods to use in trimming (pruning)
trees requires considerable expertise. Instructions
on pruning techniques are contained in the “Line-
man’s and Cableman’s Handbook.” This publication,
or others which may be locally available, should be
consulted before starting tree trimming operations.

a. Removing a limb overhanging wires. In addi-
tion to normal cutting and trimming, special han-
dling instructions apply to prevent damage to wires.
Two alternative methods, which may not be covered
elsewhere, are shown in figure 4-26 and described
below.

(1) Method No. 1. Use rope No. 1 to pull the
center of the limb into the tree when the saw cut on
the underside is about two-thirds through the limb.
When the cut is completed, use rope No. 2 to pre-

a. Method no. 1

vent the butt of the limb from swinging out. Another
rope may be used to guide the limb as it is being
lowered.

(2) Method No. 2. Use rope No. 1 to prevent the
limb from falling on the wires. After the limb is cut
on the side away from which it is swung, use rope
No. 2 to swing the limb clear of the wires and to pull
the limb down after the cut is complete. Rope No. 3
is used to hold the butt of the limb.

b. Large vertical limbs. In removing large vertical
limbs, a handline tied well up on the vertical limb is
used to control the direction in which the limb is to
fall. In some cases it may be necessary to make the
limb fall in the direction opposite from which it is
leaning. The fall of the limb is stopped by a butt
rope. The butt rope should be pulled tight before the
cut is completed to reduce the distance the limb will
drop. If the limb is cut on only one side, completing
the cut before it is lowered to the ground may be
necessary. Heavy limbs should always be dropped in
a snatch block.

4-58. Treating a tree trimming wound.

An asphalt-base tree paint should be painted or
sprayed on every pruning cut larger than 1.5 inches
(38 millimeters). This treatment should overlap the
area around the cut and is necessary as a deterrent
to disease organisms or insects whose entry would
be harmful. The color serves to make the cut less
noticeable. The paint can be sprayed, or brushed
using a summer or winter grade type, as appropri-
ate, for flowability. Paint with a growth inhibitor
will reduce resprouting at the cut and make second-
cycle trimming more economical.

4-59. Tree removal methods.

It is often preferable to remove a weak or diseased
tree rather than to go to the trouble and expense of
trimming and eventually having to remove it any

LOWERED WITH ROPE 1

b. Method no. 2

Figure 4-26. Removing a limb overhanging wires
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way. Also, where the necessary trimming would re-
sult in an unsightly or depleted tree, and the distri-
bution lines cannot be raised or rerouted, the tree
should be removed.

a. Felling. Where space permits, the tree should
be felled in one piece. It may then be cut up on the
ground. To drop the tree in the exact spot desired
requires experience and judgment on the part of the
foreman. First, cut a notch near the ground line
about one-third through on the side toward which
the tree is to fall. Then cut from the opposite side
with a saw, a few inches (several millimeters) above
the previous notch. If there is any question as to the
direction the tree will fall, use hand lines or a pull-
ing line as insurance.

b. Piece-by-piece. Where adjacent structures, wire
lines, highways, or other limitations prevent felling
the tree, it may be taken down piece by piece. Start-
ing on the lower limbs and working toward the
crown, limbs are removed, one by one, as in trim-
ming. If the trunk cannot be felled, it must also be
removed in pieces.

c. Stumps. The usual practice is to cut the stump
at the ground line. This can be done with a power
saw or hand crosscut saw by excavating at the sides
of the stump to provide clearance for operation of
the saw. Power equipment of various types is avail-
able for removal of stumps or for cutting them to
slightly below the ground line.

4-60. Tree killing chemicals.

Various chemicals are now available that will kill
the plant or retard its growth. The installation
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agronomist, entomologist, or pest control officer
should be consulted before any chemicals are used.
Since misdirected or windblown spray can cause
irreparable damage to plant life adjacent to the
right-of-way, do not spray when there is appreciable
wind. Protect personnel with rubber gloves and pro-
tective clothing when handling the chemicals.
Manufacturer’s instructions should be followed in
mixing and applying chemicals. Local contractors
are often available, who are experienced and
equipped to do chemical clearing.

4-61. Posionous plants.

Poisonous plants are frequently encountered when
trimming trees and removing brush. If the poison-
ous oily substance from these plants gets on the
skin, it should be removed as soon as possible.
Smoke, insects, clothing, and direct contact can
spread the toxic effects, which are more likely to
occur when the skin is covered with perspiration. A
preventive cleanser is available which cleanses and
decontaminates poisonous oils. Apply the cleanser
to the exposed area of the skin for the recommended
period and then rise off with cool running water.
Other methods, which are not preventive treat-
ments and do not alleviate the damage, are washing
the exposed areas of the skin with warm water and
brown laundry soap or with rubbing alcohol, then
rinsing with clear water, and drying the skin. No
brush should be used, as this would irritate the
skin. Clothing exposed to the poison should also be
thoroughly cleaned.

Section XV - LIVE-LINE MAINTENANCE

4-62. live-line maintenance requirements.

With the use of various types of aerial equipment
and hot-line tools, many operations in the mainte-
nance of overhead distribution lines may be per-
formed while these lines are energized. Safety pre-
cautions are of utmost importance and personnel
engaged in this type work must be thoroughly
trained in the procedures and use of the tools and
equipment. Departmental safety publications
should be consulted for restrictions and certification
requirements on live-line maintenance at various
voltage levels. Also see requirements in chapter 1,
section Il. Trained personnel should be familiar
with ANSI/IEEE 516 and ANSI/IEEE 935, which
provide expanded guidance on energized power-line
maintenance methods and live-line tool care. The
“Lineman’s and Cableman’s Handbook” provides
pictorial data on tools, equipment, and live-line op-
eration techniques.

4-63. Categories of energized-line mainte-
nance.

Energized-line maintenance means work on any
line electrically connected to a source of potential
difference, or electrically charged so as to have a
potential difference from ground. Synonyms are
alive, current carrying, hot, and live. Voltage is con-
sidered medium or high if it is over 600 volts up to
230,000 volts, see section Il. The categories of work
apply to the potential difference from ground at
which the worker operates and specific precautions
apply to each potential.

a. Workers at ground potential. Workers are lo-
cated on the structure supporting the conductor or
on other work platforms and remain essentially at
ground potential using insulating tools and equip-
ment.

b. Workers at intermediate potential. Workers are
isolated from grounded objects by insulating means,
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such as an aerial lift or an insulating ladder or
platform, and work with insulating tools and equip-
ment.

c. Workers at line potential. Workers are bonded
to the energized device on which work is to be per-
formed and are insulated from grounded objects and
other energized devices that are at a different po-
tential. This is commonly known as the barehand
technique and cannot be used by facility mainte-
nance personnel.

4-64. Energized-line methods.

Most line maintenance utilizes insulated aerial lifts
except where accessibility to the work area is impos-
sible. Aerial lifts can be used for aerial inspections,
unenergized line maintenance, tree trimming,
streetlighting and lamp replacement; but an aerial
lift will most often serve as the elevated platform
for live-line maintenance.

a. Maintenance using rubber gloves and other
protective equipment. Work is done directly on the
lines using rubber gloves and other protective line
equipment such as rubber sleeves; rubber insulat-
ing line hose and insulator hoods; and polyethylene
conductor, insulator, crossarm, and pole covers. The
lineman may be standing on a climber gaff, pole-
attached insulated platform, or insulated aerial lift
for the line maintenance voltage levels (low-voltage
up to 15,000 volts medium-voltage) normally per-
formed by facility personnel. Utilities normally use
rubber gloves and climbers up to 7,500 volts and
platforms or lifts above this voltage to 17,000 volts.

b. Maintenance using rubber gloves, other protec-
tive equipment, and hot-line tools. This procedure is
normally used for all primary distribution lines
maintained by facility personnel.

(1) Utilities use protective equipment and hot-
line tools for voltages of 17,000 volts to 26,500 volts
and work from insulated platforms or lifts. For volt-
ages above 26,500 volts to 36,000 volts, utilities
require aerial lifts.

(2) Approach distances and minimum tool in-
sulation distance requirements must be observed.
Rubber protective equipment comes in various volt-
age classes. Never use equipment rated at less than
the maximum voltage involved.

c. Barehand maintenance. Barehand mainte-
nance is done with the lineman at the same poten-
tial as the line being worked on. A conductive liner
of metal-mesh in the aerial lift (the basket shield-
ing) is brought to line potential using a bonding
lead. This lead, which is permanently attached to
the mesh, is hot-stick fastened to the energized line
conductor. Barehand work can also be performed by
linemen in special conducting suits working from
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special insulating ladders. The insulating suit is
connected to the energized conductors to bring the
lineman to line potential.

(1) Policy. Departmental policy must be com-
plied with in the performance of “arehand” work. It
is essential that any personnel involved in “hot-line”
work be thoroughly trained and experienced.
Barehand procedures require a knowledge of all
three methods covered previously and dictate mak-
ing periodic re-examinations of the worker’s ability
to safely use the barehand technique. All tools and
equipment must be in excellent condition and
should be maintained solely for the purpose of per-
forming live-line maintenance.

(2) Qualified personnel. Consideration should
be given to having this type work done by a quali-
fied contractor, unless the in-house personnel are
fully qualified, adequately equipped, and perform
this work frequently enough to maintain their pro-
ficiency.

4-65. Live-line operations.

All live-line operations require special tools and
equipment to perform the variety of work proce-
dures involves in hot-line maintenance.

a. Tools and equipment. The tools and equipment
used in live-line maintenance are made specifically
for this type of work. They are required to meet
applicable acceptance test standards and they must
be cared for and maintained to meet in-service stan-
dards. Chapter 15, section V discusses these re-
quirements.

b. Operations. The most common live-line main-
tenance operations are as follows:

(1) Replacing poles.

(2) Replacing crossarms.

(3) Replacing insulators.

(4) Washing insulators.

(5) Cutting out and replacing live conductors.
(6) Tapping a hot line.

(7) Applying armor rods or vibration dampers.
(8) Phasing conductors.

c. Procedures for replacing poles, crossarms, and
insulators. To replace any of these items requires
that the conductors must be untied or unclamped
from their insulators and temporarily supported.

(1) Poles. In overhead line maintenance, pole
replacement is usually the result of deterioration or
damage to the pole. The new pole should be set and
the wire tongs, saddles, and other tools needed to
support the existing line while moving it to the new
pole should be provided. If the old pole must be used
to support any tools, temporary bracing may need to
be installed to strengthen the weakened pole.

(2) Insulators. The usual procedures in the re-
placement of insulators are as follows:



(a) Fasten the wire tongs to the conductor.

(b) Remove the tie or clamp from the conduc-
tor.

(c) Move the conductor clear of the work area
and secure the wire tong.

(d) Remove old insulator.

(e) Mount new insulator.

(f) Return conductor to insulator.

(9) Tie or clamp conductor to insulator.

(h) Remove wire tongs.

(3) Crossarms: In replacing crossarms, apply
steps (a), (b), and (c) for all lines. Then remove
crossarm and insulators and replace with new cross-
arm with new insulators in place. Then apply steps
(). (9). and (h).

d. Washing energized insulators. Hand cleaning
of de-energized insulators is described in chapter 3,
section IV ANSI/IEEE 957 provides a guide for
cleaning insulators.

(1) Facility procedures. Each facility should de-
velop procedures based on their level of voltages,
contaminants, and available equipment. Using ad-
vice from the local utility concerning their energized
insulator washing practices is recommended.

(2) Energized cleaning methods. Energized
cleaning methods include the use of high pressure,
medium-pressure, and low-pressure water; com-
pressed air with abrasive dry cleaning compounds;
and wiping with burlap cleaning hammocks using
hot sticks. All of these procedures are covered in
ANSI/IEEE 957.

(3) Technical considerations of pressurized wa-
ter cleaning. Certain items influence the effective-
ness of pressurized water cleaning performance and
the leakage current that can pass to the operator’s
body from the water stream. These items are the
nozzle conductor distance, the water’s resistivity,
the water pressure, and the nozzle-orifice diameter.
Wind can interfere with the efficiency of the water
spray. The washing interval must be such as to
avoid flashover accidents during hot-line washing,
which can occur when the acceptable limit of con-
tamination has been exceeded. Some points, covered
in more detail in ANSI/IEEE 957, are as follows:
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(a) Water resistiuity. Water having a resistiv-
ity greater than 1500 ohm-centimeters can usually
be obtained from city water system hydrants. This
is an acceptable low-level resistivity. Water resistiv-
ity changes inversely with temperature and must be
measured periodically during washing operations,
especially in hot weather. In no case should water
be used having a resistivity of below 1,000 ohm-
centimeters. No soap, detergents, anti-freeze, or al-
cohol should be added.

(b) Nozzle type. A jet nozzle is more suited to
transmission (high-voltage) systems because wind
effects the spray less and the spray range is greater.
The spray nozzle is suited for distribution (medium-
voltage) systems.

(c) Apparatus. Consult manufacturers when
washing nonceramic insulators. Bushings made of
porcelain must be treated with great care and the
effects of water pressure and volume and the me-
chanical support provided the bushing must be con-
sidered. Energized washing of surge arresters may
impose severe electrical stresses on the arresters
due to voltage imbalance and should not be done
without the consent of the arrester manufacturer.

(4) Safety. Follow facility rules and general in-
dustry practices as covered in ANSI/IEEE 957. The
OSHA safe working distance (from Table V-l of
Subpart V, Section 1926.950) is the minimum dis-
tance recommended for personnel adjacent to ener-
gized objects at any time. This distance applies to
the phase-to-phase voltage and is 2 feet (0.6 meters)
for 2.1- to 15-kilovolt energized parts and 2.33 feet
(0.71 meters) for 15.1- to 35-kilovolt energized
parts.

e. Other procedures. Cutting out and replacing
live conductors requires supporting the conductors
and providing a temporary jumper to bypass the
current while the splice is completed. The bypass
uses hot-line clamps as ‘does tapping a conductor.
Installation of hot-line clamps, armor rods, and vi-
bration dampers should follow manufacturer’s hot-
line instructions. Phasing-out requires a phase-
tester, which should be connected in accordance
with the manufacturer’s instructions.

Section XVI-AERIAL LIFT REQUIREMENTS

4-66. Aerial lift construction.

Aerial lifts are required to be constructed to meet
ANSI/SIA A92.2. Aerial lifts can be field modified
for uses other than those intended by the manufac-
turer, provided the modification has been certified
in writing by the manufacturer or other equivalent
entity (such as a nationally-recognized testing labo-
ratory) to conform with ANSI/SIA A92.2 and OSHA

Subpart V Paragraph 1926.556 and to be at least as
safe as the equipment was before modification.

4-67. Aerial lift specifics.

OSHA has defined equipment which must meet
aerial lift rules and electrical tests.

a. Type of aerial lifts. Aerial lifts include the fol-
lowing types of vehicle-mounted aerial devices used
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singly or in combination to elevate personnel to
job-sites aboveground.

(1) Extensible boom platforms.

(2) Aerial ladders.

(3) Articulating boom platforms.

(4) Vertical towers.

b. Manufacture. Aerial equipment may be made
of metal, wood, fiberglass reinforced plastic (FRP),
or other material; may be powered or manually op-
erated; and is deemed to be an aerial lift whether or
not the equipment is capable of rotating about a
substantially vertical axis.

c. Rules. The following specific OSHA rules apply.

(1) Aerial ladders will be secured in the lower
traveling position, by the locking device on top of
the truck cab and the manually operated device at
the base of the ladder, before the truck is moved for
highway travel.

(2) Lift controls will be tested each day prior to
use to determine that such controls are in safe
working condition.

(3) Only authorized persons will operate an
aerial lift.

(4) Belting off to an adjacent pole, structure, or
equipment while working from an aerial lift will not
be permitted.

(5) Employees will always stand firmly on the
floor of the basket and will not sit or climb on the
edge of the basket or use planks, ladders, or other
devices for a work position.

(6) A body belt will be worn and a lanyard
attached to the boom or basket when working from
an aerial lift.
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(7) Boom and basket load limits specified by
the manufacturer will not be exceeded.

(8) The brakes will be set; and, when outrig-
gers are used, they will be positioned on pads or a
solid surface. Wheel chocks will be installed before
using an aerial lift on an incline, provided they can
be safely installed.

(9) Generally, an aerial lift truck will not be
moved when the boom is elevated in a working
position with men in the basket.

(10) Articulating boom and extensible boom
platforms, primarily designed as personnel carriers,
will have both platform (upper) and lower controls.
Upper controls will be in or beside the platform,
within easy reach of the platform operator. Lower
controls will be in or beside the platform, within
easy reach of the at-grade operator. Lower controls
will provide for overriding the upper controls. Con-
trols will be plainly marked as to their function.
Lower level controls will not be operated unless
permission has been obtained from workers in the
lift, except in case of emergency.

(11) Climbers will not be worn while perform-
ing work from an aerial lift.

(12) The insulated portion of an aerial lift will
not be altered in any manner that might reduce its
insulating value.

(13) Before moving an aerial lift for travel, the
boom(s) will be inspected to see that equipment is
properly cradled and that outriggers are in stowed
position.

d. Testing. Procedures for testing aerial-lift de-
vices are described in chapter 15, section VIII.
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CHAPTER 5

UNDERGROUND AND SUBMARINE CABLES

Section 1 - ASSOCIATED GUIDANCE

5-1. Relevant cable guidance.

Maintenance work involving underground or sub-
marine cable changes requires an understanding of
the basic design premises of such cables.

a. Types of installations. Underground cables
may be installed in conduit, in duct banks, or by
direct burial in the earth; submarine cables are
usually submerged directly in the water and lie on
the bed of the waterway. The terminal ends of both
underground and submarine cables are often above-
ground. The burial depth of raceways or cables
should never be less than the depths permitted by
the NEC or the NESC and, in most cases, will be
more to conform to facility design practice.

(1) Cable in conduit removal freplacement. Al-
though it is easy enough to install several cables in
one conduit and mechanically easy to withdraw
them, the removal usually ruins the cable. Cables
become impacted in a conduit, and, when one is
drawn out, the sheath may be stripped either from
the withdrawn cable or from one of the other cables.
Therefore, when one cable of a set in a conduit fails,
all cables must be replaced.

(2) Direct-burial cable reinstallation. Direct-
burial cables being replaced must be installed below
the frost line.

b. Joint electric supply and communication cir-
cuits. Unlike aerial lines, joint structure use is not
allowed for electric supply and communication cir-
cuits. Communication cables are installed to be
completely isolated from electric power cables and
require separate ducts and structures. Economy
may dictate contiguous structures and duct lines
having a common trench excavation. Direct-burial
power and communication lines should be separated
at least the minimum required distance, usually set
by the local communication agency. Control, alarm
signalling, and other low-current and low-voltage
circuits may be installed in electric manholes, de-
pendent upon facility requirements, but require
special shielding or increased insulation levels.

5-2. General construction guidance.

Rights-of-way for navigable waters and identifica-
tion must meet the following requirements. The in-
fluence of conditions which can generate cable fail-
ures in the following discussion should be checked
for their impacts.

a. Rights-of-way requirements. When the system
is being extended across navigable waters within

the United States, permission must be obtained
from the nearest District Engineer of the U. S.
Army Corps of Engineers, who will specify depth
requirements and any other pertinent conditions.
When crossings are made in waterways under the
jurisdiction of other authorities, those authorities
should also be consulted.

b. lIdentification requirements. Because under-
ground and submarine cables cannot be visually
traced between structure access points, it is impor-
tant that they be marked at all points at which they
are accessible. Any such cables will be identified by
plastic or corrosion-resistant tags wherever they
can be worked on and wherever they can possibly be
mistaken for another cable. Identification tags will
be located at terminations and at least in every
structure. If tags become missing or illegible, they
will be replaced as part of the maintenance pro-
gram.

c. Cable impacts. The major cause of electric fail-
ure is the breakdown of insulation. Even under nor-
mal conditions, an electrical cable experiences
stress that will gradually weaken it, leading to fail-
ure. Cable tests provide data which permits the
anticipation of cable failures. An understanding of
items which can accelerate insulation deterioration
is of help in determining inspection and testing in-
tervals.

(1) Cable Loading. The current-capacities or al-
lowable loading of underground cables is based on
the conductor size, material, and assumed ambient
temperatures. Complex calculations are required to
take all these effects into account. IEEE S-135-1
and IEEE S-135-2 are used as the basis for ampaci-
ties given by the NEC. The factors used by the NEC
represent a theoretical average value and may be
considered to be safe factors, especially if the load-
ing is based on a loo-percent load factor. The load
factor for primary circuits on most facilities will
probably range from 45 to 65 percent at the time of
initial design. Voltage drop, especially at lower volt-
ages, may also have been a factor in determining
the cable sizing. The actual temperature conditions
affecting the cable become an important consider-
ation. Added loads and variable loads affect cable
temperatures both directly and indirectly.

(a) Directly. In general, the higher the tem-
perature, the faster the rate of deterioration in the
physical properties of the insulation, including the
formation of voids in solid-type or paper-insulated
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cable. The deterioration usually results in increased
dielectric losses and decreased dielectric strength.
Large variations in daily temperatures accelerate
the possibilities of cable sheaths cracking and
bolted or clamped connections loosening. A, short-
time large overload, and accompanying high tem-
perature, can produce aging of insulation equiva-
lent to operation for a longer time at a smaller
overload. Since power surges contribute to cable
aging, a cable serving large motors with full-voltage
starters having intermittent loads, or a cable sub-
jected to a higher level of lightning or switching
surges, will probably have a shorter life than an
identical cable with a constant load and infrequent
low-level switching surges.

(b) Indirectly. The temperature of the soil ad-
jacent to a buried cable or conduit system must also
be considered as affecting cable life. If cable tem-
peratures become high enough, the moisture in the
soil will migrate away from the cable causing a
considerable increase in the soil thermal resistivity.
This may lead to thermal instability of the soil and
further increase its thermal resistivity which, in
turn, may cause excessive cable temperatures and,
perhaps, even cable failure.

(2) Cable insulation failure. Underground pri-
mary distribution cables with solid-dielectric insu-
lation have experienced a high rate of electrical
failure after several years of operation as the result
of carbonized paths (electrochemical tree design
markings) usually caused by the presence of water
in the conductor.

d. Termination and splicing impacts. Termina-
tions and splices are usually the weakest point in a
cable system, and the cable system is usually the
weakest link in an electrical system. Therefore, in-
spection, including riser pole inspections, is doubly

important at these points. Where recabling is re-
quired do not use “T” splices in manholes, except
where the facility’s engineering staff concur that
avoiding their use is uneconomical.

e. Lightning protection and grounding. Lightning
protection for aerial to underground primary cable
connections, and grounding and bonding of under-
ground cables, contribute to the protection of the
cables and to the safety of the system.

(1) Surge arresters. When a transition is made
between overhead conductors and underground or
submarine primary cables, facility practice requires
that a surge arrester be installed at the termination
connecting insulated underground cables to aerial
bare conductors. A ground rod should be installed
and the metallic sheath or armor of the cable
bonded to that ground installation. The surge ar-
rester then protects the primary cable from switch-
ing or lightning surge overvoltages which could
overstress the cable insulation. Secondary cables
are usually protected from these over-voltages by
primary surge arresters located at pole or ground-
mounted transformer installations.

(2) Grounding and bonding. All noncurrent-
carrying conductive materials in the structure and
any neutrals must be grounded. Most standard
structures are provided with a driven ground rod.
Bonding includes the metallic sheath or armor of all
cables, cable shields, manhole hardware, the tanks
of all equipment and apparatus, and the secondary
neutral of transformer installations. Where
nonmetallic-sheathed cable having a ground wire is
used, the ground wire is usually brought out at the
joint. These ground wires should be grounded to the
neutral and the driven ground The resistance of
ground connections must meet the requirements
given in chapter 10, section IlI.

Section Il - SAFETY PRECAUTIONS

5-3. Cable safety.

The compact spacing of conductors and nearness to
any grounded sheaths is the reason that working on
energized conductors even at low voltages is prohib-
ited. A voltage detection tester should be used to
ensure that the cable is not energized. Materials
such as a lead sheath, which will act as a shield,
must not be between the tester and the conductors
of the circuit being tested. To prevent a de-energized
circuit from being energized while it is being
worked on, good safety practice requires that the
disconnecting means at each end be tagged and
locked in the open position, and ground clamps ap-
plied.

5-2

5-4. Structure safety.

Subsurface structures such as manholes, hand-
holes, equipment vaults, and splicing boxes are sub-
ject to accumulation of dangerous gases that may be
combustible and/or explosive, toxic, or deficient in
oxygen. Before entering any manhole or vault, it
must be checked for these conditions.

a. Combustible gases. Combustible gases may be
detected by means of a test instrument or safety
lamp. When using this equipment, the precautions
and instructions provided by the manufacturer
should be followed. If it is determined that combus-
tible gases are present, it will be necessary to ven-
tilate the manhole or vault before any work is done.



If these tests indicate the presence of an explosive
mixture in the structure, an injection of carbon di-
oxide (CO,) into the structure may be made, before
ventilating, to reduce the possibility of an explosion.
Ventilation is best provided by a power-driven por-
table ventilating blower. Before the structure is
purged with a blower, or CO, is injected into it,
personnel in connecting structures should be
warned, as the gas may be blown through the ducts
into connecting structures. If CO, is used, the struc-
ture must be purged with fresh air before it is en-
tered by personnel.

b. Toxic gases. A calorimetric indicating gel tube
manufactured under specifications of the National
Bureau of Standards, commonly referred to as the
NBS carbon monoxide detector, is available to test
for toxics. It is used by breaking the seals of the
tubes and aspirating gas to it from the atmosphere
to be tested. Chemicals within the tube change color
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when carbon monoxide is present. By comparing the
change in color with the color chart furnished, the
concentration can be determined. Tests of this type
can be made in less than one minute.

c. Asbestos-cement fireproofing. Follow instruc-
tions for handling in chapter 15, section 1I.

d. Ventilation. Even when tests indicate there are
no combustible or toxic gases, it is good practice to
force-ventilate a manhole or vault whenever person-
nel are in it. This is especially important if cable
splicing is being performed.

e. Protection of open structures. Open structures
should never be left unguarded. A barricade should
be placed around the structure opening prior to re-
moving the structure cover.

f. Ladders. Portable ladders used for access to
manholes or vaults should be checked before use to
ensure that they are firmly placed and will not
wobble or tilt.

Section |1l - INSPECTION

5-5. Frequency of underground system in-
spections.

The frequency of inspection is largely determined by
the importance of the equipment or facility it serves
or contains. Inspections can vary in frequency from
6 months to 5 years, but a 2-year cycle of inspection
is recommended. Records should be kept of each
inspection.

5-6. Structure inspections.

Inspect structures and check their cleanliness and
their physical condition, such as cracking of walls,
roofs, or floor slabs, spalling of concrete, and the
condition of frames and covers. Inspect for corrosion
of pulling eyes; driven grounds; and other miscella-
neous fixtures such as cable racks, arms, and insu-
lators.

5-7. Cable inspections.

Walk the route of underground direct-burial cable
circuits to inspect for changed conditions. Changes
in grade caused by washouts can expose cables to
damaging conditions. Adjacent new construction
should be closely monitored. Examine connections
to equipment terminals or cable terminations,
whether in the structure or above-ground. Check in
structures for the condition of duct entrances, fire-
proofing, splices, cable tags, and ground connections
to cable shielding and sheathes. Anchors for subma-
rine cables should be inspected occasionally to be
sure they are in good condition and functioning as

intended. Look for signs of traction on cable termi-
nations or direct-burial cable which may be a result
of expansion and contraction of the cable.

a. Cable supports. Check mountings and sup-
ports to ensure they are secure. Remove rust and
corrosion and clean and repaint supports with
corrosion-resistant paint.

b. Duct entrances. End bells are usually used to
prevent cable damage at duct entrances. If they
were not installed, or are damaged, strips of hard
rubber or similar material should be used to protect
the cable at the duct entrance.

c. Testing. Cable insulation integrity cannot be
visually checked; it requires some type of insulation
testing to determine whether the cable is reaching
an insulation breakdown that will lead to a cable
fault. Testing is described in section VII.

d. Cable faults. Inspection alone may reveal the
location of a cable fault or it may be a more compli-
cated process requiring test equipment. Visual and
test procedures are covered in section V.

5-8. Underground equipment inspections.

Special maintenance for such distribution equip-
ment in underground locations includes the follow-
ing:

a. Keep items clean and protected from corrosion.

b. Check equipment covers to be sure that their
gasketing is water-tight.

c. Keep nuts and bolts free from rust by applica-
tions of paint or heavy grease.
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Section IV - MAINTENANCE AND REPAIR OF DUCT SYSTEMS

5-9. Structure maintenance and repair.

Maintenance and repair of structures is a continu-
ous procedure but is seldom extensive. Pump out
structures as necessary to allow complete inspec-
tion. Major breaks or settlement of structures caus-
ing large cracks require investigation of the struc-
tural condition and rebuilding to eliminate the
cause.

a. Duct Line entrances. Grout up chipped concrete
at the mouth of the duct line as necessary. Heavily
loaded cables will crawl because of expansion and
contraction, which results from the alternate heat-
ing and cooling effects of changing loads. The mouth
of the duct line must be kept clean and free of burrs
and small patches of concrete that will damage
cables.

b. Water leaks. Most structure repair require-
ments consist of stopping water leaks in the floor
and walls of frequently entered structures. Depend-
ing on the terrain, the pumping of one structure
may involve the removal of water from adjacent
structures. In applicable locations, all vacant ducts
should be plugged with standard duct plugs, and all
occupied ducts should be sealed so as to prevent
water or gas from entering vaults or any users’
premises.

(1) Occupied duct sealing. Use a nonhard-
ening sealing material that will not harm the ca-
ble to seal occupied ducts. These nonhardening
compounds consist of emulsified vegetable oils con-
taining fibers or asphalt compounds. Oakum is
often packed around the cables as backing for
the sealing compound. Use a ready-mixed com-
mercial sealer and follow the manufacturer’s direc-
tions.

(2) Wall leakage. Water leakage through the
walls of the structure will usually occur along joints
or void areas. Some leakage may be found where the
ducts enter the structure. Using a cold chisel and
hammer, chip out the porous area so that the patch

will bond against sound concrete. The hole can then
be patched with calcium-chloride putty or quick-
setting cement mortar.

(3) Floor leakage. If water is entering through
the floor of the structure, clean the floor and remove
accumulated silt. If the floor is generally sound ex-
cept for the joints at the wall or for isolated cracks,
repairs can usually be made as covered above. If the
concrete of the floor shows evidence of general po-
rosity or disintegration, it is better to pour a new
floor, as follows:

(a) Where a reduction in headroom of 4 to 6
inches (100 to 150 millimeters) will not affect the
utility of the structure, a new floor may be poured
directly over the old floor. Otherwise, the old floor
should be broken out and a new floor poured.

(b) When necessary to break out the old floor,
the first step is to excavate for a temporary pump
sump about 12 inches (300 millimeters) below the
old floor level if the structure has no existing sump.
When the floor has been removed, continued pump-
ing may be necessary. Further excavation will be
necessary if added headroom is desirable. A perma-
nent sump or a storm drain connection should be
considered when the new floor is poured.

5-10. Duct line maintenance and repair.

Most damage to duct systems results from new un-
related construction and settling of ducts. Too often,
the new construction fails to locate an adjacent duct
line accurately and damages the line. Ducts some-
times settle where they cross older understructures,
whose overlay was completed without adequate
backfilling and tamping. Duct settling is often not
apparent unless cable failure results or an empty
duct is rodded in preparation for pulling in new
cable. In either event, the condition must be inves-
tigated and repaired. A new structure at the point of
settlement may possibly be the quickest and cheap-
est repair.

Section V - CABLE FAULTSAND FAULT LOCATIONS

5-11. Cable faults.

Whenever cable insulation breaks down, resulting
in an underground cable fault, fuses should blow or
circuit breakers should open to prevent further sys-
tem damage. Faulted circuit indicators (FCls),
where provided, may also provide an indication of a
cable fault.

a. Reclosing on a fault. The practice of applying
automatic reclosers on medium-voltage aerial dis-
tribution lines presents a problem when under-
ground distribution lines are supplied from aerial
lines which have reclosing features. The recloser is
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intended to prevent extended outages due to tran-
sient disturbances on aerial lines. But repeated
reclosing on an underground cable fault tends to
create unusually high fault resistances. Reclosing
serves to aggravate an underground cable fault
which may then stress upstream circuitry.

b. Aerial-to-underground line connections. Fuse
protection is required to be provided at or near riser
poles where such connections are made. When any
aerial lines feeding underground cable systems are
provided with automatic reclosing, that feature
should be designed so that any permanent fault on



long underground feeder will blow the associated
cable riser fuses within a time period that limits to
one reclosure, the damaging effects of automatic
reclosing on the faulted cable feeder.

c. Check of associated equipment and lines.
Blown fuses and open circuit breakers may be
caused by a cable fault or by faults on equipment or
other lines connected to cables. Preliminary tests
should be made to determine that the fault is actu-
ally in the cable and not in associated equipment.

d. Faulted circuit indicators. As noted, reclosing
on faulted cable circuits stresses the circuit ele-
ments and can increase potential personal hazards.
On critical feeders, FCls are often installed to re-
duce service restoration time by providing a conve-
nient means of determining fault current occur-
rences, location, and direction on underground
circuits.

(1) Operation. An FCI can be a single or
multiphase device which senses fault current has
passed through the line conductors at the point
where the FCI is installed. The FCI is designed to
provide a fault current indication by a flag, a light
emitting diode (LED) display, or other means. The
current sensing is done by detecting the magnetic
field strength generated by the circuit’s alternating
current.

(2) Location. Most FClI s are installed on under-
ground distribution current-carrying elements such
as cables, switch and transformer elbow termina-
tions, and separable connectors. They are also used
on aerial lines.

(3) Application. The proper application of FCls
is crucial to their correct operation. Units must be
correctly designed for indicator trip and reset meth-
ods. Inrush restraint, time delay, and coordination
may be necessary. Other considerations when se-
lecting FCIs means that their initial provision re-
quires engineered design.

(4) Maintenance use. Use FCI sets to locate dis-
tribution faults. Normally where installed, the
number of FCI sets will be one less than the number
of cable sets which can be sectionalized. The faulted
cable section will be between a “fault” and a “nor-
mal” indication.

(5) Concerns. If units are damaged they must
be replaced with like units having the same fea-
tures. Their operation in regard to trip and reset
must be understood. If loads are changed and the
unit does not have an adaptive trip (tripping on a
sudden increase above the nominal current followed
by a loss of current) then the trip setting must be
changed. The reset may require manual means or
may be reset by other actions such as predeter-
mined time, current, voltage, or other sensing meth-
ods.
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5-12. Visual methods of cable fault locating.

Since visual inspection can be the easiest and quick-
est way to locate a cable fault, it should be tried
first. Visual inspection may require checking sec-
ondary effects, such as leaks from the cable-
insulating medium. If visual inspections are not ef-
fective, then testing devices will need to be used.

a. Faults in exposed cable and splices. A quick
check may be made by driving over the route of the
cable and looking for such things as a displaced
structure cover, smoke coming from a structure, or
indication of damage caused by digging operations.
A more detailed inspection may be made by exam-
ining the terminal equipment and the cable and
splices in the structure. Look particularly for the
presence of compound on the cable sheath, smoke,
and odors of a burnout. Observe the requirements of
section 1.

b. Faults in submarine cable. Oil slicks may occur
on the surface of the water near the location of the
fault, or bubbles may appear where the cable is
faulted. Applying high current from a low-voltage
source to the faulted cable may cause bubbles to rise
to the surface near the fault, thus determining the
approximate location. For short submarine cables,
establishing a line of sight between the terminal
ends and patrolling this area may aid in locating a
point of failure. Maps used in laying the cable will
be helpful in establishing the cable route.

c. Faults in gas-pressurized cable. When a fault
occurs on gas-pressurized sulfur-hexafluoride (SF,)
cable, do not re-energize the cable until the follow-
ing steps have been taken.

(1) Low gas pressure. Gas pressurized cable is
usually pressurized at 20 to 80 pounds per square
inch gage (135 to 550 kilopascals gage). A record of
the installed gas pressure should be kept for all
gas-pressurized cable sections.

(a) Checking pressure. Check the gas pres-
sure at terminations and splices with a tire gage. If
the pressure has dropped to zero or is dropping, the
fault damaged the conduit or jacket containing the
gas. Since gas is electro-negative, a gas detector
similar to that used for refrigeration gases can be
used to locate the leak at terminations, splices, and
other points.

(b) Detecting leaks. To detect a gas leak along
a buried duct or conduit line, a pipe can be driven
into the ground above the line and the probe in the
pipe may detect the gas. Another method to detect a
leak in the line is to inject gas at one end and
measure the pressure drop at access points. Dry
nitrogen can be used for this method. Then plot the
pressure reading to locate the spot in accordance
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with the manufacturer’s directions. After a leak is
located, a repair can be made in accordance with
section VI.

(2) satisfactory gas pressure. If the pressure is
satisfactory, do not re-energize the circuit until the
fault has been located and repaired, since the high
fault current reimposed on the failed cable can fur-
ther damage the cable.

5-13. Determining type of cable fault.

Use fault locating equipment when a check of asso-
ciated equipment and lines confirms that the fault
is actually in the cable, and visual methods fail to
locate the fault. Since no single test will locate all
types of faults, the type of fault must be determined
in order to use the best test method to locate it. To
determine the type of fault, any source of direct-
current voltage can be used with a voltmeter or a
suitable low-voltage lamp. A portable testing set,
such as a multimeter of the volt-ohm meter (VOM)
type is most commonly used. The section of cable
under test must be disconnected from feeders,
buses, and equipment. Alternating current should
not be used, because the charging current of the
cable is sufficient to prevent accurate indications of
the condition of the cable.

a. Types of faults. Cable insulation failures result
in low- or high-resistance faults, because one or a
combination of the following conditions occur.

(1) One or more of the conductors may be
grounded.

(2) Two or more conductors may be short
circuited.

(3) One or more conductors may be open
circuited.

b. Checking for fault types.

(1) Grounded conductor. In checking for a
grounded conductor, the VOM is successively con-
nected between each conductor and ground with the
far end of the cable open circuited. A good conductor
will indicate a resistance commensurate with that
of its insulation. A grounded conductor will show a
very low resistance.

(2) High-resistance grounded. Some installa-
tions are grounded through a high resistance. These
systems operate like an ungrounded system and the
first ground fault does not trip out the system, but
only sounds a warning. The ground fault can be
traced using an integral system pulser and a detec-
tor furnished as a part of the system.

(3) Short circuit. In checking for a short circuit,
the VOM is successively connected between each
possible combination of conductors. Far ends of the
cable must be open-circuited. A low reading indi-
cates a short circuit between the conductors under
test.
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(4) Open circuit. The continuity of the conduc-
tors is determined by grounding the conductors at
the far end and then testing between each conduc-
tor and ground. If the conductors are continuous,
the resistance reads low; and, if an open circuit
exists, the tester will indicate a very high resis-
tance.

5-14. Cable fault locating test methods.

The methods generally used may be separated into
two major classifications: terminal measurement
methods and tracer methods. Except in the case of
faults on series lighting circuits (which usually re-
sult in considerable carbonization because of the
constant-current system involved) the resistances of
faults are often quite high, ranging from several
hundred ohms to megohms when measured at a
low-voltage level.

a. Terminal measurement methods. Terminal
measurement methods involve determining the cho-
sen electrical value of the faulted conductor from
one of the cable terminations to the fault, and com-
paring this value with the same electrical value on
unfaulted cable. The proportions of the electrical
values in regard to the length of the unfaulted cable
provides the fault distance. The effectiveness of all
terminal measurement methods is dependent upon
the accuracy of installation records. While most of
the work is done at one terminal, access to the other
terminal may be necessary to connect or disconnect
conductors as required. Terminal methods include
the Murray loop, the capacitance bridge measure-
ment method, the quarter-wave or half-wave reso-
nance methods, and the pulse (time domain
reflectometer) method.

b. Tracer methods. These methods require test
equipment at the cable terminal but rely on checks
along the cable tracer to locate the fault. Tracer
methods include the modulated direct-current
method, the modulated alternating-current method,
the impulse (thumper) method, the audio frequency
(tone tracing) method, and the earth gradient
method.

(1) Tracer method warning. Some of the tracer
methods of fault locating can ignite residual gas in
the vicinity of a fault and cause explosions. The
likelihood of such an occurrence, while extremely
remote, cannot be ignored.

(2) Structure testing. Normal gas tests with
combustible gas detectors should be made prior to
entering structures during all fault-locating opera-
tions, regardless of the urgency of the situation or
the type of fault-locating equipment being used. It is
also advisable to use a carbon monoxide (CO) tester
to check the atmosphere in structures where fault
repairs are to be made, particularly in cases where



substantial quantities of cable insulation have been
destroyed by the fault. Gas concentrations in struc-
tures can be dispersed by a thorough purging with a
positive-pressure blower. Gas testers and their ap-
plication are discussed in section I1.

5-15. Simplifying cable fault locating.

Locating faults in cables can be a complicated pro-
cess. The following paragraphs provide some helpful
hints which can simplify the process and increase
fault-locating accuracy.

a. Fault reduction. In cases where the parallel
resistance of a fault is too high to allow effective
application of either tracer or terminal measure-
ment devices, the fault resistance must be reduced,
that is it should be carbonized or “burned down”.
Direct-current high-potential test sets, as described
in section VII can be used for this purpose. The fault
reduction is accomplished by applying a continuous
potential between the faulted conductor and
ground. The voltage level is adjusted to give the
maximum current allowed by the rating of the test
set. As the fault carbonizes, a continually decreas-
ing voltage will be required to sustain this current.
The fault reduction has been accomplished when
virtually no voltage results in a steady flow of cur-
rent and fault-locating operations can then proceed.

b. Conductors grounded. If one conductor of the
faulted cable remains ungrounded, terminal mea-
surement devices can be used. If the fault grounds
all conductors and low parallel resistance results,
only tracer methods can be effectively applied. The
ohmic value of the fault may be used in some cases
to anticipate the effectiveness of the various tracer
methods that could be applied.

c. Conductor-to-conductor resistance. When a
fault results in a low-resistance short circuit be-
tween two conductors and the resistance to ground
is high, reflection methods may be made effective if
the single phase fault can be reduced to a ground
fault before attempting to locate the fault. If the
single-phase fault cannot be reduced to a ground
fault, one of the conductors involved may be
grounded at a termination. Depending upon the
relative location of the grounded termination, the
signal pattern and its level and direction may be
quite different from that obtained when locating an
ordinary grounded fault.

d. Conductor continuity. Use of a bridge-type ter-
minal measurement device depends upon the avail-
ability of a continuous ungrounded conductor in the
faulted cable, which can be looped to the faulted
conductor at the far end of the circuit. The faulted
conductor, though grounded, must also be continu-
ous. The required continuity is best checked by
making a bridge measurement of the resistance of
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the closed loop to be used for fault-locating mea-
surements and comparing this measurement to
known circuit constants. Conductor continuity gen-
erally will have no effect on the operation of tracer-
type fault-locating equipment. Faults exhibiting
both high series resistance (open conductor) and
high parallel resistance (ungrounded conductor) can
be located by using a capacitance-type terminal
measurement device.

5-16. Cable fault locating equipment.

Cable fault locating equipment is available from
test equipment rental companies. Member compa-
nies of the InterNational Electrical Testing Associa-
tion (NETA) can be hired to test and to provide the
test equipment. As with all techniques used infre-
guently, the skill of trained outside personnel may
well be worth the additional cost,. “Electrical Equip-
ment Testing and Maintenance” covers terminal
and tracer cable-fault locating methods in more de-
tail for those who wish an explanation of testing
technique principles. Three of the methods using
less complex methods of measuring some electrical
characteristics of faulted cable are shown in figure
5-1. Another method uses a time domain reflec-
tometer tester.

a. Murray loop resistance bridge method. To use
this method, the grounded conductor must be con-
tinuous at the fault and a continuous ungrounded
conductor in the faulted cable must be available.
The accuracy of this method is directly related to
the accuracy of the plans showing cable routing.
The fault is located in terms of its distance from its
cable terminal by measuring and comparing electri-
cal characteristics of the cable’s faulted and
unfaulted conductors. It is essentially a Wheatstone
bridge of the slide-wire type. When the bridge is
balanced, the fault distance is found as indicated in
figure 5-1. A number of slide-wire bridges designed
for fault location are available commercially. They
range from inexpensive units with limited accuracy
to more expensive units which can locate a fault
within one foot per mile (0.2 meters per kilometer)
of cable length. Instructions for use, including appli-
cable mathematical formulas, should be supplied
with the instrument.

b. Capacitance bridge measurement method. The
capacitance bridge measurement method is effec-
tive where both the parallel and series fault resis-
tances are high enough to treat an unfaulted and
the faulted conductor as capacitances to a metallic
shield or sheath. This technique is simply the mea-
surement of capacitance from one end of the faulted
cable to ground and comparing it in terms of dis-
tance with the capacitance of an unfaulted conduc-
tor in the same cable. Almost any alternating-
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Figure 5-1. Terminal equipment and cable connection diagrams

current capacitance bridge is suitable, provided it
measures capacitance to ground.

c¢. Charging current method. In the absence of an
alternating-current bridge, the charging current on
the faulted conductor and on a good conductor may
be compared, using several hundred volts or even
several thousand volts at 60 hertz as the voltage
supply. This circuit with its fault distance formula is
shown in figure 5-1.

d. Time domain reflectometer (TDR) method. This
method is based upon the measurement of the time
"t" it takes a generated pulse to reach a fault and be
reflected back. The fault distance “d” equals the
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cable propagation velocity “v” multiplied by “t” and
divided by two which results in equation 5-I.

d=vt/2 (eq. 5-1)

(1) Distance determination. The TDR/analyzer
measures the reflection time and the fault distance
is automatically calculated based on the entered
velocity of the pulse travel which is usually the ratio
of the cable’s propagation factor to the speed of light
or a value of less than one. The analyzer can deter-
mine whether the fault is open-circuited or short-
circuited based on waveform reflections as shown in
figure 5-2.
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(2) TDR test settings. Tests require selecting a
pulse duration and a propagation factor.

(@) Pulse duration. The pulse duration must
be wide enough to be interpreted by the TDR ana-
lyzer and at least about one percent of the transit
time for the entire length of the tested cable. TDRs
should have provisions for changing the pulse width
depending on cable length.

(b) Propagation factor. This is the velocity of
the pulse in an insulated cable and will vary in-
versely as the square root of the product of the
cable’s line constants, that is, its inductance and
capacitance. Therefore it will vary dependent upon
cable insulation. A propagation factor of 500 feet
(152 meters) per microsecond for medium-voltage
cables or 600 feet (183 meters) per microsecond for
low-voltage cables is sufficiently accurate when
fault distance measurements are made by two-end
fault pin-pointing.

(3) Two-end fault pin-pointing. A propagation
factor set to any value (which must remain un-
changed for both measurements) can be used to
provide a TDR-measured fault distance from each
end of the tested cable. These two distances will
either come short of meeting or overlap each other.
The true distance to the fault “d,” can be calculated
by equating the determined fault distance from end
one “d,” to the fault distance from end two “d,” and
the distance between these two points “d,” using
equations 5-2 and 5-3, respectively, based on
whether the determined fault distances fall short or
overlap.

de=d, + (dy +d,) (d, +dy)
df = d1 - (d2 + dp)/ (d, + d,)

5-17. Tracing the cable fault signal.

A halving procedure can be used to trace faults
where the signal cannot be traced along the entire
length of the cable in any other way. It is time
consuming and costly, and more modern methods
utilizing the sophisticated signalling instruments
available should always be applied if possible.

a. Procedure. The procedure consists of localizing
the fault by progressively limiting it to one half of
the previously considered length of cable. The
points along the cable route chosen for signal mea-
surement must be selected so that maximum fault
localization results from each and every measure-
ment. Thus, the first measurement should be made
as close to the midpoint of the circuit as possible;
the second at the one-quarter or three-quarter
point, depending on the fault location given by the
first measurement; and so on.

b. Drawbacks. This procedure requires cutting
the cable. For cable in duct an access point is
needed, or the duct line must be broken and a new
structure provided for resplicing. For direct-burial
systems good cable will need to be respliced in a
new splice box. Resplicing can introduce other pos-
sible trouble points.

5-18. Selecting cable fault locating methods.

The fault locating method differs dependent upon
the way the cable is installed. Most installations
will be in duct lines, but direct-burial and subma-
rine cable installations must also be considered.

a. Duct line. The fault-locating equipment used is
generally a tracer type. Pinpointing of the fault be-
tween structures is unnecessary. The entire length
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between structures of a faulty cable must be re-
placed. If a structure does not contain a cable splice
it may be augmented by a resonance or radar termi-
nal method.

b. Direct burial. Fault-locating for direct-burial
installations must pinpoint the fault, so that the
repairs can be made at the point of failure. Such
faults generally can be best located with impulse
equipment such as the TDR method. Faults can also
be located by patrolling the cable and listening for
the noise of an impulse discharge at the fault. On
longer cables it may be preferable to use some other
means, such as a terminal measurement, to obtain
an approximate fault location. In the absence of
audible noise, test holes must be dug so that detec-
tor tests can be made using a tracer method.

c. Submarine cable. The approximate location of
a submarine cable fault must be determined by ter-
minal measurements.

(1) Locating the fault. Verification of location
can be made by pulling the cable out of the water at

the point indicated by the terminal measurement.
When the portion of the cable suspected to be at
fault is raised, it is generally necessary to apply a
tracer method to verify the fault location. The im-
pulse method is ideally suited to this application, as
the noise of the discharge is usually quite evident
when the faulted section leaves the water.

(2) Cable sheath leaks. Emergency mainte-
nance of submarine cables frequently involves re-
pair of a leak in the cable sheath. When a leak is
evident, it should be located as soon as possible; the
cable raised; and the damaged section removed to
prevent migration of moisture into the cable. Re-
pairs should be made in accordance with standard
splice procedures for submarine cables covered in
section VI.

d. Gas-pressurized cable. Use a high-resistance
method such as any terminal method, except the
Murray bridge loop, or use the impulse tracer
method.

Section VI - CABLE REPAIR

5-19. Underground cable repairs.

Underground cable is usually either direct burial or
installed in ducts. While repair methods described
below are basically the same for any underground
cable, there are some differences depending on the
installation condition.

a. Direct burial. While there may be splice boxes,
normally there is no structure to consider, and a
hole will have to be dug to make the repair. This
may be a test hole used to pinpoint the fault loca-
tion. Such access may have to be enlarged, if the
repair involves an appreciable length of cable. The
major problem in repairing direct-burial cable may
be to provide a dry environment while making the
repair. A temporary shelter may be required.

b. Duct line. If the faulted cable length is in a
duct line between structures, there are several re-
pair methods. Usually, only one circuit is installed
in a duct line in order to avoid cable capacity derat-
ing.

(1) Spare duct. If there is a spare duct avail-
able, the simplest solution may be to pull a new
length of cable into this duct and connect it at both
ends to the good ends of the faulted cable. Then pull
out the faulted cable, if possible, to provide a spare
duct. At the very least, tag at both ends to indicate
that this cable has been abandoned in place and is
faulty.

(2) No spare duct. The cable should be pulled
and a new cable installed. If this is impossible be-
cause of duct damage, a new duct must be installed.
Alternately, it may be faster and more economical to
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open up the duct line at the fault point. If the cable
can be repaired without a splice, the duct line can
be reclosed. It may be necessary to build one or
more new structures at the point to house any new
cable which needs to be spliced into the existing
cable to replace the faulted section. The method to
be used is largely a matter of judgment based on all
the factors known at the time.

5-20. Submarine cable repairs.

When the approximate location of the fault has been
determined, the cable should be lifted to the surface
for examination and repairs. The cable may be lo-
cated with a grapple hook and lifted with a barge-
type crane. If the cable is difficult to locate, the
services of a diver may be required to determine the
location and to attach a line for lifting the cable.
After the cable has been hoisted to the surface, it
should be cut at the location of the fault to deter-
mine if (and how much) water has entered the
cable. The most expedient method of determining
the distance the water has entered the cable is to
cut the cable 25 to 50 feet (8 to 15 meters) on either
side of the fault. This distance depends somewhat
on the time that the cable has remained in the
water after the fault occurred and the type of cable
insulation. At the point where the cable has been
cut, a sample of insulation should be tested for
moisture as covered in section VII. If there is evi-
dence of moisture at the first cut, then a second
section should be removed and another test made.
This operation should be continued until the point



is reached where moisture is no longer present in
the insulation.

a. Replacement of cable section. The cable section
which has been removed should be replaced by
splicing in a new cable of sufficient length. The
cable manufacturer’'s splicing kit instructions
should be followed for making splices which will
probably have to be made on a boat or barge. Care
should be taken not be bend the cable sharply
where it enters the water or where it rests on the
bottom. When the cable is again laid in the water,
the top must be carried out and laid down in such
manner that there will be no sharp kinks or bends
in the cable.

b. Protection of submarine cables. Because sub-
marine cable is relatively unprotected as it lies on
the bottom of a body of water, special precautions
must be taken to prevent damage from swift cur-
rents, boat anchors, or other causes. Normally,
these precautions are taken during the original
cable installation and are not the concern of repair
and maintenance personnel. The following para-
graphs describe steps to be taken if original precau-
tions were omitted, or if original precautions were
disturbed in the process of cable repair.

(1) Anchors. When a cable crossing is subjected
to flow or tidal currents, cable anchors are generally
required to prevent excessive drifting of shifting of
the cable along the bottom. These anchors are usu-
ally made fast by a series of U-bolts which pass
through a common base plate, thus affording a mul-
tiple grip of the cable. Other U-bolts, eyebolts, or
alternate means are usually provided for attach-
ment of the anchor cable or chain. Ordinarily, the
anchors are masses of concrete sufficiently large to
resist the draw of the current. When the water is
shallow, anchors may be placed on the cable as it is
being reeled out. When a deep-water crossing is
encountered, attachment of the anchors to their
chains must be done by a diver.

(2) Warning signs. Suitable warning signs indi-
cating the location of the shore ends of a submarine
cable, and stating that anchoring of vessels is pro-
hibited in the immediate vicinity of the cable any-
where along its length, are required for every sub-
marine cable crossing.

(3) Pile clusters. Clusters of piles are fre-
qguently driven at the shore lines of important cables
where they enter and leave the water. These aid in
locating the points where the cable is anchored. Pile
clusters also provide a certain amount of mechani-
cal protection for the cables and furnish platforms
on which to mount warning signs.

(4) Maps. The development of accurate maps is
one of the most important tools in maintenance and
repair of a submarine cable installation. It ensures
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that the cable can be picked up at any desired point
for repair or inspection. Maps should indicate the
exact location of the cable at various points along its
length, as established by measurements with sur-
veying instruments. Maps should also indicate the
exact length of cable installed between any two ref-
erence points, so that any movement or drifting of
the cable on the bottom can be estimated.

5-21. Cable repair safety.

Cable repair will involve: working with other cables
which may or may not be energized; ensuring that
the grounds and bonds essential for safe operation
are in good condition; and, in some cases, dealing
with hazardous substances.

a. Energized cables. Repair work on electric
cables should be done unenergized. However, other
cables in the manhole may be energized and inspec-
tions will usually be done with cables energized.
Moving cables while energized should be restricted
to low-voltage cables in good condition and with
adequate bending radii. When the condition of any
insulation is questionable, or cables are installed to
their permissible bending radius limits, a small
change in radius to an energized cable could cause a
fault.

b. Grounding and bonding. Inspection and main-
tenance of cable grounds are as important as the
inspection and maintenance of cables, both for
safety and for corrosion mitigation. Ground rods
should also be inspected.

c. Hazardous substances. Hazardous substances,
such as lead or asbestos, should be replaced when
the cable repair work requires their removal; such
as pulling new cable in ducts sealed with lead or
asbestos or splicing cables having asbestos fire-
proofing. Encapsulating materials are available
which will prevent asbestos fibers from becoming
airborne. See chapter 15, section I1.

5-22. Making cable repairs.

In many cases, the fault will be in either an existing
splice or a termination, and the repair is compara-
tively simple. In other cases, the fault will be in the
cable itself, and the repair involves removing a de-
fective cable length and splicing in a good length.
The replacement must be the same as the original
cable or a type of cable comparable to and compat-
ible with the original cable. Splice kits and termina-
tion kits should be used as much as possible. The
following paragraphs contain general instructions
for the various types of cables. More detailed in-
structions are given by the manufacturers of the
cable and splice kits used for any specific job. After
the repair is completed (and before backfilling for
direct-burial cable) insulation resistance and poten-
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tial tests should be made to determine that the
cable, including the new repair, is suitable for use.
Refer to section VII.

5-23. Solid dielectric cable repairs.

The vast majority of cable used in most installations
will be solid dielectric cable. Solid insulation for
power cables is divided into two main cate-
gories-thermosetting and thermoplastic. A thermo-
setting material is one that requires heat to vulca-
nize or crosslink it. This process causes a chemical
reaction and the insulation will have little tendency
to soften if reheated. Thermoplastic insulation will
soften repeatedly when heated. Ethylene-propylene
rubber and cross-linked polyethylene solid dielectric
cable, which are both thermosetting, should be con-
sidered when replacing any old medium-voltage
cable.

a. Use. Most facility cable will be single-
conductor type installed in duct. Direct-burial
concentric-neutral cable, usually installed in hous-
ing areas, may be single-phase or three-phase.
Direct-burial or submarine cable, armored or gas
pressurized, is usually three-conductor cable.

b. Repair. The repair of solid dielectric medium-
voltage cable may be accomplished by the use of
preassembled splice kits, which are available for the
various types of cables and their protective cover-
ings, if any. Particular attention should be given to
ensure that the material used for the repair is com-
patible with the cable insulation. Low-voltage
cables which do not have cable shields and are not
provided with armors or metallic sheaths can be
repaired with jacket repair sleeve kits which seal
and repair insulation damage. These sleeves may be
appropriate on medium-voltage cables when only
the jacket is damaged.

5-24. Other cable insulation and covering re-
pairs.

Cable insulations other than solid dielectric compo-
sitions are now being installed only where special
circumstances justify their use. Varnished cambric
and paper insulated cables, however, may still be in
service at this time. Gas-pressurized cable with
solid dielectric insulation is used for underwater
installations to provide mechanical protection, pre-
vent the entrance of water, and minimize electrical
losses which can arise from armor protection. Pro-
tective cable coverings require appropriate repair.

a. Varnished-cambric insulated cable. Varnished-
cambric insulation requires little or no maintenance
where cables terminate in potheads. Some
varnished-cambric insulated cables are provided
with lead sheaths. However, where terminations
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are not in potheads, the terminal ends should be
checked periodically for leakage of compound and
breaks in insulation where moisture can enter and
cause deterioration. Where the cable is not termi-
nated with potheads, leakage of compound may oc-
cur. In such instances, an electrical adhesive tape,
designed for medium-voltage splices, should be ap-
plied over the varnished cambric and should be
painted with a sealer paint to stop the flow of com-
pound. If it is suspected that the varnished-cambric
insulation has absorbed moisture, a moisture test
(as described in section VII) should be made. Should
the insulation become damaged, it may be replaced
with varnished-cambric and covered with friction or
adhesive tape, or the ends of varnished-cambric
tape can be secured with cotton tape and painted
with an insulating paint.

b. Paper-insulated lead-covered cable. A paper-
insulated lead-covered (PILC) cable always has a
lead sheath and therefore requires little mainte-
nance. Testing at regular intervals will indicate the
condition of the insulation. A break in the lead
sheath will expose the paper to moisture and a
moisture test should be made. If several layers of
paper have been removed, they should be replaced
with varnished-cambric tape. In order to do this, it
may be necessary to remove a longer section of lead
sheath. The section of lead sheath removed should
be replaced with a new lead sheath and wiped in
place in the same manner as a splice. The repairs
described above can only be made in a structure. If
it appears there has been a break in the lead sheath
within a duct, it will be necessary to replace a
length of cable between structures or between ter-
minals.

(1) Should a PILC cable fail again shortly after
a repair or lengthy de-energization, the cable may
be completely unusable. However, prior to replac-
ing, make an attempt to “dry out” the cable by
forcing a low-voltage, high current through the
cable (via an arc welder) for not less than 12 hours.
Current should be as high as possible but must not
exceed 80 percent of rated cable ampacity.

(2) Do not support PILC cables by using metal
straps or supports or by laying them on metal trays
because of the deteriorating galvanic action.

c. Lead-sheathed cable. Lead sheaths may crack
or suffer other damage as a result of fatigue due to
cable movement or bending. If a section of lead
sheath is seriously damaged or badly cracked, the
section of sheath should be removed and the area
covered with a lead sleeve. The sleeve should be
wiped in place in the same manner as a splicing
sleeve. Where the damage is not too serious, repairs
may be made as follows:



(1) Scrape the lead in the vicinity of the dam-
age.

(2) Preheat area using an acetylene or gas blow
torch. Care should be taken not to melt lead.

(3) Apply a good flux such as stearine.

(4) Apply solder and heat to a point where it is
pliable.

(5) Work solder into sheath with a paddle or
stick and smooth.

(6) Wipe with wiping pad.

d. Concentric-neutral cable construction. The
neutral conductor of this type of cable consists of
equally spaced strands of wire or flat strap wrapped
spirally around the outside of the cable insulation.
Concentric neutral cables may be of a single or
multiple conductor configuration and may have an
outer protective jacket over the neutral conductors.
Care must be used in handling the cable to prevent
the concentric-neutral conductors from loosening or
bunching together in one place around the cable
circumference. If this occurs, it may cause tracking
of the insulation or affect the voltage stress distri-
bution within the insulation. The number and size
of the concentric conductors are determined by the
manufacturer in accordance with ICEA standards.
Repairs should ensure that the operating character-
istics of the concentric neutral are not adversely
affected.

e. Gas-pressurized cable. Repairs may be re-
quired for this cable because of a loss of pressure
from a leak in the outer covering or conduit or a
puncture in the solid dielectric cable.

(1) Gas pressure. The high density of the gas
may result in a zero gage reading even though suf-
ficient gas is still present to keep out air and mois-
ture. If the cable is under a water-pressure static-
head, then a pressure of 0.5 pounds per square inch
gage (3.5 kilopascals gage) is needed for each foot
(0.3 meters) of water head to continue to keep water
out.

(2) Repair of gas Leaks. Follow the manufactur-
er's recommendations. A beep detector should be
used to ensure all leaks have been repaired. Sur-
faces should be clean and smooth, and the pressure
must generally be dropped back to zero.

(3) Treatment of gas. The SF, gas used is non-
toxic and odorless. However any arcing produced by
the fault will result in the gas producing toxic ma-
terials that smell like sulfur and rotten eggs. Do not
breath this gas. Let it dissipate to the air and clear
it from a structure. Since the gas will be outside the
shield with a solid dielectric cable, the cable can fail
without arcing the gas. If a cable were to fail and
burn a hole through the insulation and then be
re-energized, a very small amount of gas in the hole
could arc and may be noticeable. The smell and
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toxic gas will dissipate fast. Follow instructions for
SF, gas handling in chapter 15, section II.

(4) Cable insulation. If the cable insulation
fails, the repair should be made as given for solid
dielectric insulated cables.

f. Armor. There are various types of armor to pro-
vide mechanical protection for the cable insulation
and some armor is provided with a protective
jacket.

(1) Flat metal armor. When flat metal armor is
broken, it can be repaired in place by soldering the
broken part or by overlapping a short piece of armor
and soldering. The armor should be thoroughly
cleaned and tinned before soldering. If the armor
becomes loose at the ends of the cable, it may be
wired to the lead sheath or a lead sleeve installed at
each end.

(2) Inter-Locked armor sheath. The interlocked
armor sheath may sometimes be separated during
installation. Short sections of this armor can usu-
ally be worked into place (one section at a time) by
using a hammer and screwdriver or other blunt
instrument. The armor may sometimes become
dented. When not too seriously dented, no repair
should be attempted. However, if the dent is serious
enough to cause possible injury to the cable, a sec-
tion of armor should be removed and replaced with
a sleeve.

(3) Wire armor The wire armor over submarine
cable may sometimes become bent and separated.
In such cases, the armor should be replaced, bound
with wire, and soldered. The binding wires should
be of a metal similar to that of the armor. If the wire
armor is broken, it can be repaired in a similar
manner. After the link has cooled it should be
painted with a heavy coat of insulating compound to
reduce any possible dissimilar metal corrosion.

(4). Protective jacket over armor. Sometimes a
protective jacket such as rubber, thermoplastic, or
braid is placed over the armor for protection against
corrosion. Should these jackets become damaged,
the damaged area can be repaired by wrapping with
thermoplastic tape or self-vulcanizing tape.

5-25. Other cable component repairs.

Potheads and terminations should be checked along
with any cable fireproofmg.

a. Terminations. The insulators should be kept
clean, and bodies of the compound-filled termina-
tions, such as potheads, should be checked for leaks.
A leak will usually be indicated by oozing out of the
compound. In such instances, the leak should be
repaired and the pothead refilled. A power factor
test (as covered in section VII) of the termination
and cable will give some indication of the condition
of the termination so far as electrical leakage and
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losses are concerned. Installation of other termina-
tions should be in accordance with the instructions
of the termination manufacturer for the type of
cable involved.

b. Cable fireproofing. Where cables of more than
one circuit pass through structures, any fireproofing
material around cable sheaths should be main-
tained to prevent damage from adjacent cables.

Section VII - CABLE TESTING

5-26. Cable tests.

Tests are made on installed cable for two
reasons-to check the condition of the cable and for
a cable requiring maintenance to ensure that the
repair was properly made.

a. Type of voltage tests. Insulation resistance
measurements and direct-current, over- or high-
potential test (direct-current hi-pot test) are the
usual direct-current voltage tests for cables. A di-
electric absorption test which takes longer than a
standard insulation resistance test may aiso be ap-
propriate. A fourth test is the power factor test.

b. Testing frequency. The periodic testing of in-
stalled medium-voltage cables is known as proof
testing, since its purpose is essentially a means of
proving that weak spots in existing cables have
been recognized before failure occurs. Cables nor-
mally have a higher failure rate in the first 2 years
of service, which is the period when manufacturing
defects will show up. An alternating-current test is
used for factory testing of new cable. Acceptance
and proof testing utilizes direct-current testing
which, while not as effective as alternating-current,
is less liable to damage cable. Direct-current testing
provides extremely valuable historical data and al-
lows comparison of the acceptance testing value to
the periodic proof testing values. A yearly overvolt-
age test for the first 2 or 3 years, and then testing
every 5 or 6 years, is the optimum and can reduce
in-service failures by a factor of about nine to one as
opposed to not having a proof testing test program.
Insulation resistance tests should be based on the
importance of the circuit; once a year is usually
adequate.

c. Other tests. Varnished-cambric and paper-
insulated cables may require moisture tests. Gas-
pressurized cable may require leak tests. Refer to
section V.

5-27. Cable insulation resistance tests.

Insulation resistance is the resistance which the
insulation presents to a flow of current, from an
impressed direct-current voltage. An insulation re-
sistance test is a short-time test made to indicate
the suitability of the insulation for the purpose in-
tended, or to indicate whether an overpotential test
can be made without damaging the insulation. It is
not a dielectric strength test, but will give an indi-
cation of the insulation’s condition with respect to
moisture and other contamination. Because any in-
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sulation resistance test will measure the insulation
resistance of all items connected together, the cable
to be tested must be completely disconnected from
all other cable and equipment.

a. Measuring equipment. All measurements re-
quire a direct-current source which can be a hand-
cranked generator, a motor-driven generator, a
battery-supplied power pack, rectified alternating
current, or its own internal power source. The mea-
suring devices can be as follows.

(1) A megohmeter which is a contained instru-
ment (commonly called “megger,” although “Meg-
ger” is the trade name of a tester of this type made
by James C. Biddle Co.) consisting of an indicating
ohmmeter and an internal source of direct-current
voltage.

(2) A resistance bridge.

(3) A voltmeter.

(4) A voltmeter and micro-ammeter.

b. Megohmeter. The most convenient and com-
monly used way to measure resistance is to use a
self-contained instrument giving a direct readings
in ohms, kilohms, or megohms. Measurement is ob-
tained by connecting one instrument terminal to the
cable conductor or the equipment terminal and the
other instrument terminal to the metal sheath,
frame, container, or support of the insulation under
test. Instruments are available in voltage ratings of
500 to 2,000 volts or more. Care must be taken to
use a voltage which does not exceed the insulation
rating of the item being tested. Follow specific in-
structions provided with the instrument being used.
This type of instrument is not very accurate or sen-
sitive in very low ranges and should not be used to
measure a few ohms or fractions of ohms, such as
resistances of conducting paths.

c. Resistance bridge method. A self-contained in-
strument, called a Wheatstone Bridge, containing a
battery, a galvanometer, and known resistances, is
used to compare an unknown resistance with a
known resistance. Each instrument contains de-
tailed instructions for its use. While very accurate
results can be obtained, a bridge is basically a labo-
ratory instrument and requires a fairly skilled op-
erator. It is not recommended for field work.

d. Other methods. Both the voltmeter method
and the voltmeter/micro-ammeter method require
laboratory type instruments and a separate source
of direct-current voltage. They are inconvenient to
use in the field and are not recommended. However,



if desired, some details can be found in the “Ameri-
can Electricians’ Handbook.

e.Factors affecting insulation resistance. Person-
nel making and interpreting the results of insula-
tion resistance tests should consider the following
factors which affect the test readings:

(1) Temperature. Insulation resistance varies
with the temperature, and the effect of temperature
depends on many other things, such as type of insu-
lation, amount of moisture in and on the surface,
and the condition of the surface. All spot-test read-
ings should be corrected to a base temperature such
as 40 degrees C.

(2) Moisture. The amount of moisture in the
insulation has a large influence on its resistance.
For meaningful results, tests of insulation resis-
tance should be made under as near similar condi-
tions as practical. A long cable can be exposed to
different conditions along its length so a comparison
of readings not made at the same point may be
misleading.

f. Interpretations. Usually, because of the stored
capacitance of the cable there will be an initial am-
pere dip toward zero followed by a steady rise. The
spot-test reading should be taken after a 60-second
voltage application. A cable 1,000 feet (300 meters)
long will have an insulation resistance of one-tenth
of that for a 100-foot (30-meter) cable, provided all
other conditions of both tests were identical. A
gradual decline in resistance with age is normal,
however, a sudden decline means insulation failure
is imminent and a continued downward trend indi-
cates insulation deterioration, even though mea-
sured resistance values are above the minimum ac-
ceptable limits.

g. Dielectric absorption test. This test is usually
conducted at higher voltages for extended periods of
from 5 to 15 minutes. Since the current is inversely
related to time, insulation resistance will rise
gradually for a good cable but will flatten rapidly
otherwise. Periodic readings should be taken and
plotted against time. The ratio of the lo-minute to
the I-minute resistance is known as the polariza-
tion index. A polarization index of two or higher
indicates good insulation, while a polarization index
of less than one indicates cable deterioration
the need for immediate maintenance.

5-28. Cable overvoltage tests.

A hi-pot or overpotential test is an overvoltage test
used to check a cable for its relative condition after
it has been repaired or otherwise worked on. Nei-
ther the insulation resistance test nor the dielectric
absorption test can determine the dielectric
strength of cable insulation under normal use. A
hi-pot test is the only way to gain proof that the
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cable insulation can still withstand over-voltages
caused by normal system surges. As noted,
alternating-current tests are reserved for factory
tests to determine whether the insulation had any
discontinuities, voids, or air pockets. Less destruc-
tive, direct-current tests are used for installation
proof testing. Also, most equipment for direct-
voltage testing is smaller and more readily portable.
A 115-volt alternating current power supply is rec-
tified to provide direct-current for testing. Several
commercial types are available. Each type comes
complete with transformers, rectifiers, instruments,
and controls.

a. Voltage. Normally, the maintenance proof tests
performed on cables are at a test voltage of 60 per-
cent of the final factory test voltage for new
cable/equipment. Determination of voltages for ac-
ceptance and proof tests should be made by quali-
fied electrical engineers, and such tests should be
made only when specifically directed by an engi-
neering activity having jurisdiction over the instal-
lation. Tests should be performed in accordance
with ANSI/IEEE 400. It is always appropriate to
conduct the insulation resistance measurement test
first; and, if the data obtained is within acceptable
limits, to proceed with the direct-current
overpotential test.

b. Procedure. For each cable, the test should be
made between each conductor and every other con-
ductor and between each conductor and ground. For
the test to ground, all conductors may be connected
together. There is no need to disconnect other equip-
ment from the cable, but caution must be observed
to ensure the test voltage is not greater than recom-
mended for any of the equipment. Some preas-
sembled or premolded cable accessories may have a
basic insulation level lower than the cable tested,
and the lower voltage should be taken from IEEE 48
test limits or the manufacturer’s test limits, which-
ever is smaller. If a test shows poor results, items
and/or conductors should be retested separately un-
til the defective portion is identified. Specific in-
structions furnished with the tester being used
should be carefully followed. Additional information
is contained in chapter 7, section Il.

c. Safety. When making high-voltage tests, all ap-
plicable precautions regarding live electrical con-
ductors should be observed to avoid dangerous elec-
trical shock. After testing, the terminals should be
short circuited before disconnecting the tester from
the equipment. The short circuit should be main-
tained for at least as long as the time the proof
voltage was applied.

d. Test data. There are three types of direct-
current hi-pot tests commonly performed. In all
cases, leakage (conduction) current is measured and
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the values compared either on a voltage or a time
basis for initial to steady-state values or for a con-
stant rate of leakage current.

(2) Initial leakage current. The initial leakage
current upon a test voltage application will include
transient capacitive charging and dielectric absorp-
tion currents. Two other currents, corona current
and surface leakage current, can be bypassed by
installing correct guarding circuits.

(2) Steady-state leakage current. The initial
value will decrease to a steady-state value consis-
tent with the system’s charging current. If correctly
done, only the volumetric leakage current will be
left. This current is of primary interest in the evalu-
ation of an insulation’s condition. The decay of tran-
sient current time is known as the stabilization
time.

(3) Constant leakage current. In some cases, a
constant leakage current is measured. This is main-
tained by increasing the test voltage in a manner
which maintains the same current.

e. Tests for relative cable condition. Two tests are
used to determine the relative cable condition as an
identification of its dielectric strength under
medium-voltage tests.

(1) Leakage current versus voltage test. In this
test, equal voltage steps are applied until the maxi-
mum test voltage is reached or an indication of a
breakdown voltage is indicated. It is usually recom-
mended that no less than five and, if possible, eight
equal steps be made with no less than 1 and up to 4
minutes stabilization time allowed. The steady-
state leakage current is plotted against the applied
voltage. As long as the slope of the plot is the same,
the insulation is in good condition. If the leakage
current increases noticeably, so will the slope of the
curve. Any change in the slope indicates that any
voltage increase may cause insulation breakdown
and the test should be stopped.

(2) Leakage current versus time test. This test
is made after the maximum test voltage of the pre-
vious test has been determined. The maximum volt-
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age is left on for 5 minutes and the leakage current
is read after 30 seconds, 1 minute, and then at 1
minute intervals thereafter up to 5 minutes. The
leakage current is plotted against time as the initial
high value reduces to a steady-state value. A con-
tinuous decrease indicates a good cable. There
should be no increase in current during this period.

f. Test for cable withstand strength. A go/no-go
test is usually performed after repair if only cable
withstand strength requirements need be verified.
The test provides a rising voltage up to the specified
value applied to maintain a constant leakage cur-
rent. A period of 1 to 1.5 minutes for reaching the
final test voltage is usually adequate. The final test
voltage is held for 5 minutes. If the current has not
increased sufficiently in that time to trip protective
devices, the cable withstand voltage is adequate.

5-29. Cable power factor tests.

Power factor testing is a nondestructive ac test
which has been utilized for many years to measure
or test the integrity of substation insulation sys-
tems including cables.

a. Test theory. An insulation to which voltage is
applied will act like a resistor and capacitor in par-
allel as shown in figure 5-3. The capacitive current
I will be much larger than Iy so the angle 6 will be
close to 90 degrees and the power factor (cosine of )
will be very small.

b. Cable power factor test limitations. Cable insu-
lation can be considered to consist of a simple ele-
ment of capacitance in parallel with resistance as
shown in figure 5-3. The measured power factor is
the average of the entire length of the cable. If a
section of cable increases in power factor the high
value obtained for that section will be averaged
with the normal value obtained for the remainder of
the cable. The influence that the defective section of
the cable has on the overall cable power factor de-
pends on the relationship of the defective section
length to the overall cable length. Thus, the ability
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Figure 5-3. Insulation power factor equivalent circuit and vector diagram
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to detect a localized fault diminishes as the length
of the cable under test increases.

c. Effectiveness of power factor tests. Power factor
tests can be effective in detecting defective insula-
tion for short cable runs which are common in elec-
trical substations and industrial complexes, and for
indicating general deterioration and/or contamina-
tion of longer lengths of cable insulation runs. This
test can be performed at any voltage that does not
exceed the line-to-ground voltage rating of the
cable. In addition to checking cable insulation, this
test can be used to find:

(1) Any defects in the shield circuit which can
lead to localized problems. The measurements
should be performed on each end of the cable. The
shield should be grounded for the test only at the
end where the test connections are made. An in-
crease in power factor can indicate discontinuities
or breaks in the shield.

(2) Any defects in cable terminations, particu-
larly compound-filled potheads, can be determined
by using collar tests as covered in chapter 3, section
VIL.

d. Power factor tip-up testing. Normally, power
factor should be independent of voltage as shown by
the formula of figure 5-3. An increase in power
factor at an increased test voltage is usually an
indication of insulation voids. These voids are ion-
ized at the higher voltage and act as resistors re-
sulting in a greater resistive current and therefore a
greater power factor. This increase in voltage is
called power factor tip-up test.

(1) Two to five measurements should be made
at voltages with an overall 5 to 1 ratio in order to
determine whether there are any significant differ-
ences in the measured power factors.

(2) Generally differences are not a concern un-
less the higher value exceeds 25 percent of the lower
value. This much change indicates that further in-
vestigation of the cable insulating quality is re-
quired.

e. Cable test data. Power factor data obtained
from the field tests should be compared with any
available previous test data in order to detect any
changes. Lacking any initial test data, evaluation of
the condition of the cable insulation may be made
by a comparison of the field data with tabulated
power factors obtained for similar insulated cables
known to be in good condition, or with the manufac-
turer’s published specifications. Table 5-1 indicates
typical acceptable power factors for various cable
insulations which may be used if no other data is
available. Ranges given should not be used to justify
variations in tip-up test values.
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Table 5-1. Typical power factor ranges for various cable
insulating materials

Cable insulation
Polyethylene
Cross-linked polyethylene

Power factor ranges'
0.001 to 0.002
0.001 to 0.002

Oil and paper Less than 0.005
Rubber 0.005 to 0.04
Varnished cambric 0.04 to 0.08

' At 20 degrees centigrade

f. Temperature correction. Temperature has an
influence on the power factor values. However, at
the operating temperature normally encountered in
the field, this influence is minimal for modern insu-
lation systems. Older forms of insulation may re-
quire a temperature-correction factor. It is difficult
to obtain accurate field cable temperature measure-
ments; hence, most utilities evaluate the condition
of the insulation of their cables based on test data,
uncorrected for temperature. If it appears that high
cable temperature may have influenced the results
it is recommended that a cable having a high power
factor be retested at a time when a lower cable
temperature will occur.

5-30. Cable moisture tests.

Tests for moisture may be made on paper and
varnished-cambric insulation by removing one or
two layers of the insulation and dipping it into oil
heated to a temperature of 260 to 285 degrees F
(125 to 140 degrees C). If the insulation contains
moisture, a concentration of bubbles will be emitted
from the paper. If there is no moisture present,
there will be little or no bubbling. Generally, the
outer layers of insulation are tested first, as they
are the most accessible for testing and the most apt
to show moisture. Where moisture is indicated in
the insulation, successive layers should be removed
and tested until there is no evidence of absorbed
moisture. All moisture-damaged cable should be re-
placed with new cable.

5-31. Cable test records.

It is very important that cable records be made for
any inspection or test on any circuit. Such records
should flag when the next inspection or mainte-
nance outage is to be made. Since these tests re-
quire taking the cable out of service, advantage can
then be taken of the maintenance outage, rather
than taking a cable out of service for tests only. The
trend of the reading obtained will determine
whether the cable is stable, slightly aging, or rap-
idly deteriorating. Slight decreases in the insulation
resistance each year are to be expected as the cable
ages. Tests should be made more frequently if more
than the usual decrease indicates that deterioration
is approaching a critical state.
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Section IX - UNDERGROUND CORROSION CONTROL

5-32. Importance of corrosion control.

As corrosion often results in deteriorated equipment
leading to electrical outages, its control is necessary.
While corrosion can occur because of many reac-
tions, underground corrosion of metallic cable
sheaths and grounds is the most common and costly
type of corrosion found in electrical distribution sys-
tems.

5-33. Types of corrosion.

There are two basic types of corrosion. One is purely
chemical in nature and is the reaction between ele-
ments, such as water and iron to cause rust. The
other is galvanic corrosion and is an electro-
chemical reaction between dissimilar metals in an
electrolyte. An example of the first type is rusting of
a steel nail in a glass of water with no other metal
involved in the reaction. An example of the second
type is corrosion between copper and aluminum
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conductors, in which moisture serves as the electro-
lyte.

5-34. Prevention of corrosion.

Maintenance personnel must be alert to minimize
the effects of corrosion inherent in exposure to the
elements or resulting from installation methods
that did not properly address galvanic effects.

a. Chemical corrosion. Prevention of chemical
corrosion is relatively easy to accomplish by proper
painting or other surface protection.

b. Galvanic corrosion. In electrical systems, gal-
vanic corrosion is caused primarily by protective
metallic cable coverings, such as lead or steel; by
the grounding system, which is usually copper or
copper coated; and by metal conduit, either galva-
nized or ungalvanized. TM 5-811-7, MIL-HDBK-
1004/10 and AFI 32-1054 cover galvanic corrosion
in detail.
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CHAPTER 6

OUTDOOR LIGHTING

Section |--LIGHTING AND CIRCUIT TYPES

6-1. Outdoor lighting use.

Outdoor lighting includes public way, recreational,
airfield, and security or protective lighting, whether
installed on buildings or detached supports. The
primary purpose of outdoor lighting is to provide
lighting for exterior facilities, which require some
degree of lighting during times of reduced visibility
for safety or for observation. Poles which support
outdoor lighting should be maintained as described
in chapter 4, sections VII and VIII. Outside
building-mounted lighting is considered interior
lighting, if its sole purpose is to facilitate entrance
into that building.

6-2. Types of lighting circuits.

Most lighting circuits will be of the multiple circuit
type. Generally series circuits are used for only air-
field lighting systems (except for very small air-
fields) to provide uniform brightness to all lights in
a circuit. Some older streetlighting and protective
lighting circuits may also be supplied from series
circuits.

a. Multiple circuits. Multiple circuits use
constant-voltage single-phase inputs, usually of
120, 208, 240, 277, and 480 volts. The lights are
connected in parallel. There are no code restrictions
on the location of 120-volt lamps. When installed on
buildings, circuits exceeding 120 volts, but not ex-

ceeding 277 volts to ground, need to meet NEC
requirements for their distance from windows, plat-
forms, and fire escapes. Circuits exceeding 277 volts
to ground, but not exceeding 600 volts, need to meet
NEC pole and structure mounting height require-
ments.

b. Series circuits. In a series circuit, all of the
lamps are connected in series. The same current,
therefore, flows through all the lamps and the volt-
age varies. The power is supplied through a
constant-current transformer (regulator). These
transformers are available to supply circuits rated
6.6, 15, or 20 amperes. The most common value of
current used is 6.6 amperes and only 6.6 and 20
amperes are used for airfield lighting circuits. The
lamps may be connected either directly to the series
circuit or to insulating transformers connected to
the series circuit. Most series airfield lighting cir-
cuits use insulating transformers. Series circuits
may be installed as an open-loop, a closed-loop, or a
combination of both. In the closed loop and combi-
nation systems the conductors are close together in
numerous places so the circuit can be conveniently
short-circuited when troubleshooting. Series circuit
voltages range from 2,400 to 7,200 volts, in order to
maintain the constant current. Therefore, series cir-
cuits must always be treated as medium-voltage
circuits.

Section [I-MULTIPLE TYPE LIGHTING

6-3. Multiple type lighting system compo-
nents.

A multiple type lighting system consists of lumi-
naires, mounting structures for luminaires, the con-
trol system to switch luminaires on and off, and the
input circuit which provides the low voltage to oper-
ate the luminaires. Generally, some type of power
transformer will provide input low voltage. Trans-
former requirements are provided in chapter 7.

6-4. Luminaires.

The basic, most visible part of an exterior lighting
system, is the combination of luminaire and lamp or
lamp/ballast. All gaseous conductor lamps require
ballasts. A bare lamp at the end of a pair of wires
will emit light, perhaps in large amounts, but only a
part will be directed to where it will be useful and
the rest is wasted. Luminaires are used to direct the

light where it is wanted and, if necessary, to house
the ballast.

6-5. lamp types.

There are two types of lights used in outdoor lumi-
naires. These are filament types and gaseous con-
ductive types. Filament lamps use the filament for
conducting current. Gaseous conductive types use
an ionized gas or vapor for the electron flow and are
of the electric-discharge lamp type or fluorescent
lamp type.

a. Filament lamps. The two types of filament
lamps are the incandescent lamp and the tungsten-
halogen lamp. The tungsten-halogen lamp adds a
halogen regenerative cycle to deposit the filament's
evaporated tungsten back on the filament, rather
than on the lamp bulb, and thus provides a longer
lamp life. Incandescent lamps are used mainly for
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aviation lighting. Tungsten-halogen lamps are often
used for recreational floodlighting, where good color
rendition is necessary.

b. Electric-discharge lamps. Electric (or gaseous
discharge lamps) include mercury-vapor, metal-
halide, and high- and low-pressure sodium lamps.
They differ in the gas or vapor used, which is either
mercury, or mercury with halide salts, or sodium, at
different pressures. Most outdoor public way light-
ing installations today use high-pressure sodium
lamps. Most older mercury vapor luminaires are
being replaced with high-pressure sodium lumi-
naires because of the energy savings. Metal-halide
lamps may be used for recreational and protective
lighting systems, because their superior color rendi-
tion outweighs their lower lamp life and lumen out-
put. Low-pressure sodium lamps, though they have
a greater lumen output, also have a monochromatic
color rendition and a lower lamp life and are rarely
used for outdoor lighting installations on military
facilities. All lamps require ballasts for correct op-
eration.

c. Fluorescent lamps. A fluorescent lamp utilizes
a mercury vapor, but the inside of the bulb has a
thin coating of phosphor which glows or fluoresces
when struck by the electrons flowing through the
mercury vapor. The amount of light emitted is less
than for electric discharge lamps, and only a limited
control is possible because of their tubular shape.
They may be used for lighted roadway, traffic, or
airfield indication signs. All lamps require ballasts
for correct operation, and some types require sepa-
rate starters to provide the heat necessary for the
electron emission to start.

6-6. Luminaire components.

In addition to lamp or lamp/ballast combination, the
components of a luminaire include its optical con-
trols, its component support assembly, and possibly,
circuit controls.

a. Optical controls. Optical controls are used to
provide the light distribution pattern most appro-
priate to the outdoor lighting requirement. One type
of control is a reflector which uses a parabolic, ellip-
soidal, or hyperbolic contoured surface with a
specular, spread, diffuse, or compound finish to re-
direct light from a lamp into the desired pattern.
Another type of control is a refractor which uses a
different medium to bend the light. Refractors can
provide a variety of light distributions, using pris-
matic or lens type refractors of glass or plastic.
Other optical control methods use glass or plastic
materials to scatter light or control brightness. Lou-
vers or shields are used to mask a source or to
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absorb unwanted light. Any degradation of these
items resulting from accumulated dirt or fixture
damage will result in a less efficient lighting instal-
lation.

b. Component support assembly. The assembly
provides the mechanical support for lampholders,
sockets, ballasts, controls, reflectors, refractors, en-
closures, mounting components, and other items
needed to ensure the lamp provides the perfor-
mance needed.

c. Circuit controls. Photo cells are the only circuit
controls that are provided integrally with the
luminaire. They are described in paragraph 6-8.

6-7. Luminaire maintenance.

Luminaire maintenance given herein is for high-
pressure sodium (HPS) lamps which will most often
be found in roadway and recreational lighting.
Maintenance of other lamps should follow the same
philosophy. Luminaire maintenance consists of
cleaning, lamp replacement, and troubleshooting of
components when other problems are indicated.

a. Frequency. The design footcandle level is gen-
erally the average illumination delivered at the de-
sign point when the illuminating source is at its
lowest output and the luminaire is in its dirtiest
condition. This requirement determines the mainte-
nance frequency.

(1) Lamp depreciation. The lumen output of
HPS lamps will decrease to 80 percent of its initial
value at about 80 percent of its rated life. The lamp
should then be replaced to maintain design
footcandle levels. Rated lamp life is defined as ap-
proximately the time for half of the lamps to fail.
Using a value of 24,000 hours for 80 percent of lamp
life, and 4,000 hours of burning time per year, re-
sults in a theoretical 6-year life for half the lamps.
On this basis, consider group replacement every 4
years. Premature outages can probably be held to
approximately 10 percent if group replacement is
made before the lamps approach the accelerated
point on their mortality curve. The few lamps which
do fail should be replaced promptly.

(2) Luminaire depreciation. Dirt on lamps, re-
flectors, and refractors is another cause of de-
creased lumen output. A cleaning schedule should
be set up on an annual basis, that under normal
operating conditions, dirt will not contribute more
than 15 percent to the lighting depreciation. Clean-
ing recommendations for average dirt conditions
range from every 2 to 3 months up to a 2-year
schedule for inspection, cleaning, and washing.

b. Cleaning. Cleaning can be done from lift
trucks using a one- or two-man crew. The crew



should be familiar with the necessary cleaning steps
and the appropriate cleaning compounds for the ap-
plication.

(1) Procedure. The cleaning sequence will vary
dependent upon the type of luminaire, but typical
methods for streetlights can be modified for other
types of fixtures.

(&) Remove any removable shielding mate-
rial and the lamp.

(b) Make the luminaire shock-free. Ensure
that the electrical circuit is turned off or make the
luminaire shock-free by covering sockets with tape
or dummy lamp bases.

(c) Clean the basic unit. If required, heavy
deposits of dirt can be removed first from the
luminaire’s top surface by wiping or brushing. Re-
flective or refractive surfaces are better off not
wiped but only washed.

(d) Clean the shielding material and lamps.
Plastic materials should be allowed to drip dry after
rinsing or be damp dried with toweling or some
other material. Dry wiping can cause the formation
of electrostatic charges. New lamps should be dry
wiped before installation.

(e) Replacement may require installing new
shielding and new lamps.

(2) Cleaning compounds. Washing solutions
should always be in accordance with the luminaire
manufacturer’s instructions. Strong alkaline or
abrasive cleaners should be avoided. Most
luminaire finishes can be cleaned using the follow-
ing procedures.

(@) Aluminum. Very mild soaps and cleaners
can be used on aluminum and will not affect the
finish, if the material is thoroughly rinsed with
clean water immediately after cleaning. Strong al-
kaline cleaners should never be used.

(b) Porcelain enamel. This finish is not in-
jured by nonabrasive cleaners. Detergents and most
automobile and glass cleaners do a good job under
average conditions.

(c) Synthetic enamel. Some strong cleaners
may injure this finish, particularly if the enamel is
left to soak in the solution. Alcohol or abrasive
cleaners should not be used. Detergents produce no
harmful effects.

(d) Glass. As with porcelain enamel, most
nonabrasive cleaners can be used satisfactorily on
glass. Dry cleaners are usually preferred on clear
glass panels, but not on etched or sand blasted sur-
faces. Most detergents will work well under average
conditions.

(e) Plastics. Dust is very often attracted by
the static charge developed on plastic. Most com-
mon detergents do not provide a high degree of
permanence in their anti-static protection. In most
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areas, however, if the plastic is cleaned at least
twice a year with a detergent, a satisfactory balance
in regard to static dirt collection is obtained.

c. Troubleshooting. The main defects requiring
maintenance are nonstart, cycle on and off, extra
bright light output, and low light output. Some of
these conditions result from normal end of lamp or
ballast life. Other conditions result from loose wir-
ing, ballasts, or lamps, or from incorrect lamp and
ballast installations. Refer to the manufacturers’
lamp, ballast, and luminaire troubleshooting guides
and the IESNA’s Lighting Handbook for methods of
diagnosing and correcting problems. Ballast re-
placement and voltage and current measurements
present the possibility of exposure to potentially
hazardous voltages and should be performed only
by qualified personnel.

d. Replacement. Consider replacing glass items
with tougher materials such as acrylics if breakage
(vandalism) becomes a problem. Replace incandes-
cent lamps with discharge lamps (sodium preferred)
whenever possible. Departmental policy should be
complied with in changing lamp types.

6-8. Multiple type lighting controls.

Most control is provided by either a central control
or an integral control. Central controls use a time
switch with an astronomical dial, or a contactor
controlled by a photo cell. Integral systems have a
photo cell installed on each luminaire.

a. Time switches. Time switches used on lighting
circuits should have an astronomical dial, which
ideally has been adjusted at the factory for the par-
ticular locality in which it is used. If it is necessary
to do so in the field, adjust as follows:

(1) See that the center dial screw is tight
(finger-tight on models with knurled knobs).

(2) Turn the dial either by the manual reset
knob or by the dial screws in the direction indicated
by the arrow until the correct time of day is directly
under the hour pointer. The black half-moon repre-
sents night periods.

(3) Turn the star wheel in either direction until
the date pointer is directly over the correct day and
month. On models that do not have every day indi-
cated, 5- or 10-day periods are shown and the exact
date may be obtained by turning the star wheel one
point for each day from the known data points.
Spring-driven mechanisms may gain or lose time
because of temperature variations. Synchronous
motor-driven clocks will lose time if there is an
interruption to service. They should be checked
monthly and reset and adjusted if necessary. The
contacts should be checked about once a year. On
clocks having contacts on the back of the panel,
disconnect the 120-volt wires from the terminal
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block and remove the panel. Contacts should be
inspected and replaced if badly pitted. On contacts,
other than silver-plated ones, a coating of nonoxide
grease is desirable. When grease cups are provided
for the front and rear motor bearings, the grease
cups should be given a half turn every 3 months.
The manufacturer’s recommended grease should be
used for refilling. The clock mechanism should be
overhauled every 5 years by the manufacturer or a
competent watchmaker.

b. Contactors. Contactors are described under
chapter 11, section II.

c. Photo cells. Any dust or dirt on the windows of
photo controls of any type will prevent proper opera-
tion. These windows must be kept clean.

(1) Self-generating phototronic photo cell. The
self-generating phototronic cell has a normal clear
day output of 1.5 to 6 milliamperes. It can operate
the relay on 0.5 milliampere, so replacing the light
collector is not necessary until its output tests below
0.5 milliampere. Any testing should be made on a
cloudless day using a milliammeter with a range of
0 to 10 milliamperes. The check can be made most
conveniently at the terminals on the relay box.
When the output of the light collector tests less than

0.5 milliampere, it should be returned to the manu-
facturer for rehabilitation, or replaced with a photo-
conductive cell. The relay for a phototronic cell is
very delicate because of the small amount of energy
needed to operate it. Misoperation is most often the
result of sticking contacts and damaged bearings.
Sticking contacts should be carefully cleaned with
crocus cloth. Damaged bearings are usually caused
by severe continuous vibration or knocks. Any
maintenance on the relay panel, other than the
cleaning of contacts mentioned above, should be
done by the manufacturer. Careful handling is es-
sential.

(2) Phototube photocell. A periodic checkup
should be made every 6 months. The windows
should be cleaned and all tubes replaced. Replaced
tubes should be checked by a competent tester and
discarded if poor. Any extensive maintenance work
should be considered justification for replacing with
a solid-state type.

(3) Solid-stat e photocell. Failure of this type is
denoted by lights being on during daylight. If clean-
ing the window does not correct the malfunction,
the unit should be replaced. The high repair labor
cost usually exceeds the replacement cost.

SECTION [I--LIGHT DISTRIBUTION

6-9. Light distribution standards.

Industry standards regulate outdoor lighting de-
sign. Luminaires are designed to provide light dis-
tributions to meet the design standards by focusing
the light into the patterns, beam spreads, or cutoffs
as applicable.

6-10. Roadway lighting.

IESNA's Lighting Handbook lists five basic distri-
butions. Figure 6-1 and the distribution discussions
following have been provided to simplify IESNA
definitions. While many luminaires can be adjusted
to produce more than one pattern, no luminaire is
suitable for all patterns. Care must be used, espe-
cially in repair and replacement, to install the
proper luminaire for the designed pattern, as speci-
fied in manufacturer’s literature. Even when the
proper luminaire is installed, care must be used to
ensure all adjustments have been properly made to
produce the desired results.

a. Type I. The distribution of (a) is intended for
narrow roadways with a width about equal to lamp
mounting height. The lamp should be near the cen-
ter of the street. The variation of (b) is suitable for
intersections of two such roadways with the lamp at
the approximate center.
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b. Type Il. The distribution of (c) produces more
spread than does type I. It is intended for roadways
with a width of about 1.6 times the lamp mounting
height, with the lamp located near one side. The
variation of (d) is suitable for intersections of two
such roadways, with the lamp not near the center of
the intersection.

c. Type I1l. The distribution of (e) is intended for
luminaires located near the side of the roadway
with a width of not over 2.7 times the mounting
height.

d. Type IV. The distribution of (f) is intended for
side-of-road mounting on a roadway with a width up
to 3.7 times the mounting height.

e. Type V. The distribution of (g) is circular and is
suitable for areas and wide roadway intersections.
Types 11 and 1V can be staggered on opposite sides
of the roadway for better uniformity in lighting
level, or for use on wider roadways.

6-11. Floodlighting.

Floodlighting is used for recreational lighting and
for area lighting. Floodlighting is defined by the
NEMA field angle as indicated in table 6-1 with
projection distance given in feet (ft) and meters (m).
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Figure 6-1. Light distribution patterns for roadway lighting

Table 6-1. Floodlight beam descriptions®

Beam type

Beam spread

degrees range Projection distance
10to 18....... 240 ft and greater (73 m and
greater)
18 up to 29. ... 200 to 240 ft (61 to 73 m)
29 up to 46. ... 175 to 200 ft (53 to 61 m)
46 up to 70. ... 145 to 175 ft (44 to 53 m)
7oup to 100... 105 to 145 ft (32 to 44 m)

100 up to 130. .

130 and up....

80 to 105 ft (24 to 32 m)
Under 80 ft (under 24 m)

1This table is reproduced by permission from IESNA Lighting
Handbook, References and Application, Eighth Edition, 1993.

6-12. Airfield lighting.

Airfield lighting fixtures are covered by the Federal
Aviation Administration’s (FAA) advisory circulars.
For many items there will be two or more specifica-
tions for qualified equipment which may not be
identical in form, fit, and function. Care must be
used in repair and replacement to install fixtures
whose performance characteristics are compatible
with the existing fixtures, particularly with respect
to light output and aiming. Both the military and
the FAA maintain qualified products listing (QPL)
in the DOD Index of Specifications and Standards
and the FAA checklist AC-00-2.8.
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Section IV-SERIES TYPE AIRFIELD LIGHTING

6-13. Series type lighting system compo-
nents.

A series-type lighting system for airfield light-
ing includes luminaires, mounting structures for
the luminaires, the control system to switch lumi-
naires on and off and the power system which pro-
vides the constant-current to operate the lumi-
naires. Luminaires provide light distribution
applicable to the type of airfield lighting involved.
In general, series type streetlighting systems
should be phased out in accordance with depart-
mental policy.

6-14. Series type lighting controls and protec-
tion.

Low-voltage airfield lighting controls includes
power sources, control panels, relay equipment, ac-
cessories, and circuits. Controls energize, de-
energize, and select lamp brightness in accordance
with operational requirements. Control will nor-
mally be provided only at the control tower and the
airfield lighting vault. Medium-voltage controls,
utilize the following devices.

a. Protective relays. Protective relays open the
primary feed of constant-current regulators in case
of an open circuit in the series lighting circuit.

b. Primary switches. A primary oil switch is usu-
ally a single-pole, solenoid-operated oil switch.
Air switches, provided as an integral part of dry-
type constant-current transformers, are also avail-
able.

c. Series plug cutouts. Cutouts are plug-type
units used to disconnect a series light circuit or its
constant current regulator. With the plug handle
assembly removed and secured, maintenance per-
sonnel are ensured of protection.

d. Film cutouts. Film cutouts or film disks oper-
ate automatically and are inserted in older lamp
sockets to bypass failed lamps. Some circuits that
have more than one lamp on an insulating trans-
former will use film cutouts to bypass a burned-out
lamp and keep the other lamps supplied from that
transformer operating. Because of their size and
shape, they are sometimes referred to as “dimes.”
When current no longer flows because of lamp fail-
ure or removal, full circuit voltage exists across the
cutout film, which then ruptures, allowing the se-
ries circuit to be completed. A new film cutout of
proper rating must be used whenever a faulty lamp
is replaced. It is good practice to replace the cutouts
whenever lamps are replaced under a group re-
placement program. Always screw the lamp into the
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socket before inserting the socket into the recep-
tacle. If the socket is replaced before putting the
lamp in it, the film cutout will puncture. Never
re-use a punctured film disk. Paper, cardboard, or
other insulation should never be used as a substi-
tute for the film cutout.

6-15. Series type lighting power supply
equipment.

The main item of power supply equipment is the
constant-current transformer to supply the series
circuit power. The other item is the insulating
transformer, whose main purpose is to isolate each
luminaire to prevent an open circuit when a lamp
burns out.

a. Constant-current transformers. The trans-
former (usually called a regulator) has a movable
secondary winding that automatically changes posi-
tion to provide a constant-current output for any
varying load impedance, within its rating, when
supplied from an approximately constant-voltage
source. The balance point between coil weight and
magnetic force may be adjusted to provide the de-
sired output current. Most existing constant-
current transformers are oil-insulated; but dry type
units, which are not much larger, are available and
should be considered for replacement of failed oil-
insulated units whenever possible.

(1) Loading. Constant-current regulators
should be loaded as near to 100 percent as possible.
It is generally accepted that overheating will not be
caused by any load between 50 percent and 100
percent of rated kW. Regulators, unlike transform-
ers, are rated in kW, not kVA.

(2) Operation. A constant-current regulator
must never be operated with an open-circuit second-
ary. However, a short circuit, even a bolted short, on
a secondary will have no immediate adverse effects
if a reasonable percentage of the load remains ener-
gized.

b. Insulating transformers. Insulating trans-
formers isolate the medium-voltage of a series
circuit from the wiring and fixtures. In addition,
they are sometimes used to obtain higher or low-
er current for lamps having a different ampere rat-
ing, or constant voltage for multiple lamps con-
nected to a series circuit. They are sometimes
referred to as isolating transformers. Unless the
case and one secondary conductor are grounded, the
secondary must be treated as a medium-voltage cir-
cuit:



6-16. Maintenance and troubleshooting se-
ries type lighting.

Use the recommended guidelines for the mainte-
nance of airport visual aid facilities given in FAA
AC 150/5340-26 which covers the various types of

TM 5-684/NAVFAC MO-200/AFIMAN 32-1082

lighting systems, the airfield lighting vault equip-
ment, and associated control tower equipment. It
also includes troubleshooting procedures for series
lighting circuits.
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CHAPTER 7

TRANSFORMERS AND REGULATORS

Section I-CONSIDERATIONS

7-1. Voltage provisions covered.

This chapter provides maintenance and repair re-
guirements for transformers used in the transmis-
sion and distribution of electrical energy and for
voltage regulators. Requirements apply to units
having at least one medium-voltage winding and
generally providing three-phase service, although
single-phase units may be found for housing or
other small loads.

7-2. Defining transformer and regulator char-
acteristics.

A transformer utilizes electromagnetic induction be-
tween circuits of the same frequency, usually with
changed values of voltage and current. All trans-
formers covered in this chapter are constant-voltage
type. That is, they maintain an approximately con-
stant voltage ratio over loads from zero to the rated
output. Constant-current transformers are de-
scribed in chapter 6, section IV Transformers can be
classified in various ways, but their basic construc-
tion consists of windings, magnetic cores on which
windings are coiled, insulation, and any special con-
nections applying to the type of load.

a. Winding terminology. Winding terminology
given below is based on the voltage flow, rating, or
winding provisions.

(1) A primary winding has input from the
power source and a secondary winding supplies in-
put to the loads.

(2) A high-tension winding has a higher volt-
age than a low-tension winding. Most transformers
have high-tension primary windings and are there-
fore step-down transformers. If the same trans-
former utilized the low-tension winding as the pri-
mary winding it would be a step-up transformer.

(3) Most transformers have two windings,
which are electrically insulated from each other.
High-voltage power transformers found in
transmission-to-distribution substations may have
a single winding (autotransformers) or a tertiary
winding to eliminate voltage problems and/or to
supply a second load voltage economically.

b. Regulation. Transformers can maintain an ac-
ceptable voltage ratio of about a 2 percent voltage
drop from zero to rated output in most cases. Most
distribution transformers and smaller power trans-
formers have tapped windings, which permit ad-
justing the output voltage to broaden the range of

primary voltage inputs. The transformer will have a
manual tap changer, which can be operated if the
transformer is de-energized. However, on substa-
tions which serve varying loads, such as pumping
facilities, or on large installations with long primary
feeder lines, taps may not provide sufficient voltage
regulation and other means are necessary.

(1) Load-tap-changing (LTC). This feature in-
stalled on a transformer provides automatic tap
changing under load, and normally varies the volt-
age to plus or minus 10 percent of the system’s rated
voltage by changing tap connections using a motor-
driven, tap-changing switch.

(2) Voltage regulators. Sometimes voltage
regulation is needed and the system transformers
do not include the LTC feature. Voltage regulators
are used to supply the control for the variations in
load. A voltage regulator needs similar servicing to
that required for a power transformer. A step-
voltage regulator operates on the same principal as
the LTC mechanism. An induction voltage regulator
has a series winding and a shunt winding, and uses
a motor to rotate the shunt winding to either add to
(boost) or subtract from (buck) the series winding
voltage. The action provided is dependent upon the
voltage induced in the series winding and the re-
spective polarities of each winding (that is, the re-
spective instantaneous directions of currents enter-
ing the primary and leaving the secondary
terminals during most of each half cycle). The
switching mechanism in most new voltage regula-
tors is practically maintenance free, but many of the
older units require considerable servicing. The
manufacturer's recommendations should be fol-
lowed for all maintenance and servicing require-
ments.

7-3. Transformer classification.

Transformers are generally classified by size, insu-
lation, and location.

a. Size. Transformers rated above 500 kVA are
classed as power transformers. Transformers rated
at 500 kVA or less are classed as distribution trans-
formers, as they usually have low-tension windings
of less than 600 volts. Instrument transformers,
covered in chapter 3, section VI, are not considered
distribution transformers since they do not serve
utilization loads.

b. Insulation. There are two types of insulating
classifications recognized by ANSI/IEEE C57.12.80.
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Insulation classifications are affected by the insula-
tion's temperature rating and by the method of cool-
ing needed to remove the heat from the transformer.

(1) Liquid-immersed transformers. The core
and the coils are immersed in an insulating liquid. A
flammable mineral oii insulation is the most fre-
quently used liquid. Various less flammable liquids
are used to meet NEC code requirements. Only
flammable and less flammable liquids are accept-
able on military installations. Nonflammable-
insulated liquids, though available, are not consid-
ered environmentally acceptable. Polychlorinated
biphenyl (PCB) insulated transformers should have
been removed to meet OSHA requirements. Re-
placement of liquid-filled transformers in or near
buildings must take into account the latest appli-
cable NEC code restrictions, which might require an
existing installation to be modified or a different
type of insulation to be provided.

(2) Dry-type transformers. The core and coil are
in a gaseous or dry-compound insulating material.

c. Cooling classes. Distribution and small power
transformers are generally self-cooled. Other meth-
ods of cooling may be added to provide a greater
load capacity than would be available with a self-
cooled unit. Cooling methods include forced air-
cooling (fans) for liquid-immersed and dry-type
units; and forced air-cooling and/or forced liquid-
cooling for liquid-immersed transformers. Dry-type
units can be ventilated, nonventilated, or sealed.
Transformers may be provided with the cooling
equipment, may have provisions for adding cooling
equipment, or may be without future capability for
adding cooling equipment.

d. Insulation temperature ranges. Transformers
are designed to carry their normal rated load in
specific ambient temperatures with a maximum
stated temperature rise for normal life. If ambients
or temperature rises are exceeded under operating
conditions, the transformer life may be decreased. If
lower temperatures occur, the transformer life may
actually be increased. Overload capabilities of
transformers are indicated in ANSI/IEEE C57.91,
ANSI/IEEE C57.92, and ANSI/IEEE C57.96.

(1) Ambient temperatures. The ambient tem-
perature for an air-cooled unit should not exceed 40
degrees C; and the average temperature for any
24-hour period should not exceed 30 degrees C; with

a minimum ambient temperature for dry-type units
of not less than minus 30 degree C. These restric-
tions apply if the transformer is to provide its nor-
mal life expectancy.

(2) Insulation temperature ratings. Liquid-
immersed transformers are rated 65 degree C rise
or 55/65 degree C rise. Dry-type transformers are
rated 150 degree C rise, 115/150 degree C rise, or
80/115 degree C rise. The lower the temperature
rise the lower the rated full-load capacity.

(3) Altitude. The dielectric strength of trans-
formers, which depend in whole or in part upon air
for insulation, decreases as the altitude increases
due to the effect of decreased air density. This ap-
plies to liquid-immersed transformers as well as
dry-type transformers.

e. Location. Transformers can be classified by
their location, but only those which are most often
installed on military facilities are covered below.

(1) Outdoor transformer. This is a transformer
of weather-resistant construction, suitable for ser-
vice without additional protection from the weather.
Industry standards also classify transformers as in-
door units, which must be protected from the
weather.

(2) Pole-type transformer. An outdoor trans-
former which is suitable for mounting on a pole or a
similar structure.

(3) Pad-mounted transformer. This is a unit-
ized or compartmental-type transformer, with en-
closed compartments for medium-voltage and low-
voltage cables entering from below, and is mounted
on a pad. The terminology is confusing, and it is
recommended that this type of unit be called a pad-
mounted compartmental-type transformer.

(4) Station-type transformer. A unit designed
for mounting on a pad and installed in a substation,
more often referred to as a substation type.

(5) Unit substation transformer. A unit which is
mechanically and electrically connected to, and co-
ordinated in design with, one or more primary or
secondary switchgear lineups or a motor-control
center. A primary unit substation has a medium-
voltage secondary. A secondary unit substation has
a low-voltage secondary.

(6) Other types. These include submersible,
subway, vault-type, network, sub-surface, and
direct-buried units.

Section II-MAINTENANCE

7-4. Transformer inspection and maintenance
frequencies.

Transformers are simple rugged devices which will
give many years of trouble-free operation if pro-
vided with periodic inspections and maintenance.
Inspections of transformers should be made regu-
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larly and permanent records kept of all observa-
tions and tests for both scheduled and unscheduled
inspections. The frequency of inspection should be
based on the importance of the transformer, the
operating environment, and the severity of the load-
ing conditions. In addition to the inspection recom-



mendations listed herein, it is good practice to de-
velop a habit of visual inspection whenever a
transformer area is visited. In this way leaks,
cracked insulators, loose connections, and similar
problems may be noticed before serious problems
develop that might affect the continuity of service.
When working around a transformer, particular
care must be taken in handling all tools and other
loose articles, since material dropped into the wind-
ings and allowed to remain can cause a breakdown.

a. Power transformers. For maintenance pur-
poses consider the impact that the loss of a power
transformer will have on the facilities operation.
Utility-facility interconnection transformers and
transformers with medium-voltage secondary lines
can be defined as significant impact transformers,
while other power transformers can be considered
as less significant impact transformers. There may
be slightly different maintenance techniques for lig-
uid and dry-type transformers, but the general ap-
proach is the same.

(1) Significant impact transformers. Table 7-I
is a recommended inspection and maintenance
checklist based on input from NFPA, NETA, and
manufacturer’s published guides. For transformers
having a less significant impact, checking should be
decreased as covered later.

(2) Less significant impact transformers.
Transformer readings should include load current
at peak load, voltage readings during both peak-
load and low-load periods, temperature, liquid level,
and pressure/vacuum recordings. These readings
should be taken not less than every 6 months along
with general inspection tests from table 7-1 that
are not annual or 3-to-6 year tests. Other tests of
table 7-1 may be needed dependent upon the re-
sults of the 6-months’ tests.

b. Distribution transformers. Porcelain bushings
should be kept clean and the transformers in-
spected annually. Check for broken porcelain, loose
power connections, blown fuses, and defective surge
arresters. Check for leaks, hardened bushing gas-
kets, corroded or broken ground connections, rust-
ing of tanks, and signs of corrosion on terminals,
bushing studs, and connectors. If the transformer is
excessively noisy or has a ruptured gasket, then the
unit should be opened, internally inspected, and
tested.

(1) Load test. A load test should be made annu-
ally on transformers which supply a load that is
known to be increasing. Transformers which supply
a steady connected load should be load tested every
5 years. Load tests should be made with portable
ammeters (dial-indicating or recording-chart type),
installed for at least 24 hours on a peak loading
period day as determined by spot checking with a
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Table 7-1. Transformer inspection and maintenance checklist

General inspection items Frequency

Loadcurrent ....................... Weekly or monthly

Voltage . . ... Weekly or monthly
Temperature ........................ Weekly or monthly
Liquid level or pressure vacuum ... .. Weekly or monthly
Protective devices. .................. Annually
Protective alarms ................... Monthly

Ground connections .................
Surge arresters......... ... ...,
Pressure-relief devices. ..............

Every 6 months
Every 6 months
Every 3 months

Breather ........................... Monthly
Auxiliary equipment and bushings . .. Annually
Load tap changer (LTC) ............. Annually

External inspection .................
Internal Inspection. .................

Every 6 months
From 3 to 6 years

Solid insulation (winding)

Insulation resistance. ......
Polarization index (PI) .....
Power factor. ..............
Hi-pot (ac ordc) ...........
Induced potential ..........

Annually
Annually
From 3 to 6 years
From 3 to 6 years
From 3 to 6 years

Transformer turns ratio .... Annually
Insulating liquid
Gas analysis. . ......ooouii il L Annually
Dielectric strength ................ ... Annually
Color.........ooviiii i e Annually
Acidity (neutralization number). ... ... Annually
Interfacial tension (IFT) ........... ... From 3 to 6 years
General inspection items Frequency

Power factortest. ................. ... From 3 to 6 years

clamp-on ammeter. Reasonable accuracy and com-
plete safety should be of the greatest importance in
making transformer load surveys. Readings should
be taken on the secondary side of the transformer
whenever possible. Testing all transformers may
not be necessary, because similar areas and build-
ings may have quite similar loads.

(2) Dielectric tests. Dielectric tests of liquid-
immersed transformers need not be made on distri-
bution transformers of less than 100-kVA capacity.
Liquid samples should be taken at 5-year intervals
from each liquid-immersed distribution transformer
of 100-kVA and greater capacity. These samples
should be given a dielectric test. If a liquid-
immersed transformer has been out of service for
one year or more, dielectrically test a liquid sample
from that unit before re-energizing the transformer.
When a liquid sample fails to meet the dielectric
standard, filter the liquid until it meets the stan-
dard or replace with new liquid of a type and grade
recommended by the transformer manufacturer.

7-5. Transformer inspections.

Inspection and repair will vary dependent upon the
type of transformer installed. Always expand or
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modify these general directions in accordance with
the manufacturer’s recommendations.

a. Readings. Current, voltage, and temperature
readings should be taken at the peak load time.
Voltage and liquid level readings should be taken at
the end of a low load period.

(1) Current. Load currents are a very impor-
tant part of recommended regular inspections. If
the observed current in any phase exceeds the rated
full load value, and the rated maximum tempera-
ture is exceeded, steps should be taken to reduce
the load. Trends in load currents should be noted for
programming additional transformer capacity or
consolidation of loads on lightly loaded transform-
ers.

(2) Voltage. Overvoltages and undervoltages
can be detrimental to the transformer and the load
it serves. Investigate immediately and take correc-
tive action to bring the voltage within acceptable
limits.

(38) Temperature. Use integral unit-mounted
temperature gauges and maximum temperature in-
dicators, where available. Record readings, and re-
set the maximum temperature indicator. Excessive
temperature can indicate an overload interference
with the normal means of cooling. Prolonged opera-
tion at an overtemperature will accelerate liquid
deterioration; result in a reduced life expectancy of
the solid insulation; and may greatly increase the
risk of failure. Constant monitoring against
overtemperature is often provided by special alarm
contacts on a transformer’'s temperature gauge.

(4) Liquid level. Check regularly, and espe-
cially after a long low-load period with a low ambi-
ent temperature, as this is when the liquid level
should be at its lowest point. Liquid must be added
before the level falls below the sight glass or bottom
reading of the liquid-level indicator. If there is no
liquid-level indicator, de-energize the transformer
and check the liquid level by removing the inspec-
tion plate on the top of the transformer, or by re-
moving the top if no inspection plate is available.

(5) Pressure / vacuum. Pressure/vacuum gauges
are commonly found on sealed-type transformers.
They indicate the integrity of the sealed construc-
tion and should be added to transformers without
them, if feasible. The readings should be compared
to the recommendations of the manufacturer per-
taining to normal operating ranges. High pressures
indicate an overload or internal trouble and a sus-
tained zero pressure reading indicates a leak or a
defective gauge.

(6) Miscellaneous. The features of special types
of transformer construction that should be included
in regular inspections include:
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(a) The water-in and water-out temperatures
of water-cooled transformers.

(o) The oil-in and oil-out temperatures of
forced-oil-cooled transformers with oil-to-air or oil-
to-water heat exchangers.

(c) The pressure in the nitrogen cylinder for
a transformer equipped with an automatic gas-
pressure system. If the pressure drops below the
manufacturer's recommended value, the cylinder
should be replaced and leaks repaired.

(d) Dehydrating breathers should be checked
to ensure that they are free from restriction and
have not absorbed excessive moisture.

(e) For dry-type transformers, the operation
of integral ventilating fans should be checked. If
installed indoors, the temperature of the room
should be measured regularly and recorded. Proper
ventilation is essential, and any material or ob-
struction that might prevent the free circulation of
air around a transformer should be removed. If the
room has power-driven ventilating fans, their cor-
rect operation should be determined. Overtem-
perature alarms, if provided, should be tested. Ex-
cessive air velocity can be as damaging as no
circulation at all.

b. Inspections and repairs. The inspection and re-
pair recommendations given are general in nature.
For specific directions, the manufacturer’'s recom-
mendations should be followed.

(1) Protective devices. Basic transformer pro-
tection is required by the NEC and is often supple-
mented with additional protective relays and de-
vices. Inspect and maintain these devices on a
regular basis to ensure that they will operate in
case of failure. Provide an annual maintenance
check for sudden pressure relays, undervoltage and
overvoltage relays, alarm and auxiliary relays, and
wiring and instrument transformers associated
with the protective relays.

(2) Protective alarms. Transformers come with
various types of alarms, such as overtemperature,
liguid temperature, and pressure-relief devices.
These devices usually have open-type contacts con-
nected to either alarm or to trip the protective cir-
cuit breaker. Because of their importance, check
alarm contacts and associated wiring on a monthly
basis.

(3) Ground connections. A transformer tank is
normally provided with a ground connection to
eliminate electric shock (however, at least one
state’s safety orders do not permit pole-mounted
transformers to have grounded tanks). The ground
resistance of a substation may vary from less than 1
ohm for very large capacity substations, to 25 ohms



for very small capacity substations. The importance
of the substation determines the need for ground
resistance tests.

(4) Surge arresters. Surge arresters are used to
protect aerially supplied transformers from light-
ning and other surges. They should be inspected for
looseness, broken parts, dirt, and other deposits.
Clean, tighten, and replace parts as necessary an-
nually.

(5) Pressure-relief devices: Most transformers
are equipped with pressure-relief devices to relieve
excessive pressure in the tank due to internal arc-
ing. This device is set to open at a pressure of 10 to
15 pounds per square inch (69 to 103 kilopascals). A
guarterly inspection of pressure-relief devices
should include checking for leaks around joints, dia-
phragm cracking, and the like. A cracked or leaking
diaphragm should be replaced at once.

(6) Breathers. Many large transformers have
breathers of either the open type or dehydrating
type. The function of the dehydrating agent is to
prevent moisture from entering the transformer
tank. Most dehydrating breathers contain silica gel,
which will change from blue, when dry, to pale pink
when wet. Inspection can be made through a glass
window provided for that purpose. The breathers
should be checked monthly and the dehydrating
agent should be replaced or reconditioned if it is
found they restrict breathing or are wet.

(7) Auxiliary equipment. Auxiliary equipment
required for cooling, such as fans, oil pumps, control
devices, and wiring, should be checked on an annual
basis. The equipment should be cleaned and dam-
aged parts replaced.

(8) Load tap changers. Load ‘tap changers
should be thoroughly inspected and the insulating
oil tested at the end of the first year's operation.
Subsequent annual inspections should include test-
ing of the insulating oil based on the number of
operations, the condition of the oil, and the condi-
tion of the contacts. Maintenance of the mechanism
will vary with the type and manufacturer. The
manufacturer's recommendations should be fol-
lowed.

(9) Visual inspection safety measures. If a
transformer is given an external visual examina-
tion, the case of the transformer should be regarded
as energized until the tank ground connection is
inspected and found to be adequate. If any proce-
dure more extensive than an external visual exami-
nation is to be performed, de-energize the trans-
former, using an approved positive lockout or tag-
out procedure to ensure against an unplanned re-
energization and resulting hazard to personnel or
equipment. Before doing anything else, test to en-
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sure that the equipment is de-energized, and
ground the equipment prior to the start of any
work.

(10) External inspection. Provide an external
inspection on a semi-annual basis. Check the tank,
radiators, the tap changer, and all gasketed or other
openings for leaks, deposits of dirt, or corrosion.
Inspect connections for signs of overheating and
corrosion. Inspect bushing insulating surfaces for
tracking, cracks, or chipped skirts. Inspect bushing
gasketed bases for leaks. Leak repair, cleaning, and
painting should be done as required. See chapter 3,
section VII for bushing maintenance. Check louvers
in the enclosures of ventilated dry-type transform-
ers for clogging by dirt or other obstructions. A high
noise level or change in the noise level could indi-
cate improper installation, loose windings, or mis-
aligned barriers.

(11) Internal inspection of liquid-immersed
transformers. On an open-type liquid- immersed
transformer, the look-in port cover can be removed
to examine for evidence of moisture or rust around
the bushing supports and transformer top cover. To
examine the tank and core, the liquid can be
drained out. Examination of the core should be
made to check for sludge deposits, loose connec-
tions, and any damage to the transformer parts.
Evidence of carbon may indicate internal problems.
Windings should be checked for damage to terminal
panels, barriers, and loose connections. The need to
untank a transformer for internal inspection should
depend on the age of the transformer and its over-
loading and/or trouble history. The frequency of this
inspection should be 5 to 10 years or more.

(@) Contamination. Contamination or im-
pairment of the insulating liquid during examina-
tion should be carefully avoided. If the humidity is
high, exposure should be avoided entirely, unless
the work is absolutely necessary and cannot be
postponed, in which case special humidity-control
steps should be taken.

(b) Liquid addition. If liquid is to be added, it
should be given a dielectric-breakdown test. The
liquid to be added should be at least as warm as the
liquid in the transformers. If a large amount of
liquid is added, the transformer should remain de-
energized for 12 hours or more to permit the escape
of entrapped air bubbles. A desirable method is to
add the liquid with the transformer tank under a
vacuum. (Check the manufacturer’'s instructions
and IEEE C57.106 for further information.)

(12) Internal inspection of dry-type transform-
ers. Enclosure covers of ventilated dry-type trans-
formers should be removed carefully. Check for ac-
cumulations of dirt on windings and insulators,
restriction to cooling airflow, discoloration caused
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by overheating, and tracking and carbonization.
Look for cracked or chipped insulators; loose insula-
tors, clamps, or coil spacers; deterioration of barri-
ers; and corroded or loose electrical connections.

(13) Cleaning and other dry-type transformer
requirements. Dirt and dust should be removed from
the windings with a vacuum cleaner. Compressed
air may be used after vacuuming, but only if it is
clean and dry and applied at a low pressure to avoid
damage to windings. In particular, ventilating ducts
and the top and bottom of the windings should be
cleaned. The use of liquid cleaners should be em-
ployed only when it is known that they will not have
a deteriorating effect on the insulation.

(a) Operation. Best service life will result if
the windings are maintained above the ambient
temperature level. For this reason, transformers op-
erating in high humidity should be kept energized,
if feasible. If a transformer is to be de-energized
long enough for it to cool, special drying procedures
may be required before the transformer is re-
energized. Refer to the manufacturer’'s recommen-
dations for drying procedures to be followed.

(b) Sealing. Sealing severe leaks, or opening
and resealing the tanks of sealed dry-type trans-
formers, requires special procedures and equip-
ment. The manufacturer of the transformer, an ex-
perienced transformer repair facility, or a qualified
electrical maintenance contractor should perform
this work.

(c) Special procedures. In addition, special
procedures covering drying out of the windings, and
purging and refilling of the tank, may be required.

7-6. Transformer testing guidance.

All tests should meet the requirements of
ANSI/IEEE CF57.12.90 for liquid-immersed trans-
formers and IEEE (X7.12.91 for dry-type trans-
formers. Expanded explanatory data for tests can
also be found in NFPA 70B and “Electrical Equip-
ment Testing and Maintenance.”

7-7. Solid (winding) insulation tests.

Nondestructive tests for the dielectric properties of
solid insulation include the insulation resistance
test, the dielectric-absorption test, and the power
factor test. High potential and induced potential
tests can cause damage to the insulation. However,
these tests do discover weakened insulation, and
any damage is usually much less than that caused
by an in-service failure. Insulation tests can be ap-
plied to dry-type transformers; however, the voltage
impulse values should be lower than those used for
liquid-immersed transformers. A transformer turns
ratio test can identify trouble in transformer wind-
ings; its use in proof testing is generally limited to
dry-type units.
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a. Insulation resistance test. Routine insula-
tion resistance tests on transformers are normally
made at voltages given in table 3-4. Insulation
resistance usually decreases somewhat with an
increase in applied voltage. However, for a varia-
tion of two to one or three to one in the usual test
voltage ranges, there is no appreciable effect on
insulation resistance for equipment that is in
good condition. Marked variations in insulation
resistance for different values of voltage are usually
due to the effects of dirt or moisture. The insula-
tion resistance values for oil-filled transformers
will vary due to humidity, size and type of trans-
former, temperature, and the value the test voltage
applied.

(1) Records. A record should be made of all
factors for comparison with previous and future test
results. Temperature correction factors are indi-
cated in table 7-2. To obtain the equivalent insula-
tion resistance at 20 degrees C, multiply the insula-
tion resistance reading in megohms by the
appropriate correction factor. Values of winding in-
sulation resistance may be affected by residual
charges that are retained in the winding. For this
reason, windings should be discharged to the frame
until the discharge current reaches a negligible
value. Ten minutes or more may be required to
complete the discharge.

(2) Insulation testers. Resistance testers are
available that indicate directly in ohms the resis-
tance being measured. The power source necessary
for operation of the tester may be a hand cranked
generator, motor operated generator, or rectifier
supplying a direct-current voltage for test purposes.
For best results, the detailed instructions furnished
with each of these instruments should be followed.

Table 7-2. Insulation resistance conversion factors to 20°C

Temperature Transformer

(OC) oll Dry

0... ... 025 ... 0.40

5... 036.........0ciiL. 0.45
100... oo 050 ...........L 0.50
15... ..o 075 ...l 0.75
20... ...l 100 ... 1.00
25... Lo 140 ... 1.30
30... . 198 ... 1.60
3B, 280 ... 2.05
40... o 395 L 2.50
45 ... 560 ... 3.25
50... ..ol 785 . 4.00
5... . 11.20. oo 5.20
60 ... ... 1585 ...l 6.40
65... ...l 2240 ...l 8.70
70... L 3L75 .o 10.00
5.0 oo 4470 . 13.00
80 ... ... 6350 ................. 16.00




(3) Testvoltage. An insulation test is not in-
tended to be a destructive test. The test voltage
used must be restricted to a value commensurate
with apparatus voltage rating and condition of insu-
lation being tested. This is particularly important in
the case of small, low-voltage transformers or those
units containing an excessive amount of moisture.

b. Polarization index (PI) test. A PI test or dielec-
tric absorption test is a continuation of the insula-
tion resistance test in which the voltage is applied
for a longer period of time. For good insulation, the
resistance values will increase with time. The polar-
ization index is the ratio of the lo-minute to the
I-minute readings. An index below 1 indicates poor
insulation. An index between 1 and 2 indicates that
the insulation is questionable. An index of a 2 and
higher indicates good insulation.

c. Power factor test. The power factor of an insu-
lation is a measure of the energy components of the
charging current. The test indicates the power loss
caused by leakage current through the insulation.
The equipment to be tested should be disconnected
and all bushings should be cleaned and dried. The
test should be conducted when the relative humid-
ity is below 70 percent and the temperature is above
32 degrees F (0 degrees C). On transformer tests,
the power factor of each winding with respect to
ground, and each winding with respect to its other
winding, should be measured. Evaluation of the
data obtained should be based on comparison of
data with any previous tests on the same trans-
former or on test data from similar units.

d. High-potential test. A high potential test is a
voltage applied across an insulation, at or above the
direct-current equivalent of the 60-hertz operating
crest voltage. The maximum direct-current test
voltage for periodic testing between windings, and
from winding to ground, should not exceed the origi-
nal factory alternating-current test voltage. Good
insulation will exhibit a gradually rising leakage
current with an increase in test voltage. If the leak-
age current increases rapidly, the test should be
halted because a breakdown of the insulation is
indicated.

7-8. Transformer insulating liquids.

The insulating liquids used in liquid-immersed
transformers not only provide insulation, but serve
to transfer heat from the windings. The liquid must
be kept free of contaminants and moisture, just as
the air insulation of dry-type transformers must be
kept clean and dry; otherwise, the medium’s insu-
lating ability is reduced.

a. Types of liquid. The insulation liquids used by
most facilities will be mineral oil, in oil-insulated
transformers, and fire-resistant petroleum (RTemp)

TM 5-684/NAVFAC MO-200/AFJMAN 32-1082

or silicone fluids in less-flammable liquid-insulated
transformers. Askarel or PCB units should have
been removed, or be in the process of being re-
moved, from most installations. Tetrachloroethylene
(Wecosol) fluid used in nonflammable fluid-
insulated transformers, can evaporate to produce
toxic fluids and its use should not be an allowable
option in facility design manuals/specifications.

b. Air and moisture are the major enemies of in-
sulating liquids. The oxygen in the air will cause
the formation of acids and sludge in the oil. Mois-
ture, in as small an amount as 10 parts per million
by volume, can reduce the dielectric strength of in-
sulating oil to below its acceptable value. All con-
tainers and equipment used for handling insulating
liquids must be clean. Equipment used with min-
eral oil should never be used with less-flammable
liquids, as any mineral oil residue will change the
less-flammable liquid’s fire-point characteristics.
Transformers should not be retrofilled with a differ-
ent type of insulating liquid, as this can cause the
transformer to malfunction. Likewise, great care
must be used to ensure that any liquid used to “top
off” a transformer is compatible in all respects with
the liquid already in it. The best practice is to con-
sult the transformer manufacturer or the manufact-
urer of the liquid intended to be used for topping off.
In the following paragraphs, where no values are
given, consult the manufacturer.

c. Sampling. Samples should never be taken from
energized transformers, except by means of an ex-
ternal sampling valve. If the transformer has no
external sampling valve, the unit must first be de-
energized and a sample taken internally,

(1) Obtaining the Liquid. The methods of ob-
taining liquid samples are covered in ASTM D 923.
Oil samples should be taken from the bottom of the
transformer, while less-flammable liquid samples
should be taken from the top. The samples should
stand in tightly sealed containers for 24 hours prior
to testing.

(2) Sampling considerations. The test validity
is dependent upon the validity of the sample. Use
clean, dry, glass containers with nonrubber wax-
sealed stoppers to prevent leakage. Take samples
when the oil is at least as warm or warmer than the
surrounding air, and always on a clear windless day
when the relative humidity does not exceed 70 per-
cent. Run about one quart (one liter) of liquid
through any supply valve to clean it thoroughly.
Vent any sealed transformer which has a vacuum.
Place the sample in a refrigerator’'s freezing com-
partment overnight. A cloudy sample indicates free
water and another sample should be taken to deter-
mine whether the water was in the sample con-
tainer or in the oil.
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d. Type of tests. Annual, comprehensive, and dis-
solved oil-in-gas tests are made on liquid insulation.
ANSI/IEEE C57.106 and ASTM D 117 cover accep-
tance, maintenance, and test requirements.

(1) Annual tests. Annual tests determine
whether the insulating liquid is in satisfactory con-
dition or whether more comprehensive tests should
be made.

(a) Dielectric breakdown. The dielectric
breakdown voltage test is covered in ASTM D 877.
The minimum acceptable breakdown values are 22
kV for oil and 26 kV for RTemp and silicone.

(b) Acidity. The acidity test is covered in
ASTM D 1534. This test indicates how much the oil
has oxidized. The maximum permissible neutraliza-
tion number is 0.4 for oil, 0.5 for RTemp, and 0.01
for silicone.

(c) Color. The color test is covered in ASTM D
1524. New oil is clear, while a dark oil indicates
contamination. The maximum acceptable “color
number” is 4 for oil and 1.5 for RTemp.

(2) Comprehensive tests. Comprehensive tests
include a power factor test using an ASTM D 924
test cell, and an interfacial tension (IFT) test in
accordance with ASTM D 971 or ASTM D 2285. A
liquid at 20 degrees C, with a power factor as given
in table 7-3, is considered satisfactory. If the value
is above 0.5 percent investigate. If the value is
above 2 percent, replace or recondition. The IFT will
vary dependent upon the liquid used, but values
below 40 dynes per centimeter for oil, 30 dynes per
centimeter for RTemp, and 21 dynes per centimeter
for silicone probably indicate that reconditioning is
advisable.
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Table 7-3. Satisfactory power factors

Mineral oil RTemp Silicone
Power transformers ........ 0.005 ...... 0.005 0.005
Distribution transformers .. 0.01........ 001 0.005

(3) Dissolved gas-in-oil tests. ASTM D 3612
covers this test which analyzes the combustible gas
liberated by normal use of insulating liquid. The
dissolved gases are extracted from an oil sample. A
portion of the gases are then subjected to chromato-
graphic analysis. This analysis determines the ex-
act gases present and the amount of each. Different
types of incipient faults have different patterns of
gas evolution. With this test the nature of the prob-
lems can often be diagnosed, utilizing data from
IEEE 104.

e. Reconditioning and replacement of insulating
Liquids. If any of the tests indicate that an insulat-
ing liquid is not in satisfactory condition, it may be
restored by reconditioning, reclaiming, or it can be
completely replaced. Reconditioning is the removal
of moisture and solid materials by mechanical
means such as filter presses, centrifuges, or vacuum
dehydrators. Reclaiming is the removal of acidic
and colloidal contaminants, and products of oxida-
tion, by chemical and absorbent means. These in-
clude processes involving Fuller's earth, either
alone or in combination with other substances. Re-
placing the liquid involves draining, flushing, test-
ing, and proper disposal of materials removed. It is
recommended that these procedures be done by con-
tract personnel who have the necessary experience
and equipment.
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CHAPTER 8

OVERCURRENT PROTECTIVE AND SWITCHING DEVICES

Section |-CONSIDERATIONS

8-1. Circuit interrupting devices.

This chapter describes circuit interrupting devices
that can make (close), break (open), or modify the
connections of an electrical system either under nor-
mal or (as a protective device) abnormal conditions
or both. Included are fuses, switches, circuit break-
ers, circuit switchers, and reclosers.
a. Purpose of devices. Each of the devices pro-
vides one or more of the functions listed below:
(1) Switching-opening and closing of ener-
gized or de-energized circuits.
(2) Overcurrent protection-circuit interrup-
tion under excessive or fault current conditions.
(3) Automatic reclosing after overcurrent open-
ing.
b. Devices may be classified by their insulating
medium, such as:
(1) Air
(2) Vacuum
(3) Sulfur hexifluoride (SF,)
(4) Oil
(5) A combination of the above
c. Devices may be operated in the following man-
ner:
(1) Internal action
(2) Manually operated external action
(3) Automatically operated external action

Section

8-5. Fuse usage.

Fuses provide relatively inexpensive protection by
opening an electric line when a short circuit or over-
load occurs on the load side of the fuse. Always
remember that a fuse is a single-phase device.

a. Construction. A fuse is designed to be an
intentionally-weakened link in an electric circuit
and to be the first point of failure.

(1) Fuse link. A fuse link uses a metal such as
silver, tin, lead, copper or any alloy, which will melt
when a predetermined current is maintained for a
predetermined time period. The fuse’'s melting cur-
rent (rating) is selected to permit severing the cir-
cuit before the same current could damage the elec-
trical system.

(2) Fuse tube. A fuse tube is provided to pre-
vent damage from the melting fuse link, which oth-
erwise might start a fire from possible flying metal,
and to aid in quenching the arc developed by sever-

8-2. location of protective and switching de-
vices.

These devices may be self-contained units, or in-
stalled in assemblies with other devices. The units
or assemblies may be installed indoors or outdoors
in enclosures suitable for protected or exposed in-
stallations respectively. Devices will normally be in-
sulated for medium-voltage and high-voltage levels,
except for secondary switchgear.

8-3. Protective and switching device instruc-
tion manuals.

Neither adjustments nor replacements of parts of
switching apparatus should be attempted without
first consulting the manufacturer’'s instruction
manuals. If the manuals furnished with switching
apparatus, especially any power-operated switching
devices and any circuit breakers, are unavailable,
every effort should be made to obtain copies from
the nearest office of the applicable manufacturer.

8-4. Protective and switching device records.

Service operating records should be maintained on
all switching apparatus. These records should in-
clude a history of all ampere ratings or settings,
operations, and maintenance and inspections.

II-FUSES

ing the circuit. The fuse tube also provides the
means of making contact with the rest of the elec-
trical circuit.

b. Types. Only medium- and high-voltage fuses
are covered in this manual. Most fuses commonly
used on facility electrical distribution systems are
distribution fuse cutouts and power fuses. The ap-
plicable industry standards differentiate between
the two categories on the basis of their dielectric
withstand or basic insulation level (BIL) either at
distribution or power levels respectively. Fuse selec-
tions are also influenced by their installation appli-
cation.

(1) Distribution fuse cutouts. A distribution
cutout provides a mounting for the fuse element.
Some cutouts have arc chutes designed for load-
break operation. Fuse cutouts are not usually pro-
vided for switching circuits, but for protection of
overhead equipment and sectionalizing of lines.
Cutouts normally use an expulsion fuse, wherein
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the arc produces a gas. A blown fuse may be indi-
cated by dropping of the fuse, dropping of the door
on an enclosed cutout, or by loss of an expendable
vent cap, which yields to relieve the internal pres-
sure.

(2) Power fuses. Power fuses can be fixed or
dropout expulsion noncurrent-limiting type (solid
material boric acid) or nonexpulsion current-
limiting type (silver element with high-purity silica
sand). The reduced expulsive emissions of boric acid
fuses permit their use in enclosures.

(3) Selection by location. The selection by loca-
tion is based on installing fuses which liberate gases
(that is, some expulsion fuses) in outside locations,
where protective enclosures such as switchgear are
not required. Current-limiting fuses are expensive
as compared to expulsion fuses.

(a) For use within confined spaces. Power
fuses of the nonexpulsion current-limiting (silver-
sand) type and expulsion solid material (boric acid)
type comprise the majority of fuses suitable for ap-
plication within buildings, vaults, or enclosures.

(b) For outdoor applications. Distribution
fuse cutouts have a mechanical construction
adapted to pole or crossarm mounting. Power fuses
can also be used.

(4) Other types of medium-voltage fuses. Other
types of fuses used on medium-voltage lines are
current-limiting protectors, electronic fuses, liquid-
type power fuses, and oil fuse cutouts.

(a) High-current or high-speed interruption.
A current-limiting protector can carry high currents
and yet limit let-through short circuit currents.
Electronic fuses provide high-speed interruption of
fault currents. Both are more expensive than distri-
bution fuse cutouts or power fuses, and their use is
limited for most facility applications.

(b) Liquid fuses. Liquid-type noncurrent-
limiting power fuses have lower continuous and in-
terrupting current capacities than other fuses.
Liquid-type fuses have been used for wood-pole
mounted applications in high-risk fire areas. The
arc-quenching liquid is a petroleum product, which
is not considered environmentally advisable so they
should not be replaced. A new fuse holder will also
be required, since the liquid-type fuse holder will
not accept other types of fuses.

(c) Oil fuse cutouts. Oil fuse cutouts are not
used as frequently as in the past, because of both
environmental concerns and their lower interrupt-

ing duty.
8-6. Fuse operating safety considerations.

When operating fused devices, the following consid-
erations apply.
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a. Nonload-break devices. A nonload-break fused
device energizing a circuit following fuse replace-
ment should not be reopened unless the fuse has
again blown or the circuit has been de-energized.

b. Load-break devices. A load-break fused device
energizing a circuit following fuse replacement
should not be reopened immediately. The time delay
before reopening must allow the fuse to blow if
there is an existing fault current beyond the load-
break rating of the device. For fuse links of more
than 100 amperes, this time delay could be as long
as 10 minutes.

c. Open fuse holder. Outdoor fuses should be
closed as soon as possible. Fuses left hanging for
extended periods can undergo water damage and
warpage, making reclosing of an energized circuit
dangerous.

8-7. Fuse replacement.

Make certain that fuses, whether new or replace-
ments, are of the proper type and rating. Never
replace one type of fuse arbitrarily with a different
type of fuse of the same physical size, or with a fuse
having a different current rating, without specific
engineering direction. Noncurrent-limiting fuses
should not be used to replace current-limiting fuses.
a. Spare fuse units and replaceable parts. Mark
and store parts for re-energizing, after locating and
correcting the situation that caused the fuse to blow.
A potential hazard may exist, if the circuit is re-
energized with the fault condition still present.
(1) Marking of spare fuses and parts. Spare
fuse units should be suitably marked, coded, or in-
dexed to show the mounting, circuits, or equipment
with which they are to be used; especially if several
types and ratings are used in a given location. This
minimizes the possibility of improper application.
(2) Storing spare fuse units and parts. Store
spare fuse units and replaceable parts of fuse units
so they will not be damaged, and will be readily
available when needed.

b. Fuses subject to partial melting or deteriora-
tion. Fuses can be partially melted or damaged by
fault currents of insufficient magnitude and melting
time to cause complete melting. Observe the follow-
ing precautions:

(1) In two- or three-phase applications, replace
fuses in, all phases, when fuses in one or more
phases are blown.

(2) In applications where fuses are used in se-
ries with other fuses or interrupting devices in the
same phase, in such a manner that their melting or
clearing curves, or both, cross one another, it is
advisable to consider that the blowing of one makes
the other unsuitable for continued service.



c. Replacing fuses on capacitor installations.
Fuses used on capacitors should not be removed or
replaced by hand, unless due precautions are taken
beforehand to discharge and ground the capacitors
in accordance with chapter 13, section Il. The entire
capacitor bank should be disconnected and
grounded while replacing the fuses, unless the fuse
link or its mounting, or both, can be removed safely
and completely from the circuit using hot line tools.

d. Replacing of vented fuses. Vented fuses being
replaced within this venting area should be
deenergized during replacement. Vented fuses, op-
erable from outside their vented area, may be re-
placed without deenergizing the circuit, but the use
of hearing protectors is recommended.

e. Replacing of current-limiting nonvented type.
Careless handling of these inherently fragile fuses
may result in damage. When damage is suspected,
the fuse should not be used.

f. Expendable cap cutouts. Do not install a
nonexpendable cap on an expendable cap cutout
because of the resulting reduction of the expendable
cap cutout’s interrupting capability.

8-8. Fuse maintenance.

The frequency of fuse inspection and maintenance
must be determined based on the environmental
conditions at the fuse location. Periodically inspect
fuses which have not blown after a long period of
time to guard against oxidation. Contact clips and
ferrules (fuse terminals) can be covered with a spe-
cial noncorrosive conductive lubricant. Before fuses
are removed or installed, the fuse holders must be
disconnected from the power source.

a. Fuses in general. The following procedures
should be standard for all fuses:

(1) Inspect the fuse unit and renewable ele-
ment (if the fuse is a renewable type) for corrosion,
tracking, and dirt. Replace those units that indicate
deteriorated condition.

(2) Inspect fuse holder insulators for dirt, dust,
salt deposit, and the like, which can cause flashover.
Also look for cracks or burn marks on insulators.

(3) For vented expulsion-type fuses, inspect the
seal on the expulsion chamber to ensure that no
moisture has entered the interrupting chamber of
the fuse.

Section

8-9. Switch usage.

Switches are used to open or close circuits that may
or may not be energized. If used for opening ener-
gized circuits, the switch contact construction must
be capable of interrupting the current flow.
Switches do not open the circuit automatically on
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(4) Check for any missing or damaged hard-
ware, such as nuts, bolts, washers, and pins.

(5) Clean and polish contact surfaces of clips
and ferrules that are corroded or oxidized.

(6) Tighten all 1oose connections and check to
see if the fuse clips exert sufficient pressure to
maintain good contact.

(7) Fuses that show signs of deterioration, such
as loose connections, discoloration, or damaged cas-
ing should normally be replaced.

b. Periodic inspection of fuse links in distribution
cutouts. These fuse links may require periodic in-
spections, since corrosion of the lower terminal of
the fuse link (generally a flexible cable) at the lower
open-end of the fuse holder may cause breakage or
melting at this point, rather than in the current-
responsive element. Link-break cutouts are particu-
larly susceptible since their link-break mechanisms
impose a mechanical strain on fuses.

c. Inspection of distribution oil fuse cutouts. In
addition to applicable general inspection require-
ments, the following items should be included:

(1) Sample insulating oil periodically and test
for dielectric breakdown strength. Cutouts that ex-
perience regular load-break or fuse-interrupting
duty should have their oil tested on a more frequent
basis.

(2) Nonvented distribution oil fuse cutouts gen-
erally incorporate insulating materials in the fuse
carriers that may be damaged dielectrically by ex-
cessive exposure to moisture or to a humid atmo-
sphere. Keep the cutout sealed so that components
and oil are protected from any contaminating expo-
sure.

(3) Fuse elements are generally not inter-
changeable, and any substitution for the manufac-
turer's fuses may seriously affect the interrupting
characteristics of the device.

(4) Examine cutouts for any evidence of oil
leakage, and maintain the prescribed oil level.

(5) Check moveable bearing gasket surfaces,
yoke compression, and interlocking features for sat-
isfactory operation.

IHI-SWITCHES

some predetermined current overload. This function
is provided by a fuse in series with a switch.

a. Operation. Switches can be controlled manu-
ally by the lineman at the switch location, or by
control signals (initiated either manually or auto-
matically) to operate electric, hydraulic, or pneu-
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matic switch-operating mechanisms at the switch
location.

b. Insulation. Insulation for the voltage and cur-
rent interrupting level may be provided by operat-
ing the contacts in air, oil, vacuum, or in a sulfur
hexifluoride (SF,) gas medium.

c. Load interrupting ability. Switches are classi-
fied by their ability to interrupt load.

(1) Disconnecting switch. This is a device used
to open, close, or change the connections in a circuit
or system. It has no interrupting rating and is used
for isolating equipment only after the circuit has
been opened by some other means. Two special
types are as follows:

(a) Grounding switch. This is a switch used
to connect a circuit or piece of equipment to ground.

(b) Horn-gap switch. This is a switch pro-
vided with arcing horns to aid in dispersing any arc
that may occur when the switch is operated. This
combination is sometimes referred to as an air-
break switch. It should not be operated except to
interrupt the charging current of a short length of
line, or the magnetizing current of a de-energized
transformer. Oil switches should always be consid-
ered as disconnect switches, unless the switch
nameplate indicates a fault-closing rating suitable
for the system’s maximum available fault.

(2) Interrupter switches. Interrupter switches
have specific capabilities for switching one or more
of the following type of loads: 0.8 minimum lagging
power factor load, parallel or loop load, transformer
magnetizing load, line charging load, cable charging
load, and capacitor bank load. Follow the manufac-
turer's instructions when operating interrupter
switches.

(a) Nonfault closing type. This is a switch
equipped with means of interrupting current, at
rated voltage, not in excess of the switch’s continu-
ous rated current. Interrupter switches, which do
not have a fault-closing rating, may be damaged if
inadvertently closed on a short circuit. Appropriate
precautions should be taken to avoid danger to the
operator.

(b) Fault closing type. This is a switch
equipped with means for interrupting current, at
rated voltage, in excess of the switch’s continuous
rated current. Interrupter switches with fault-
closing ratings are intended to provide adequate
personnel protection, when closing into a short cir-
cuit, up to the asymmetrical fault-closing rating of
the switch and when applied in accordance with the
manufacturer’'s recommendation.

8-10. Operation of Switches.

Appropriate safety rules should be followed with
special regard to the interrupting rating of the
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switch. In regard to periodic operation, check the
manufacturer’s instructions to ensure that the
switch hasn't frozen closed. The following general
rules apply:

a. All switches. The following applies to the oper-
ating of all switches:

(1) Check visually that the blade is fully closed
and latched or fully open, as intended by the opera-
tion.

(2) The operating mechanism is designed prop-
erly for the switch and use of undue force, in the
nature of an extension of the operating handle, or
an extra person on the operating handle or switch
stick, may cause severe damage to the switch or
operating mechanism. Freeing of an iced switch
mechanism may be assisted by a few sharp raps on
the vertical operating pipe or suddenly applied tugs
on the operating handle.

(3) Operate power-operated switches periodi-
cally to ensure that their mechanisms and control
features are functioning properly. If the circuit can-
not be de-energized to operate a switch, the operat-
ing mechanism should be disengaged from the link-
age. Check control circuits and mechanisms in the
disengaged manner, unless disengagement will
change the overall adjustment.

b. Disconnecting switches:

(1) Check that no load is being carried by the
switch, prior to operating a disconnecting or horn-
gap switch.

(2) Check to determine that operation does not
remove necessary safety grounds, prior to opening a
grounding switch. Check the circuit to confirm that
it is not energized, prior to closing.

(3) Operate disconnecting switches rapidly to
reduce arcing time and possible burning of contacts.

8-11. Switch maintenance.

No work should be done on switches until both sides
of each phase are de-energized and properly
grounded. In addition to the recommendations
given herein, follow the specific maintenance direc-
tions of the switch manufacturer. For insulating
medium other than air, treat as described in Section
V.

a. Frequency of inspection. Switches should be
inspected visually at a frequency determined by lo-
cal conditions such as atmospheric contamination,
use of contamination control coatings, frequency of
operation, or fault current exposure.

(1) Need. If a switch cannot be maintained on a
periodic basis, its service life may be affected. When
operated, it is recommended that the switch be
opened and closed several times in order to clean
the contacts and free the moving parts.



(2) Visual aids. Binoculars can facilitate spot-
ting switches that are obviously in need of repair or
maintenance because of broken insulators or other
parts. Visual inspection of a wet switch, or the use
of a temperature-scanning detector,. may indicate
hot spots which are possible sources of trouble. Di-
rectional microphones or ultrasonic detectors can be
used to locate local corona sources needing removal.

b. Scheduling. A relatively small amount of
maintenance is required on modern switches, so
where possible, it is recommended that the schedule
for such maintenance be coordinated with that of
associated equipment. Schedule special inspection
and maintenance whenever the switch has carried
heavy short-circuit current.

c. Checking. Examination of de-energized and
grounded switches should include the following
items:

(1) Operating mechanism. Check the adjust-
ment of the operating mechanism, operating rod,
and interphase tie rods (if used) to ensure simulta-
neous and smooth operation of the switch blades.
Mechanisms should be cleaned and lubricated only
when so recommended, and then in accordance with
the manufacturer’'s instructions. (Many modern
switches are built with self-lubricating bearings.)
Examine all metallic parts of an operating mecha-
nism including operating handle connection for
signs of rust, corrosion, and loose or broken connec-
tors. Switches located outside of a fenced and locked
area, and having operating handles at ground level,
require locking provisions on handles for both the
open and closed positions. Switches located within a
fenced and locked area, are subject to local regula-
tions for locking.

(a) Inspect all live parts for scarring, goug-
ing, or sharp points, which could contribute to ex-
cessive radio noise and corona. Check corona balls
and rings for damage which could impair their ef-
fectiveness.

(b) Power-operating mechanisms for
switches are usually of the motor-driven, spring,
hydraulic, or pneumatic type. Follow the manufac-
turer’s instructions with regard to the limit switch
adjustment. Check associated relay equipment for
poor contacts, burned out coils, and adequacy of
supply voltage. The complete electrical circuit of a
motor-operated mechanism should be checked to en-
sure proper operation and wiring which is secure
and free of insulation defects.

(c) Inspect, check, and test all safety inter-
locks for proper operation.

(2) Insulators. Examine insulators for cracks,
chips, breaks, and evidence of flashover. Bad insu-
lators should be replaced. Insulators should be
cleaned to remove any contaminating materials
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that may be present. Refer to chapter 3, section 1V
The presence of an excessive amount of contamina-
tion should be reported to the supervisor, as the
persistence of such a condition may require correc-
tive measures.

(3) Mounting. Check mountings for evidence of
rust and corrosion and to ensure proper alignment
and securement. Ground connections must be tight.

(4) Blades. The blade or movable contact of the
switch should be inspected for evidence of overheat-
ing, which may be indicated by discolorations. If
overheating is caused by poor contact, it should be
corrected when contacts are adjusted and cleaned.
Switches that appear to be overheated, due to load
currents in excess of rating, should be reported to
the supervisor.

(5) Blade Latch. A blade latch is used on a hook
stick operated switch to hold blade in closed posi-
tion. Such a switch should be checked in the closed
position, to determine whether the catch is func-
tioning properly.

(6) Contacts. Contacts should be cleaned and
adjusted in accordance with manufacturer’s instruc-
tions. Modern switches are normally designed so
that the contacts are self-cleaning, by virtue of the
opening and closing action of the switch. After a
switch remains in either position for a long time, it
should be operated several times during a mainte-
nance inspection. This operation will clean the con-
tact surfaces. Operate only after getting clearance
and after the circuit has been deenergized.

(a) Do not use a coarse abrasive to clean con-
tacts. If contact pitting is minor, smooth the surface
with clean crocus cloth or as the manufacturer rec-
ommends.

(b) Where arcing horns are used, ensure that
they make contact, as intended, during opening and
closing operations.

(¢) A nonoxidizing lubricant should be used
to protect the contacts against oxidation and to lu-
bricate the blade hinge. Silicone greases are excel-
lent for this purpose, as they are relatively unaf-
fected by changes in temperature and are highly
water resistant.

(7) Terminals and connections. Terminals
should be checked to ensure that they are secure.
Connections showing evidence of heat should be cor-
rected as a high-resistance contact is indicated.

(8) Interrupting elements. Load interrupter
switches are equipped with an interrupter element,
designed to quench the arc that results when the
switch is opened under loaded conditions. Basically,
these elements are shunt devices, installed as part
of the switch, through which current passes only as
the switch is opened. In some designs the arc
guenching medium is air, but for the higher voltage
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switches the interrupter may use some other me-
dium, such as sulfur hexifluoride gas. Interrupters
should receive the same inspection and mainte-
nance as the switches on which they are installed.
Many interrupter switches are designed so that ma-
terial is consumed from the walls which are exposed
to the electric arc. Particular attention should be
given to such parts, and they should be maintained
or replaced in accordance with the manufacturer’s

instructions. Interrupter contacts should be in-
spected for damage caused by arcing. Contacts
showing evidence of excessive wear should be re-
placed in accordance with manufacturer’s recom-
mendations. Interrupters with sealed gas-filled
chambers have pressure gages to indicate loss of
pressure. Field experience indicates that interrupt-
ers using a sealed gas chamber will require recharg-
ing every 2.5 to 3 years or more often.

Section IV-CIRCUIT BREAKERS

8-12. Circuit breaker usage.

Circuit breakers are a special form of switching
mechanism, which can open and close circuits under
both normal and abnormal conditions. When they
are electrically controlled, they can be operated lo-
cally or remotely, or by both modes. Oil, SF,, gas,
vacuum, and air are the insulating mediums used
on most installations. The selection of the insula-
tion generally relates to the voltage level being in-
terrupted.

a. Voltage level relative to the insulating media
selection.

(1) High-voltage units. Until recently most in-
stalled high-voltage circuit breakers were of the oil-
insulated type. However, the use of SF,, gas insu-
lated units is increasing as SF, units take less space
for a given voltage and are environmentally prefer-
able.

(2) Medium voltage units. Newly installed
medium-voltage switchgear utilizes vacuum con-
struction which provides a considerable space sav-
ing over air-magnetic units now being phased out.
In the future, SF, switchgear units will probably
become more common.

(3) Low-voltage units. Only air-insulated power
circuit breaker switchgear of the solid-state type is
described in this manual.

b. Safety measures. Before initiating any mainte-
nance inspection which requires touching a circuit
breaker, check to ensure that:

(1) The circuit breaker has been tripped (open).

(2) The circuit breaker is disconnected from the
circuit on both sides, either by opening disconnect
switches or by removing the drawout portion of the
circuit breaker from the switchgear dependent upon
the installation.

(3) All control circuits are open and potentiall
transformer fuses are removed.

(4) The supply to pneumatically and hydrauli-
cally operated circuit breakers is shut off.

(5) Wound springs in stored-energy mecha-
nisms have been released.

(6) Circuit breakers and controls are properly
tagged.
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(7) The circuit breaker is grounded.

(8) Suitable barriers are installed between the
circuit breaker and adjacent apparatus that may be
energized. In crowded installations, barriers may be
of rope or net, with suitable danger flags, or of
temporary rigid construction using insulating mate-
rial.

(9) Requirements of departmental safety publi-
cations are being observed.

8-13. Frequency of circuit breaker mainte-
nance.

A circuit breaker is a much more complex and ex-
pensive item than the switch and fuse combination,
which fulfills the same function to a lesser degree.
Circuit breakers are therefore generally used for
the more important circuits, where increased reli-
ability and flexibility is required for equipment op-
eration and prompt restoration of service.

a. Frequency of inspection. The frequency of in-
spection should be based on service and operating
condition. A circuit breaker should be inspected
whenever it has interrupted current at or near its
rated capacity. The average frequencies given here
should be reconsidered if the following conditions
apply or as equipment ages.

(1) High humidity and high ambient tempera-
ture

(2) Dusty or dirty atmosphere

(3) Corrosive atmosphere

(4) Frequent switching operations

(5) Frequent fault operations

b. Maintenance of nonmetalclad medium- and
high-voltage circuit breakers. Most manufacturers
recommend complete inspections, external and in-
ternal, every 6 to 12 months for circuit breakers
above 15 kilovolts. However, utility company expe-
rience has shown that considerable unnecessary ex-
pense may be involved in adhering to the manufac-
turer’s recommendations. With proper external
checks, the expense, delay, and labor of internal
inspections may be avoided without sacrificing de-
pendability. Internal conditions can be determined
through oil analysis, power factor testing, and the



millivolt drop test. Partial maintenance can then be
performed annually and complete maintenance ev-
ery 5 years.

(1) Inspection schedule for new circuit break-
ers. A temporary schedule of frequent inspections is
necessary after the erection of new equipment, the
modification or modernization of old equipment, or
the reapplication of old equipment under different
conditions. The temporary schedule is required to
correct internal defects, which may appear in the
first year of service, and to correlate external check
procedures with internal conditions as a basis for
establishing a more conservative maintenance pro-
gram thereafter. If a circuit breaker shows no seri-
ous defects during early internal and external in-
spections, and no heavy interrupting duty is
imposed, the following inspection schedule is recom-
mended.

(a) Twelve months after erection. External
inspection and checks.

(b) Twelve months after the first inspection.
Complete inspection and adjustment.

(c) Twelve months after previous inspection.
If no problems, perform regular maintenance. If
there are problems, another inspection should be
performed after 12 months; then return to the
maintenance schedule for existing circuit breakers.

(2) Inspection schedule for existing circuits
breakers. Normally, no more than 1 year should
elapse between external inspections and 5 years
between internal inspections. It is advisable to
make a complete internal inspection after the first
severe fault interruption.

c. Medium-voltage circuit breakers in metalclad
switchgear. Inspection and maintenance should be
performed annually.

d. Circuit breakers in low-voltage switchgear. In-
spection and maintenance should be performed ev-
ery 5 years.

8-14. Maintenance of nonmetalclad switch-
gear circuit breakers.

Maintenance requirements include both general ex-
ternal and internal inspection guidelines. Also
guidelines specific to the insulating medium (oil and
SF, gas) are given.

a. General external inspection guidelines. The fol-
lowing items should be included in an external in-
spection.

() Visually inspect the circuit breaker and the
operating mechanism. Carefully examine tripping
latches, since small errors in adjustments, clear-
ances, and roughness of the latching surfaces may
cause the circuit breaker to latch improperly or in-
crease the force necessary to trip the circuit
breaker, such that the electrical tripping will not
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always be successful. Too much opening spring pres-
sure can cause excessive friction at the tripping
latch and should be avoided. Electromagnetic
forces, due to the flow of heavy short-circuit cur-
rents through the circuit breaker, may cause extra
pressure on the tripping latch.

(2) Lubricate the bearing surfaces of the oper-
ating mechanism as recommended in the manufac-
turer’s instruction book. Avoid excessive lubrication
because oily surfaces collect dust and get stiff in
cold weather, resulting in excessive friction.

(3) If possible, observe the circuit breaker op-
eration under load.

(4) Operate the circuit breaker manually and
electrically, and look for malfunctions. Determine
the presence of excessive friction in the tripping
mechanism and the margin of safety in the tripping
function by testing the minimum voltage required
to trip the circuit breaker. This can be accomplished
by connecting a switch and rheostat in series with
the trip-coil circuit at the circuit breaker (across the
terminals to the remote control switch) and a volt-
meter across the trip coil. Starting below 50 percent
of rated trip-coil voltage, gradually increase the
voltage until the trip-coil plunger picks up and suc-
cessfully trips the circuit breaker. Make several
trial tripping operations of the circuit breaker, and
record the minimum tripping voltage. Most circuit
breakers should trip at about 56 percent of rated
trip-coil voltage. Measure the trip-coil resistance
and compare it with the factory test value to dis-
close shorted turns. Many modern circuit breakers
have trip coils which will overheat or burn out if left
energized for more than a short period. An auxiliary
switch is used, in series with the coil, to open the
circuit as soon as the circuit breaker has opened.
The auxiliary switch must be properly adjusted to
successfully break the arc without damage to the
contacts. Record the minimum voltage that will
close the breaker and the closing coil resistance.

(5) Trip the circuit breaker by protective relay
action.

(6) Check adjustments by measuring the me-
chanical clearances of the operating mechanism as-
sociated with each tank or pole. Appreciable varia-
tion between the clearance measured and the
previous setting usually indicates mechanical
trouble. Temperature, and difference of tempera-
ture, between parts of the mechanism affect the
clearances. The manufacturer’'s recommended toler-
ances usually allow for these effects.

(7) Check the power factor of bushings and the
circuit breaker.

(8) The measurement of the electrical resis-
tance between external bushing terminals of each
pole can indicate whether maintenance is required.
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An abnormal increase in the resistance of this cir-
cuit may indicate foreign material in the contacts,
loose contact support, loose jumpers, loose bushing
connections, or corrosion. Any one of these may
cause localized heating and deterioration. Measure
resistance of the main contact circuits with a por-
table double bridge (Kelvin) or a “Ductor.” The cir-
cuit breaker contacts should not be opened during
this test, because of possible damage to the test
equipment. Compare resistance values to the manu-
facturer’s values or to values found on a similar
circuit breaker. These values should not vary more
than 25 percent between poles.

(9) Motion analyzers can provide graphic
records of close or open initiation signals; contact
closing or opening time with respect to initiation
signals; contact movement and velocity; and contact
bounce or rebound. Circuit breaker motion analyz-
ers are portable devices designed to monitor the
operation of power circuit breakers, as they permit
mechanical coupling of the motion analyzer to the
circuit breaker operating rod. The records obtained
not only indicate when mechanical problems are
present, but also help isolate the cause of the prob-
lems. Obtain a motion-analyzer record on a circuit
breaker when it is first installed. This will provide a
master record which can be filed and used for com-
parison with future maintenance checks. Tripping
and closing voltages should be recorded on the mas-
ter record, so subsequent tests can be performed
under comparable conditions. Time-travel records
are taken on the middle pole from the operating
mechanism.

(10) Check the air system of a pneumatic
mechanism for leaks.

(11) Check control wiring for loose connections.

(12) Check the settings of compressor switches,
low pressure alarms, and cut-off switches.

(13) Inspect and check the operating mecha-
nism. Lubricate all pins, bearings, and latches, us-
ing the recommended lubricant.

b. External inspection guidelines specific to the
insulating medium used. Oil dielectric tests are
needed for oil circuit breakers, and a moisture test
should be provided for gas-insulated units.

(1) Oil-insulated circuit breakers. Check oil di-
electric strength, power factor, acidity, and color.
The dielectric strength must be maintained to pre-
vent internal breakdown under voltage surges and
to enable the interrupter to function properly. Its
action depends upon changing the internal arc path
from a fair conductor to a good insulator, in the
short interval while the current is passing through
zero. A manufacturer’s instructions should state the
lowest allowable dielectric strength. However, the
dielectric strength should be maintained above 25
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kilovolts, even though some manufacturer’s instruc-
tions allow 16 Kkilovolts. If the oil is carbonized,
filtering may remove the suspended particles, but
the interrupters, bushings, and other internal parts
must be wiped clean. If the dielectric strength has
been lowered by moisture, check and eliminate the
source of the moisture (such as fiber or wood parts);
and dry the affected parts thoroughly before placing
the circuit breaker in service.

(2) Circuit breakers insulated with SF,. Circuit
breakers having SF, insulation should be tested
every 3 months during the first year of service, and
at least every 12 months thereafter, to determine
the moisture content of the SF, gas. Moisture con-
tent must also be tested when gas is added. Service
equipment according to the manufacturer’s instruc-
tions. Moisture content should be less than 50 parts
per million by volume (ppm,). Do not energize a
section of the gas-insulated equipment, if the SF,
gas density is less than 50 percent of nominal or if
the moisture content of the gas exceeds 1000 ppm,.
Refer to chapter 15, section Il in regard to the tox-
icity of SF, gas.

c. Internal inspection guidelines. When an inter-
nal inspection is required it should be made at the
same time as an external inspection. The circuit
breaker tanks or contact heads should be opened
and the contacts and interrupting parts inspected.
Follow these guidelines and the checklist furnished
by the manufacturer. Such a checklist may provide
forms useful for recording inspection and mainte-
nance data.

(1) Internal difficulties are most likely to ap-
pear early in the use of a circuit breaker, which is
why early internal inspections are recommended.
As unsatisfactory internal conditions are corrected,
and if one or two later inspections indicate satisfac-
tory internal conditions, the frequency of internal
inspections may safely be decreased.

(2) For circuit breakers equipped with pneu-
matic operators, drain and inspect the air tanks.

(3) Perform post maintenance diagnostic tests
on circuit breakers in accordance with instructions
from test equipment and circuit breaker manufac-
turers, and follow established maintenance proce-
dures.

(4) Test operate the circuit breaker and record
the number of operations. The tests should include
all alarms (including control alarms), switches, and
the manufacturer's recommendations.

d. Internal inspection guidelines specific to the
insulating medium used. The insulating medium
must be removed, as necessary, to examine the cir-
cuit breaker internally.

(1) Oil-insulated circuit breakers. Inspecting
the tank includes removing the oil, ventilating the



tank, visually inspecting the interior, and wiping
down the tank and interior parts.

(a) Maintenance of the integral parts (con-
tacts, interrupter assemblies, internal current
transformers, resistors, capacitors, and lift rods) in-
cludes checking, measuring, adjusting, aligning,
and making repairs as needed. Lubricate all parts
and components that are required to be lubricated.
Replace any seals and gaskets, if necessary. Replace
all desiccant materials, if applicable.

(b) Reseal the tank after inspection and
maintenance.

(c) Refill the tank to the proper oil level and
inspect for leaks.

(2) Circuit breakers insulated with SFg gas. Re-
move SF, gas from the circuit breaker; transfer the
gas from the circuit breaker (use a gas processing
unit); pull a vacuum on the circuit breaker to be
certain that all of the gas has been removed; and
release the vacuum on the circuit breaker with dry
air or nitrogen to avoid pulling moisture into the
tanks.

(a) Inspecting the tank includes opening the
tank, vacuuming any residue (if present), ventilat-
ing, and wiping the inside of the tank with approved
solvent.

(b) Inspect all parts for wear and damage,
including the fiberglass components and seals.

(c) Install factory-recommended overhaul
and sealer Kits. Replace all desiccant materials, if
applicable.

(d) Perform any repairs or adjustments.

(e) Seal the circuit breaker tank and pull a
vacuum in accordance with manufacturer’s specifi-
cations. If the vacuum holds for the specified
amount of time, this indicates that no leaks are
present.

(f) Refill the tank to the proper pressure.

e. Typical internal circuit breaker problems. Evi-
dence of the following tendencies indicate internal
problems which need to be corrected.

(1) Loosening of keys, bolts (especially fiber),
cotter pins, operating rods, supports, and guides or
an indication of wear or weakness.

(2) Formation and accumulation of carbon or
sludge in the interrupter or on bushings.

(3) Indication that the interrupter is inclined
to flash over and rupture the static shield or resis-
tor or interrupter parts or barriers are disposed to
burn or erode.

(4) Indication that bushing gaskets have
leaked moisture into the circuit breaker insulating
material.

(5) Cracks in any of the above parts.
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f. Influence of duty imposed. The need for main-
tenance is influenced by any circuit breaker’s oper-
ating duty. The influence of operating duty given
below for oil circuit breakers will also apply (except
for the different insulating medium) to SF, gas-
insulated circuit breakers.

(1) Influence of light duty. If the circuit breaker
has been energized on both sides, but the contacts
are open, erosion in the form of irregular grooves
(called tracking) may appear on the inner surface of
the interrupter or shields, due to electrostatic
charging current. This is usually aggravated by a
deposit of carbon sludge, which has previously been
generated by some interrupting operation. If the
circuit breaker has remained closed and is carrying
current, evidence of heating of the contacts may be
found if the contact surfaces were not clean, have
oxidized, or if the contact pressure was improper.
Any shrinkage and loosening of wood or fiber parts
(due to loss of absorbed moisture into the dry oil)
will take place following the circuit breaker instal-
lation, independent of the circuit breaker operation.
However, mechanical operation will make any loos-
ening more evident. If possible, before inspection,
open and close the circuit breaker while energized.
If this is not possible, additional information may be
gained by operating the deenergized circuit breaker
several times, measuring the contact resistance of
each pole before and after each operation.

(2) Influence of normal duty. The severity of
duty imposed by load switching, line deenergizing,
and fault interruptions depends upon the type of
circuit breaker involved. In circuit breakers which
employ an oil blast generated by the power arc, the
interruption of low current faults or line charging
current may cause more deterioration, because of
low oil pressure, than the interruption of high cur-
rent faults. In some designs using this basic prin-
ciple of interruption, distress at low interrupting
duty is minimized by multiple breaks, rapid contact
travel, and turbulence of the oil caused by move-
ment of the contact and mechanism. In designs em-
ploying a mechanically driven piston to supplement
the arc-driven oil blast, the performance is more
uniform. Better performance is yielded by designs
which depend upon a mechanically driven oil blast
for arc interruption. In this type, contact erosion
may appear only with heavy interruptions. The me-
chanical stresses that accompany heavy interrup-
tions are always more severe. These variations of
performance among various designs must be consid-
ered when evaluating the need for maintenance and
performance of a circuit breaker. Because of these
variations, the practice of evaluating each fault in-
terruption as the equivalent of 100 no-load opera-
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tions is approximate, although it may be a useful
guide in the absence of other information.

(3) Influence of seuere duty. Contact erosion
and damage from severe mechanical stresses may
occur during large fault interruption. Reliable indi-
cation of the stress, which a circuit breaker is sub-
jected to during fault interruptions, can be obtained
by automatic oscillograph records on systems which
provide this feature. Deterioration of the circuit
breaker is proportional to the energy dissipated in
the circuit breaker during the interruption. The en-
ergy dissipated is proportional to the current and
the duration of arcing, that is, the time from the
moment the contacts part to current interruption.
However, oscillographs do not always record the
moment that the contacts part, and it may be nec-
essary to determine the parting from indicated re-
lay time and the known time for circuit breaker
contacts to part. When automatic oscillograph
records are available, they may be as useful in guid-
ing oil circuit breaker maintenance as in showing
relay and system performance. When automatic
oscillographs are not available, an approximate in-
dication of fault duty imposed on the circuit break-
ers may be obtained from relay targets and accom-
panying system conditions. All such data should be
tabulated in the circuit breaker maintenance file.

8-15. Maintenance of metalclad circuit break-
ers.

The insulating media covered include air and
vacuum.

a. General maintenance procedures. The follow-
ing suggestions are for use in conjunction with
manufacturer’s instruction books for the mainte-
nance of drawout medium-voltage circuit breakers
installed in metal-clad switchgear. Record all prob-
lems.

(1) Basic requirements. Drawout devices
should be removed for inspection and operation.
During inspection all deposits or dust will be re-
moved with a clean lint-free cloth; a vacuum cleaner
might be helpful. All smoothing of surfaces should
be done with crocus cloth.

(2) Operating history. Record the number of op-
erations of the circuit breaker.

(3) Test position. Before complete removal put
the circuit breaker in the test position. Use a test
coupler to operate the circuit breaker electrically.
Check the performance of all controls such as pro-
tective relays, switches, motors, indicating devices,
and alarms.

(4) Remove the drawout portion of the circuit
breaker and perform visual inspections, operations,
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measurements, tests, and final checks before insert-
ing the drawout portion into the switchgear cubicle
for re-energization as appropriate.

b. Air-circuit breaker maintenance requirements.
Remove box barriers from the circuit breaker and
clean all insulating parts including the bushings
and the inside of the box barriers. The unit is now
ready to be inspected, operated, and tested.

(1) Visual inspections. Inspect the unit to de-
termine its operating condition. Perform any re-
pairs in accordance with the manufacturer's in-
structions.

(a) Check the bushing primary disconnect
stubs and finger cluster. Bushing insulation should
be clean, dry, smooth, hard, and unmarred.

(b) Check insulation and outside of arc
chutes for holes or breaks; small cracks are normal.
If ceramics or fins are broken replace arc chutes.
The throat area of arc chutes may need to be cleared
of contamination with crocus cloth.

(c) Check arcing and primary contacts for
uneven wear, or impairment from burns and pit-
ting. Correction of damage by smoothing or resilver-
ing may be necessary. Replace badly damaged con-
tacts. Follow the same procedure for primary
disconnect stubs and other current-carrying parts.
Grease contacts with an approved grease.

(d) The tightness of all connections is of
paramount importance. Check and tighten or se-
cure, as necessary, any loose nuts, bolts, retaining
rings, and mechanical linkages which are a part of
the circuit breaker and its operating mechanism.
Ensure that all electrical wiring connections are
secure.

(e) Check all bearings, cams, rollers, latches,
and buffer blocks for wear. Teflon-coated sleeve
bearings do not require lubrication. All other sleeve
bearings, rollers, and needle bearings should be lu-
bricated with SAE 20 or 30 machine oil. Lubrication
is not required on ground surfaces having a dark
molybdenum disulfide coating. Lubricate all other
ground surfaces such as latches, rollers, or props
with an approved grease.

(f) Check actuator relays, the charging mo-
tor, and secondary disconnects for damage, evidence
of overheating, or insulation breakdown.

(g) Check contacts of control relays for wear
and clean as necessary.

(h) Check for possible damage to wiring and
replace any wiring with worn insulation.

(i) Check for damage to magnetic blow-out
coils if they are used.

(2) Operations and measurements. After cor-
recting any deficiencies revealed by the visual in-
spection, perform these circuit breaker operations
and measurements.



(a) If the primary contact gap required ad-
justment, operate the circuit breaker several times
to verify correct performance.

(b) Check the operation and the clearance of
the trip armature travel, and release the latch in
accordance with the appropriate instruction book.
Replace any worn or damaged parts disclosed by
this operation.

(c) On stored-energy circuit breakers, oper-
ate the circuit breaker slowly. By using the spring
blocking device, check for binding or friction, and
correct if necessary. Make sure contacts can be
opened or closed fully.

(d) Reinstall box barriers and measure insu-
lation resistance of each bushing terminal to ground
and phase to phase. Record resistance readings and
also temperature and humidity.

(3) Tests. Perform tests every 1 to 3 years de-
pendent upon the severity of duty encountered by
the circuit breaker.

(a) Perform a hi-pot test on the circuit
breaker bushings.

(b) Check the dosed circuit breaker contact
resistance.

(c) Perform a power factor test.

(d) Perform a corona test.

(4) Final checks.

(a) Using the coupler, test operate the circuit
breaker both electrically and manually. Check all
interlocks.

(b) Insert and operate the circuit breaker in
the switchgear cubicle. Watch for proper operation
of the positive interlock trip-free mechanism. The
circuit breaker should trip whenever it has not been
fully inserted, or whenever it is in the test position.

(c) Remove the circuit breaker from the
switchgear cubicle and check the primary discon-
nect wipe. Refer to the appropriate instruction book.

(d) Insert the circuit breaker into the
switchgear cubicle, ready for energization.

c. Vacuum circuit breaker procedures. Direct in-
spection of the primary contacts is not possible, be-
cause they are enclosed in vacuum containers. The
operating mechanisms are similar to the air circuit
breakers, and may be maintained in the same man-
ner. It is not recommended that a vacuum circuit
breaker be operated more than 2,000 times without
an inspection.

(1) Specific checks applying to vacuum circuit
breakers. Checking for contact erosion and vacuum
condition is made with the circuit breaker removed
from its switchgear cubicle.

(a) Close the circuit breaker and measure
the spring plate overtravel. Consult the manufac-
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turer’s instruction book for allowable overtravel. If
the specified overtravel is exceeded, the vacuum
interrupter must be replaced because of excessive
contact erosion.

(b) Perform a high-potential test to check the
condition of the vacuum. Consult the manufactur-
er's instruction book for test value, or use 60 per-
cent of the final factory test value.

(2) Other requirements. Follow appropriate re-
guirements given for air circuit breakers.

d. Metalclad switchgear. Inspect enclosure hous-
ing, buses, and other switchgear members every
time that circuit breakers are inspected. Supple-
ment the following with the manufacturer’'s recom-
mendations:

(1) Enclosure housing. The enclosure housing's
function is to eliminate personnel exposure to line
parts and to protect equipment from environmental
deterioration.

(a) Establish a program to regularly lubri-
cate hinges, latches, and locks and maintain enclo-
sure finishes.

(b) Outdoor assemblies require elimination
of moisture. Check space heaters and fans and their
thermostats for proper functioning. Ventilators
must be clear of obstructions and air filters require
systematic cleaning. Check for roof or wall leaks
and for floor openings which may require sealing.

(2) Buses. De-energize buses and ground in ac-
cordance with safety requirements. Inspection,
cleaning, tightening, and testing for buses are as
necessary as for circuit breakers.

(a) Inspect the surface of all insulating mem-
bers for damage before any cleaning or dusting, as
well as after cleaning. Damage caused by electrical
distress will usually be evident on the insulating
surface as corona markings or tracking parts.

(b) Inspect with special care the areas most
susceptible to tracking, corona, and thermal heat-
ing. These areas include splices and junction points,
boundaries between adjoining insulators, between
an insulating member and a grounded metal sur-
face, or bridging paths across insulating surface.
Check also for electrical distress that can occur on
hidden surfaces, such as adjacent edges between
upper and lower members of split bus supports or
on sharp edges in the switchgear that are not insu-
lated.

(c) Remove dust and dirt on both phase and
ground buses by wiping with a dry, clean cloth or by
vacuuming.

(d) Check tightness of accessible bolted bus
joints by the calibrated wrench method. Refer to
manufacturer recommendations for proper torque
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values. Also check alignment and contacts of pri-
mary disconnecting devices for abnormal wear or
damage. Check for sulfide deposits and use a sol-
vent, such as alcohol, for removal of these deposits.

(e) After cleaning and adjusting, run insula-
tion resistance tests to measure resistance to
ground and compare with previous readings for any
sign of weakening of the insulation system. Com-
parisons should be made using a common tempera-
ture and humidity base.

(3) Miscellaneous checks. Check supporting de-
vices such as protective relays and controls as cov-
ered in chapter 11 and as follows:

(a) Test key interlock systems by a key ex-
change made with devices operating in an off-
normal position to ensure that they have not been
bypassed. A closure attempt is required on locked-
open devices and an opening attempt is required on
locked-closed devices.

(b) Finally, compare equipment nameplate
information with latest one-line diagram and report
discrepancies.

8-16. Maintenance of low-voltage power cir-
cuit breakers.

The following guidelines are provided for mainte-
nance of low- voltage circuit breakers. Also follow
the manufacturer’s detailed instruction.

a. Maintenance. Maintenance is given for
drawout circuit breakers. Modify instructions, as
required, if circuit breakers are of the fixed type.

(1) Initially check that the circuit breaker is in
the test position, prior to withdrawing it from its
enclosure.

(2) Clean insulating parts, including bushings.

(3) Check the alignment and condition of the
movable and stationary contacts, and adjust accord-
ing to the manufacturer’s instruction book.

(4) Check arc chutes and replace any damaged
parts.

(5) Inspect the circuit breaker operating
mechanism for loose hardware and missing or bro-
ken cotter pins. Examine the cam, latch, and roller
surfaces for damage or wear.

(6) Clean and lubricate the operating mecha-
nism with a light machine oil (SAE-20 or SAE-30)
for pins and bearings. A nonhardening grease
should be used for the wearing surfaces of cams,
rollers, and other operating parts.

(7) Set the circuit breaker's operating mecha-
nism adjustment, as described in the manufactur-
er's instruction book. Excessive wear and the need
for a complete overhaul is usually indicated when
these adjustments cannot be made within the speci-
fied tolerances.

(8) Replace contacts, if badly worn or burned,
and check the control device for freedom of opera-
tion.

(9) Inspect wiring connections for tightness.

b. Switchgear. Follow the appropriate recommen-
dation for medium-voltage switchgear.

8-17. Repair of circuit breakers.

Table 8-1 is a troubleshooting chart for the oil por-
tion of medium- and high-voltage oil-insulated cir-
cuit breakers. Table 8-2 is a troubleshooting chart
for medium- and low-voltage power circuit breakers.

Table 8-1. Troubleshooting chart for oil problems

Trouble Cause

Insufficient oil (in oil-circuit-breaker
tanks). tion.

Dirty oil (in oil-circuit-breaker tanks).

Moisture present in oil.

(2) Entrance of water from rain or other

source.

Sludging of oil. Overheating.

Leakage of oil. Oil throw during opera-

Carbonization from many operations.

(1) Condensation of moist atmosphere.

Remedy

Locate point of leakage and repair. Tighten
up joints in oil lines. Fill oil tanks to
proper oil level.

Drain poor oil, and filter or replace with
new oil. Clean inside of tank and all inter-
nal parts of breaker.

(1) Drain and filter oil or put in new oil.
(2) Repair source of water entrance.

Filter or put in new oil. Remove source of
overheating.

Gaskets leaking.

Insulation failure.

Improper installation of gaskets at a pre-
vious inspection or repair. Oil saturation.

Absorption of moisture and accumulation
of dirt, grime, carbon and the like on
bushing and insulating parts.

Put in new gaskets, treated in accordance
with circuit breaker instruction book.

Thoroughly clean all insulated parts. Bake
or dry out water-soaked parts (or treat in
accordance with directions in the circuit
breaker instruction book).

8-12



TM 5-684/NAVFAC MO-200/AFJMAN 32-1082

Table 8-2. Troubleshooting chart for power circuit breakers

Trouble

Overheating

Failure to trip

Failure to close or to latch closed

Cause

Poor condition of contacts:
(1) Out of proper alignment and adjustment.

(2) Burned and pitted because of lack of at-
tention after many heavy operations, or too
frequent operation.

(3) Circuit breaker kept closed (or open) for
too long a period (copper contacts).

(4) Overloading (continuous or prolonged
current in excess of circuit breaker rating).

(5) Transmission of heat to the circuit break-
ers from overheated or inadequate cables or
connection bars.

(6) Loose connections or terminal connectors.
(7) Ambient temperature is too high.

(1) Mechanism binding or sticking. Caused
by lack of lubrication or mechanism out of
adjustment.

(2) Failure of latching device.

(3) Damaged trip coil.

(4) Blown fuse in control circuit (where trip
coils are potential type).

(5) Faulty connections (loose or broken wire)
in trip circuit.

(6) Damaged or dirty contacts on tripping
device.

(1) Mechanism binding or sticking because of
lack of lubrication or improper adjustment of
the circuit breaker mechanism.

(2) Burnout of operating (closing) coil (of
electrically operated breakers) caused by op-
erator holding the control switch closed too
long.

(3) Closing relay sticking.

Remedy

(1) Contacts should be lined up and adjusted
properly.

(2) Burned and pitted contacts should be
dressed up, if practical, or replaced with new
parts. (High-pressure butt-type contacts usu-
ally do not require dressing. Silver-to-silver
contacts should be dressed very carefully and
only when actually required.))

(3) Operate circuit breaker more frequently to
wipe contacts clean. It may be advisable to
consider the installation of new silver-to-silver
contacts. The nearest manufacturer’s

should be consulted.

(4) If the circuit breaker is overheating be-
cause of excess current, one of two remedies
can be followed:

(a) Replace with circuit breaker having an
adequate rating for the present or future load.

(b) Arrange circuits to remove the excess
load.

(5) If the bars or cables overheat because of
current in excess of their capacity, this can be
remedied by increasing the carrying capacity
(that is, increasing the size or number of con-
ductors) or by removing the excess current
from the circuit.

(6) Tighten.

(7) Relocate in a cooler place, or arrange some
means of cooling.

(1) Lubricate mechanism. Adjust all mechani-
cal devices, such as toggles, stops, buffers, and
opening springs, according to the instruction
book.

(2) Examine the latch surface. If worn or cor-
roded, it should be replaced. Check latch wipe,
and adjust according to the instruction book.

(3) Replace damaged coil.
(4) Replace blown fuse.

(5) Repair faulty wiring. See that all binding
screws are tight.

(6) Dress or replace damaged contacts or
clean dirty contacts.

(1) Lubricate mechanism. Adjust all mechani-
cal devices, such as toggles, stops, buffers, and
opening springs, to specifications in the circuit
breaker instruction book.

(2) Replace damaged coil and teach the users
the proper method of operation. A better rem-
edy would be to change the connections to in-
clude an auxiliary switch, which automatically
cuts off the closing coil as soon as the circuit
breaker closes.

(3) Check or adjust the closing relay.
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Table 8-2. Troubleshooting chart for power circuit breakers (continued)

Trouble

Failure to close or to latch closed
(con't)

Cause

(4) Cutoff switch operating too soon.

(5) Cutoff switch operating too late, causing
the circuit breaker to bounce open.

(6) Insufficient control voltage (of an electri-
cally operated circuit breaker) caused by:

(a) Too much drop in leads

(b) On ac control-poor regulation.

(c) On dc control-battery not fully charged
or in poor condition.

(7) Blown fuse in control circuit, faulty con-
nection or broken wire in control circuit,
damaged or dirty contacts on control switch
(electrically operated circuit breaker)

Remedy

(4) Adjust operation of the cutoff switch to
delay cutoff so as to allow the circuit breaker
to close fully.

(5) Readjust to reduce power at the end of the
stroke, and eliminate bounce.

(6) Provide the following:

(a) Install larger wires; improve contacts at
connections.

(b) Install larger control transformer. Check
rectifier, and be sure it is delivering adequate
dc voltage from adequate ac supply.

(c) Give battery a sustaining charge, or re-
pair according to instructions by the battery
manufacturer.

(7) Replace blown fuse; repair faulty connec-
tion or broken wire; dress or replace damaged
contacts or clean dirty contacts in control
switch.

Section V-MISCELLANEOUS DEVICES

8-18. Circuit switchers.

Circuit switchers employ SF, puffer-type interrupt-
ers for switching and protection of transformers,
lines, cables, and capacitor banks, and have fault-
interrupting ratings suitable for use in protecting
medium- to heavily-loaded transformers. They are
used for voltage levels of 34.5 kv and up as an
intermediate protective step between less costly
fused switch combinations and more expensive cir-
cuit breakers. Models are available with and with-
out integral disconnect switches. Operation of cir-
cuit switchers is initiated by manually operating
the switch; by remote supervisory control equip-
ment; or by relays that automatically sense prede-
termined system or equipment conditions or electri-
cal failures (faults). Maintenance should use the
appropriate requirements for switches and SF, in-
terrupters.

8-19. Automatic circuit reclosers.

Automatic circuit reclosers are self-contained de-
vices for interrupting and automatically reclosing
an alternating current circuit during the fault con-
ditions. Reclosers are provided with a predeter-
mined sequence of opening and reclosing, followed
by resetting, hold closed, or lockout. They can be
used on single-phase or three-phase circuits. Some
circuit breakers are provided with reclosing relays
and other devices, which act in the same manner as
automatic circuit reclosers. Reclosers may be insu-
lated with oil or operate with vacuum or SF, gas
bottles, similar to circuit breakers. They may be
magnetically or electronically operated:

8-14

a. Operation. Keep a record of counter readings,
settings, and sequence of operation, in addition to
normal maintenance and test data.

(1) Reclosing after operation to lockout. First
make a complete visual inspection of the recloser for
evidence of external damage, such as broken or
cracked bushings, or thrown oil. Only after inspec-
tion indicates that everything is in order and there
is positive evidence that the fault has been removed
may the unit be closed again.

(2) Cold-load pickup. Excessive currents can
occur on circuit re-energization and cause operation
of the recloser to lockout. Such currents should be
eliminated by following specific operating instruc-
tions provided dependent upon the cause of the ex-
cessive current.

(a) Inrush currents associated with motor
starting, transformers, and the like can cause exces-
sive currents. The duration of this component of
cold-load pickup is quite short, a matter of several
cycles.

(b) An increase in the load values relative to
the previous load values due to loss of diversity of
cycling loads (electric heating, air conditioners) can
cause excessive currents. The ratio of the post inter-
ruption load to pre-interruption load varies with the
length of interruption, but can be as high as two.
This effect may cause excessive currents to persist
for tens of minutes.

(c) Where cold loads cannot be picked up,
circuits may be sectionalized to disconnect part of
the load, or reclosers may be bypassed temporarily.
Nonseries coil reclosers may have special control
provisions to allow for the inrush component of cold-



load pickup. Never hold the operating lever of series
coil reclosers in a closed position in an attempt to
pick up cold load.

b. Frequency of maintenance. Provide mainte-
nance after a number of operations, or after a time
interval, in accordance with the manufacturer’s rec-
ommendations, local operating experience, or a com-
bination of these.

(1) Maintenance based on elapsed time. Operat-
ing service and local conditions influence mainte-
nance frequencies. Inspect initially in accordance
with the manufacturer’s recommendations. Humid-
ity and temperature can affect the frequency of nec-
essary maintenance. Therefore, a study of mainte-
nance records extending over several years can be
helpful in determining proper maintenance sched-
ules on large facilities.

(2) Maintenance based on number of opera-
tions. Reclosers may be maintained after a certain
number of operations, determined from the recloser
operation counter readings. A procedure for evaluat-
ing useful life of an oil-filled recloser, based on stan-
dard duty, is given in ANSI C37.61/IEEE 321, ap-
pendix B but is not recommended for use by
maintenance personnel.

(3) Maintenance based on elapsed time and
number of operations. The use of time interval alone
does not take into account the frequency and sever-
ity of the recloser operations. On the other hand,
use of the number of operations alone ignores
elapsed time, during which the insulating medium
may have deteriorated.

(4) Suggested frequency. An industry-suggested
method of combining the elapsed time and opera-
tion factors is as follows: Maintenance, internal in-
spection, and testing of reclosers should be per-
formed at 100 operations or every 3 years,
whichever occurs first if no better basis can be es-
tablished.

c. Field inspection. After installation, a recloser
should be carefully inspected at the established in-
terval. An inspection should include examining the
bushings for cracks, as well as other items recom-
mended by the manufacturer. Inspect oil-insulated
unit tanks for leakage. Record the counter reading.
Bypass and isolate the recloser by suitable means, if
possible, and perform an operating test. Manually
operate the recloser several times to the lockout
position, by means of a switch stick or other control.
Operating tests can disclose possible troubles and
do prevent the accumulation of high-resistance ox-
ides on contact surfaces.

d. Maintenance. Give the following items particu-
lar attention:

(1) Oil-insulated unites. Never assume that
new oil is free of moisture. It should be tested for
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dielectric strength before using, with breakdown
across a standard O.l-inch (2.54-millimeter) gap oc-
curring at not less than 26 Kilovolts root mean
square (rms), the minimum acceptable dielectric
strength for new oil. Breakdown at a lower test
voltage usually indicates excessive moisture in the
oil. Remove any moisture by filtering before the oil
is used. Always test the oil before putting back in
service a recloser which has been temporarily re-
moved for repair. Replace with clean dry oil if the
dielectric strength of the oil is less than 22 Kkilovolts
rms.

(2) Vacuum interrupting units. Leaks caused
by excessive mechanical strain, insufficiently
degassed contact materials, or other causes may
decrease the unit's dielectric strength. The dielec-
tric strength of the vacuum gap can be tested with a
60-hertz high-potential test at the manufacturer’s
recommended voltage.

(&) Adjust vacuum contacts for proper con-
tact opening travel, contact closing overtravel, and
contact closing force, according to the manufactur-
er's recommended procedure.

(b) X-radiat'ion may be produced when
vacuum interrupters are energized above maximum
rated voltage. Follow the manufacturer’s required
precautions.

(3) Units insulated with SF, gas. Follow the
manufacturer’'s recommendations as to the insulat-
ing medium treatment.

(4) Tests. Testin accordance with the limits set
by the manufacturer and in accordance with
ANSI/IEEE C37.60.

(a) Insulation. Aging, moisture, and the
sludge deposits can cause insulation on fiber parts
and wiring to deteriorate. Test insulation by a 60-
hertz high-potential test, by power factor measure-
ment, or by dc insulation tests.

(b) Minimum tripping current. Make a mini-
mum tripping current test to determine that the
recloser trips at the proper current value.

(c) Time-current characteristics. Make a
time-current characteristic test in accordance with
the manufacturer’'s maintenance manuals and plot
to compare with the manufacturer’s values. Permis-
sible tolerance from rated characteristics are plus or
minus 10 percent of time or current, whichever is
greater.

(d) Lockout. Check new or reconditioned
reclosers by operating them through their sequence
to lockout. The procedure will vary dependent upon
the make and type of recloser.

(e) Reset. Check the resetting time of a
recloser during the lockout test.
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CHAPTER 9

OVERVOLTAGE PROTECTION

Section I-CONSIDERATIONS

9-1. Overvoltage protection.

This chapter describes the maintenance and repair
of protective devices installed to limit transient
over-voltages on lines. Abnormal voltages are caused
most frequently by lightning, but system distur-
bances can also cause damaging voltage surges.

9-2. Lightning-induced voltage surges.

Overhead lines are extremely vulnerable to direct
strokes or to induced voltage influences. Under-
ground systems derived from aerial lines may also
be affected.

a. Causes. Lightning results from the potential
difference between clouds or between a cloud and
earth. A lightning stroke may be in direct contact
with an electric line and equipment. The charged
clouds of a passing lightning storm may also cause
an electrostatically induced voltage.

b. Protection. The high voltage of a lightning
surge, imposed on lines and devices without surge
protection, will flash over the insulation in the ma-
jority of cases. Where flashover occurs, through air
or on insulators, it rarely causes permanent dam-
age, but flashover occurring through the solid insu-
lation on equipment or cable can result in perma-
nent damage.

9-3. System operating voltage disturbances.

Transferring a system from one operating condition
to another may generate a short-time transient
overvoltage, known as a switching surge. A line-to-

ground fault may increase the line-to-ground volt-
age of the unfaulted phases. An overvoltage results
when resonance occurs from single-pole switching of
three-phase circuits. Accidental contact with a
higher-voltage system may cause an overvoltage.
Forced-current zero interruptions, improperly ap-
plied, may cause a high transient voltage. The pro-
tective devices discussed for lightning-induced
surges will also protect the system from these
system-generated over-voltages.

9-4. Surge limiting protective device require-
ments.

A surge limiting protective device must limit tran-
sient over-voltages or surge voltages that could dam-
age apparatus. The device must bypass the surge to
ground and discharge severe surge currents of high
magnitude and long duration without injury. The
device must continuously withstand the rated
power voltage for which it is designed. The device's
protective ratio is the maximum surge voltage it
will discharge, compared to the maximum crest
power voltage it will withstand following discharge.
Surge arresters provide the most accepted method
of surge limiting protection, since they provide the
highest degree of surge elimination. Other methods
include shielding lines and equipment from direct
lightning strokes; and providing devices designed to
divert or change the wave form of the surge, such as
protective gaps, surge capacitors, and bypass resis-
tors.

Section II-SURGE (LIGHTNING) ARRESTERS

9-5. Definition of a surge arrester.

A surge arrester is a protective device for limiting
surge voltages on equipment by discharging or by-
passing surge current. Surge arresters allow only
minimal flow of the 60-hertz-power current to
ground. After the high-frequency lightning surge
current has been discharged, a surge arrester, cor-
rectly applied, will be capable of repeating its pro-
tective function until another surge voltage must be
discharged.

9-6. Types of surge arresters.

Surge arresters used for protection of exterior elec-
trical distribution lines will be either of the metal-
oxide or gapped silicon-carbide type. Expulsion-type
units are no longer used.

a. Metal-oxide type. A metal-oxide surge-arrester
(MOSA) utilizing zinc-oxide blocks provides the best
performance, as surge voltage conduction starts and
stops promptly at a precise voltage level, thereby
improving system protection. Failure is reduced, as
there is no air gap contamination possibility; but
there is always a small value of leakage current
present at power frequencies. Therefore, the arrest-
er's maximum power-frequency continuous operat-
ing voltage (MCOV) can not be exceeded.

b. Gapped silicon-carbide type. Silicon-carbide
has more nonlinearity than zinc-oxide. Without a
gap the increase in leakage current, because of this
nonlinearity, would soon burn out the arrester. A
gap prevents burnout, but it does mean that the
arrester will not operate until the gap sparks over.
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As the sparkover voltage of a gap varies with the
atmospheric pressure, the protective characteristics
of arresters are affected by the altitude at which
they are installed. Standard arresters are consid-
ered suitable for altitudes up to 6,000 feet.

c. Selection. Both types do the same job, but the
need for selection of higher voltage levels for the
silicon-carbide type means the protection is slightly
less. When gapped type arrestors fail, consider re-
placing them with the metal-oxide type.

d. Equivalence. ANSI/IEEE C62.11 provides an
MCOV rating and a corresponding duty-cycle volt-
age rating for MOSA units. The duty-cycle rating is
based on the familiar voltage ratings of ANSI/IEEE
C62.1, long used for the silicon-carbide design.

9-7. Classification of surge arresters.

ANSI/IEE C62.1 classifies arresters as station, in-
termediate, distribution, and secondary types. The
best (lowest) available protective level and energy-
discharging capability is provided by the station
type with successively poorer (higher) protection
levels for the other classifications. For distribution
arresters, ANSI/IEEE C62.11 defines a normal-duty
and a heavy-duty type, dependent upon the test
severity. Heavy-duty arresters are more durable
and generally have lower protective characteristics.

9-8. Maintenance of surge arresters.

Modern surge arresters require little operational
maintenance and the degree to which such mainte-
nance can be done is normally limited by lack of
adequate test equipment. This limits surge arrester
maintenance to visual inspection and simple electri-
cal tests. It is recommended that units found to be
defective be replaced rather than repaired: Where
an arrester is composed of two or more individually
complete units, each unit should be tested sepa-
rately. Thus, a bad unit may readily be replaced and
the good units retained. Surge arresters are almost
always applied with one terminal connected to an
electrically energized source and one terminal to
ground. No work should be done, or contact made
with surge arresters, when connected to the ener-
gized source.

a. Visual inspections. Visual inspection should be
made periodically to ensure that:

(1) The line lead is securely fastened to the line

conductor and the arrester.

(2) The ground lead is securely fastened to the
arrester terminal and ground.

(3) The arrester housing is clean and free from
cracks, chips, or evidence of external flashover.

(4) The arrester is not located in such a man-
ner as to be subject to:
(a) Damaging fumes or vapors.
(b) Excessive dirt or other current-con-
ducting deposits.
(c) Excessive humidity, moisture, dripping
water, steam, or salt spray.
(d) Abnormal vibrations or shocks.
(e) Ambient temperatures in excess of 40 de-
grees C.
(5) Any external gaps are free from foreign ob-
jects and set at proper spacings.
b.Electrical tests. Visual inspection will not al-
ways detect a damaged arrester. Interior damage
may result from a broken element, presence of mois-
ture, a severe direct lightning stroke, or the use of
an arrester with an incorrect rating. Sometimes
these conditions will cause radio interference. Elec-
trical tests, to detect inferior arrester units, may be
made either in the field or shop. Tests must be made
strictly in accordance with manufacturer’'s recom-
mendations, and the results interpreted in line with
manufacturer’s criteria.

(1) Power factor tests. Each type and class of
lightning arrester has a specific power factor when
new. Periodic testing of a unit will show little devia-
tion from the original (when new) power factor, so
long as it remains in good operating condition. A
major deviation from the original value indicates
that the arrester has been mechanically damaged or
contains moisture.

(2) Megger tests. A megger test can be made to
provide additional information on the condition of
an arrester. Such a test may indicate shorted valve
elements in valve-type arresters.

(3) Operation tests. Electrical tests to deter-
mine 60-hertz breakdown and leakage current may
be made in the field or shop, but must be made
cautiously so as to avoid damage to the arrester. It
is questionable whether these tests can be justified
for military installations, where the number of ar-
resters potentially subject to such tests is relatively
small.

Section [II-OTHER DEVICES

9-9. Surge shielding devices.

Shielding devices, such as lightning rods (air termi-
nals), lightning masts, and overhead ground wires,
are installed for the purpose of diverting lightning

9-2

strokes from structures and equipment where more
than surge arrester protection is justified.
a. Maintenance. Maintenance should ensure

proper ground connections having minimal resis-
tance. All supports and device clamps used in the



shielding installation should be checked for rigidity,
as insecure mountings may cause a mechanical fail-
ure. Periodically inspect the structures to ascertain
that shielding devices have not been seriously dam-
aged by previous discharges.

b. Construction. Copper, copper-clad steel, galva-
nized steel, or a corrosion-resistant metal alloy are
all materials used in the construction of shielding
devices.

9-10. Surge capacitors.

Surge capacitors are wave-shaping devices which
produce a change in the lightning surge’s waveform
after it is imposed on an electrical system.

a. Use. In general, a surge capacitor is connected
in parallel with a surge arrester for protection of the
turn-to-turn insulation of rotating machinery, such
as motors and generators.

b. Maintenance. See chapter 13 for capacitor
maintenance.

9-11. Surge protective gaps.

Protective gaps (sometimes referred to as rod gaps)
normally consist of two electrodes, spaced in the air
at a specific distance, with one electrode connected
to ground and the second electrode to the line poten-
tial. Electrodes may be of various sizes and shapes
and are generally made of conventional lightning
rod material.

a. Application. Protective gaps may be installed
on substation structures in conjunction with line
switches, or as an integral part of equipment bush-
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ings. The spacing between the electrodes is based on
coordination of the protective characteristics of the
gaps with other protective devices in a station. On
some installations, gaps may serve as the primary
surge protective device.

b. Maintenance. Protective gaps are installed
with a specific separation between the electrodes.
Severe electrode burning, resulting from lightning
or system overvoltage discharges, may require a
readjustment of gap spacing. Maintain proper spac-
ing and keep electrodes free from burrs and sharp
protrusions.

9-12. Surge bypass resistors.

A bypass resistor is a device containing nonlinear
resistance material, in which the current varies as a
power of the applied voltage. When a surge voltage
occurs, the resistance of this device is decreased to
divert the surge current around the protected wind-
ing.

a. Application. Bypass resistors are normally ap-
plied for the protection of turn-to-turn insulation of
series-connected windings in such apparatus as
regulators, autotransformers, and reactors. Bypass
resistors are also useful to reduce switching surges
on transmission lines, where the substantial surge
reduction provided outweighs their cost.

b. Maintenance. If bypass resistors are mounted
in air, any accumulation of dust particles between
resistance elements should be removed periodically
using dry compressed air. Proper clearances must
be maintained to allow for free air circulation.
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CHAPTER 10

GROUNDING

Section I—CONSIDERATIONS

10-1. Basic principles of grounding.

Grounding is provided to limit potential (voltage)
differences to values that will not cause undue haz-
ards to personnel and equipment. A ground system
which provides adequate current-carrying capacity
and a low-resistance path to an earthing connection
will dissipate, isolate, or disconnect overpotential
areas resulting from fault overcurrents or surge
overvoltages. A ground path can consist of single or
multiple conductors whose connection provides ad-
equate thermal and conductance capacities. The
earthing connection is generally a metallic electrode
such as a rod, a water pipe, a counterpoise, or a
ground grid system installed below grade.

a. Electrode resistance. The resistance of a
ground electrode is primarily determined by the
earth surrounding the electrode. Test data given in
IEEE 142 indicate that about 90 percent of the total
resistance of a ground lies within 6 to 10 feet (1.8 to
3 meters) from the electrode. The diameter of the
rod has only a negligible effect on the resistance of a
ground. The resistance of the soil is dependent upon
the type of soil and its moisture content. Electrodes
should be long enough to penetrate a relatively per-
manent moisture level and should extend well be-
low the frost line.

b. Factors which can degrade initial good
grounds. Tests should always be made at times
when the surrounding soil can be expected to have
the least moisture. The following factors indicate
the importance of continuous periodic testing of
grounding systems.

(1) Water tables are gradually falling in many
areas.

(2) There are more underground installations
of nonmetallic pipes and conduits, which do not
provide low-resistance ground connections.

(3) Electric systems are continually expanding
with an associated fault current increase which may
require a decrease in grounding resistance.

(4) Corroded connections may increase the re-
sistance.

10-2. Grounding provisions.

Maintenance personnel deal with two types of
grounding systems: permanent and temporary.

a. Permanent grounding systems. Permanent
grounding is provided for the efficient, effective,
safe operation of electrical power systems.

(1) Safety. Equipment grounding, which is the
grounding of all exposed or accessible noncurrent-
carrying parts of electrical devices and equipment,
reduces the hazards of contact by personnel.

(2) System operation. System grounding, which
is the grounding of one conductor point on an elec-
trical circuit, stabilizes the voltages to protect the
equipment and provides a basis for adequate protec-
tive relaying.

b. Temporary grounding. Temporary grounding is
the personal protective grounding, which is pro-
vided to protect persons engaged in de-energized
electric line maintenance.

Section II-MAINTENANCE

10-3. Grounding maintenance safety.

Extreme care must be exercised in inspecting,
maintaining and testing grounds and ground sys-
terns. Never open a grounding connection unless the
connected equipment is deenergized, or an adequate
safety bypass is provided. Always wear rubber
gloves and follow facility safety manual procedures.
This applies equally to grounds installed on struc-
tural or supporting members, ground connections to
equipment enclosures, and neutral grounds of pri-
mary or secondary systems. The life and safety of
those in the vicinity of electrical facilities depend on
how carefully and completely inspections and main-
tenance of grounds and grounding systems are per-
formed.

10-4. Visual inspection of grounds.

Visual inspection of ground connections to equip-
ment, equipment enclosures, structural members,
fencing, and system neutrals should be made at
least every 2 years. More frequent inspections
should be made where appropriate to the system’s
size and importance. Loose, broken, or missing con-
nections should be repaired or replaced as required.
Connections or connectors showing signs of over-
heating, as evidenced by discolorations, should be
reported, as this may be the result of an improper
application or installation. If connections are found
to be corroded or rusted, they should be cleaned and
corrective measures should be taken to prevent a
recurrence of this situation. Excessive amounts of
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corrosion should be reported, as this may indicate
the need for cathodic protection in the area.

10-5. Galvanic corrosion of grounds.

The use of dissimilar metals embedded in the earth
in and around generating stations and substations
results in the formation of a huge galvanic cell.
Steel or galvanized structures, including conduits,
cable sheaths, pipes, and structural footings, where
used either purposely or inadvertently in the
ground system, are subject to galvanic corrosion.
Attention should be given to the necessity of provid-
ing corrosion mitigation measures under such cir-
cumstances.

Section

10-6. Ground resistance tests.

In addition to visual inspections of grounding sys-
tems and connections, resistance measurements
will be made periodically to determine whether
there is any trend toward an increase in the ground
resistance of an installation. Maximum permissible
resistance for grounds and grounding systems will
be in accordance with departmental standards,
ANSI C2, or the National Electrical Safety Code,
whichever is lower.

a. ANSI C2 requirements. No specific ground re-
sistance is given, except that a single-grounded,
individually-made electrode, with a ground resis-
tance exceeding 25 ohms, requires two parallel and
interconnected electrodes. Supply stations (depen-
dent upon size) require an extensive grounding sys-
tem, consisting of either multiple buried conductors
or electrodes or both, to limit touch, step, mesh, and
transferred potentials in accordance with industry
practices. All grounding systems must be designed
to minimize hazard to personnel and have resis-
tances low enough to permit prompt operation of
circuit protective devices.

b. Departmental standards. Departmental stan-
dards will require values ranging from 1 ohm up to
a maximum of 25 ohms depending on the size of the
system.

c. Measurement records. Continuous records will
be kept for all grounding installations, which re-
quire a ground resistance of 10 ohms or less, to
verify that design resistances are still being pro-
vided.

10-7. Ground value measurements.

The following ground resistance measurements
should be made in order to ensure safe operating
practices.

a. Measure the ground path resistance of all
branches of the grounding system from the point of

10-2

a. Stainless steel ground rods. Do not use stain-
less steel ground rods. Their performance can be
unpredictable because of their tendency toward lo-
calized corrosion.

b. Underground pipe lines. The bonding of inte-
rior metallic pipelines to an electrical system’s
ground provisions of copper (which is required by
code) if done incorrectly, can result in galvanic cor-
rosion of the underground pipeline. Installation of a
dielectrically-insulated fitting on the pipe above
ground, and before the copper ground connection,
will eliminate the earth’s electrolytic coupling be-
tween the underground cable and the ground wire.

IHI-TESTING

connection, on the structure, equipment enclosure,
or neutral conductor, to the earthing connection.
The earthing connection may be the top of a single
ground rod, a water pipe, a counterpoise, or a
ground grid.

b. Measure the resistance of the earthing connec
tion whether it is a ground rod, a water pipe, a
counterpoise, or a ground grid to the earth itself.

c. Wherever the total resistance of the total
ground circuit is in excess of the values established,
measure resistance of individual portions of the cir-
cuit to determine the point or points where resis-
tance is excessive and corrective action can be
taken.

d. Measure resistance between gates and
gateposts to ensure that flexible ground connections
are adequate. Resistance higher than one-half ohm
indicates a deficiency.

e. Measure resistance between operating rods
and handles of group-operated switches and the
supporting structure to determine that the flexible
connections are adequate. Resistance higher than
one-half ohm indicates a deficiency.

f. Measure resistance of all bonds between
metallic-cable sheathing and its ground path. Resis-
tance higher than one-half ohm indicates a defi-
ciency.

g. Testing of grounds may create hazardous con-
ditions if care is not exercised. Fault or surge cur-
rents can build up dangerous voltages between the
point of equipment ground connection and the point
of the earthing connection. Rubber gloves, blankets,
and such are recommended for the protection of
personnel. Ground resistance measurements should
never be attempted during lightning storms.

10-8. Methods of measuring ground resis-
tances.

All methods of measuring ground resistance are
similar in that a suitable source of current is neces-



sary. Auxiliary reference grounds and test instru-
ments are necessary for ANSI/IEEE 80 and
ANSI/IEEE 81 methods.

a. Minor grounding installations. The following
methods are suitable for measuring the resistance
of isolated ground rods or small grounding installa-
tions. Precision in measurements is difficult to ob-
tain. Normally an accuracy of 25 percent is suffi-
cient, since the surrounding soil will not have
consistent values of temperature, moisture, and
depth.

(1) Portable ground testing instruments. A
usual way to measure the ground resistance is with
a low-range, self-contained, portable earth-tester in-
strument such as the “Megger” Ground Tester or
Ground Ohmer. The manufacturers’ instructions
should be followed in the use of this instrument.
The two most common methods of measuring the
ground resistance with this type of instrument are
the direct-reference or two-point method shown in
figure 10-1 and the auxiliary ground method shown
in figure 10-2.

(2) Three-point method. The three-point
method of measuring ground resistance requires
two auxiliary grounds, similar to those required
with portable ground testing equipment, except
that each auxiliary ground should have a resistance
approximately equal to the ground being tested.

(]
0
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This arrangement is shown in figure 10-3. The
ground rods should be driven 8 to 10 feet (2.5 to 3
meters) into the earth and spaced not less than 50
feet (15 meters) apart. Three separate tests are
made to determine the resistance of each of the
series circuits when composed of only two grounds.
The unknown resistance may then be calculated as
follows by equation 10-I.

R1+R2_‘R3
2

Actual resistances may be determined by using one
of the following methods.

(a) AC voltmeter-ammeter method. The con-
nections for the ac voltmeter-ammeter test are
shown in figure 10-3. The resistances of the ground
circuits are determined from the meter readings
and these values are then used in calculating R,.
Stray alternating currents of the same frequency as
the test current, if present, will introduce some er-
ror in measurements.

(b) DC voltmeter-ammeter method. A dc
voltmeter-ammeter method may also be used to de-
termine the resistance of each pair of grounds in
series. Like the ac method, it is limited to locations
where power is available or where a battery source
may be used with the regulating apparatus re-
quired to control the current flow. The line supply-

R, = (eq. 10-1)

r-PORTABLE GROUND
| RESISTANCE MEASURING
INSTRUMENT

(@]

—_—

GROUND EB
BE TESTED—=
L

- WATER
SYSTEM

(LOW RESISTANCE)

Figure 10-1. Direct-reference or two-point ground test

GROUND TO ——=
BE TESTED &

-

re——— PORTABLE GROUND

P o | RESISTANCE MEASURING
o) : INSTRUMENT
- — —_
8 AUXILLIARY c
_ GROUNDS

50 fT( 15M) MINIMUM

S0 fT( 15M) MAXIMUM

Figure 10-2. Auxiliary ground method
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RESISTANCE OF GROUND
BEING TESTED
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Figure 10-3. Ground resistance measurement, three-point method

ing the current must be free from grounds to mini-
mize the effect of cross-currents. To compensate for
the effect of stray dc voltage currents in the area,
readings should be made at both polarities.

b. Major grounding installations. Where accurate
measurements of extensive low-resistance ground-
ing systems are required, more elaborate test meth-
ods and equipment are needed using considerably
larger separation distances between test electrodes.
Normally large facility substations are tested with
the fall-of-potential method in accordance with
ANSI/IEEE 81 requirements. Figure 10-4 shows a
field setup for this method and the ground resis-
tance curve. The resistance shown on the flat part of
the curve is taken as the resistance of the ground.
The self-contained earth tester instrument shown
should be used rather than a voltmeter-ammeter
combination, as the earth tester is designed to
eliminate the effects of stray currents. The primary
advantage of this method is that potential and cur-
rent electrodes (probes) may have substantially
higher resistance than the ground system being
tested without significantly affecting the accuracy
of the measurement.

(1) Major substations. To allow for seasonal
variations it is recommended that tests be made at
the same time each year or for each season of the
year to allow for accurate comparison.

(2) Procedures. Tests should be performed in
accordance with written procedures. Provide ad-
equate safety precautions as all electrical conduct-
ing paths for overvoltage and fault currents are
connected to the substation grid.

10-9. Method of reducing ground resistances.

Ground tests may indicate that the ground resis-
tance exceeds safety requirements. Adding rods, in-
creasing rod lengths, soil treatment, or a combina-

10-4

tion of these methods may be necessary. Also see
IEEE 142 for additional information on the effect of
these changes.

a. Adding rods. An easy and preferable method of
reducing the resistance is to provide more rods. For
example, two ground rods, properly spaced and con-
nected in parallel, should have a combined resis-
tance on the order of 60 percent of the resistance of
one rod; and for three rods, 40 percent of that resis-
tance. In general, proper spacing of rods means
placing rods at least one rod length apart.

b. Increased rod length. Providing longer rods is
particularly effective where low-resistance soils are
too far below the surface to be reached with the
normal rod lengths of 8 to 10 feet (2.5 to 3 meters).
The amount of improvement from longer rods de-
pends on the depth of the low-resistance soils. A
rather sharp decrease in the measured resistance is
usually noticed where the rod has been driven to a
low-resistance soil level. Soil resistivity usually (but
not always) decreases with depth because there is
normally an increased moisture content.

c. Soil treatment. A method called salting has tra-
ditionally been used to treat the soil around ground
rods.

(1) Sodium chloride, calcium chloride, magne-
sium, and copper sulfate are all used as treatment.
Bentonite, a natural clay, works well, except in a
very dry environment. A pre-packaged mixture of 75
percent gypsum, 20 percent bentonite, a 5 percent
sodium sulfate. is recommended. Ground rods can
also be encapsulated in concrete rather than using a
soil treatment.

(2) Soil treatment is a reliable and effective
method for reducing ground resistance and is par-
ticularly suitable for improving a high-resistance
soil. The treatment is advantageous where long
rods are impractical because of rock strata or other
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Figure 10-4. Field setup and curve for fall-of-potential method

obstructions to deep driving. There are two practi-
cal ways of accomplishing this as shown in figure
10-5. Where space is limited, a length of tile pipe is
sunk into the ground a few inches (millimeters)
from the ground rod and filled to within approxi-
mately 1 foot (0.3 meters) of the ground level with
the treating chemical. The second method is appli-
cable where a circular or semicircular trench can be
dug around the ground rod to hold the chemical.
The chemical must be kept several inches (millime-
ters) away from direct contact with the ground rod
to avoid corrosion of the rod. The first treatment
usually requires 50 to 100 pounds (22 to 45 Kilo-
grams) of material and will retain its effectiveness
for 2 to 3 years. Each replenishment of the chemical
extends its effectiveness for a longer period, thus
increasing treatment intervals. To start the action
promptly, the first treatment of chemical should be
flooded.

d. Specialized rods. In lieu of adding additional
rods or lengthening rods, a copper tubing grounding
system can be used. There is an Underwriters-listed

grounding system that uses a 2-inch (50-millime-
ter) copper tube filled with metallic salts and avail-
able in various lengths. Since this method uses me-
tallic salts it is not recommended except as a last
resort. The tube is also available as a straight unit,
or in an L-shaped configuration which allows the
tube to be installed on its side in a shallow trench.
Changes in atmospheric pressure “pump” air
through the breather holes at the top of the tube.
Moisture in the air condenses inside the tube to
move slowly down through the bed of metallic salts,
providing a self-maintaining low-resistance system
with a much greater life expectancy than conven-
tional ground rods.

e. Combination methods. A combination of meth-
ods may be advantageous and necessary to provide
the desired ground resistance. Adding specialized
rods or a combination of multiple rods and soil
treatment may be effective. Multiple of longer rods
are effective where conditions permit this type of
installation.

10-5
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CHAPTER 11

RELAYS AND CONTROLS

Section

11-1. Relay functions.

A relay is an electric device designed to interpret
input data in a prescribed manner. When specific
input conditions occur, the relay responds to cause
contact operation or a similar sudden change in
associated electric control circuits.

a. Electric power apparatus relays. This section
describes electric power apparatus relays and relay
systems which are designed to operate circuit
breakers and contactors, usually medium-voltage
units. Relays can be set more precisely than fuses.
Relays are adjustable with respect to both time and
current, a feature that also applies to solid-state,
direct-tripping, low-voltage circuit breakers.

b. Input data. Input data analyzed is usually
electrical, but may be mechanical or thermal, or
evaluate other conditions or a combination of condi-
tions. Electrical conditions can be overcurrent,
overvoltage or under-voltage, a combination of cur-
rent and voltage, current balance, direction of cur-
rent flow, frequency, impedance, or other electrical
data.

c. Industrial control relays. Relays of the type
designed primarily for industrial control, for switch-
ing of communication or other low-level signals, or
for any other equipment not controlling electric
power apparatus are described in the CONTROLS
section of this chapter.

11-2. Relay fundamentals.

Electric power apparatus relays operate to quickly
sense problems and speedily isolate power systems
under fault conditions. Such an action limits the
extent of electrical equipment damage and provides
a means to limit outage periods. Their definition,
classification, and functional use in electrical power
systems are defined by industry standards, pre-
pared and coordinated by IEEE. Maintenance per-
sonnel should be familiar with these standards.
IEEE also provides recommended selection and ap-
plication practices, which are used by engineers de-
signing military facilities.

a. Classification: Relays can be classified by
functions, input operating principals, and perfor-
mance characteristics. ANSI/IEEE C37.90 covers
classifications of relays and also standard service
conditions, ratings, tests, and temperature rise.

(1) Functions. Relays are classified according
to their primary purposes, which are protective,

I-RELAYS, ELECTRIC POWER APPARATUS

regulating, monitoring, programming, and auxiliary
control. Some relays may qualify for more than one
classification, depending on their application.

(2) Inputs. This classification has to do with
the input to which the relay responds such as cur-
rent or voltage.

(3) Operating principles. This classification
identifies the relay’s operating principles or struc-
tural features, such as electromechanical or solid-
state types.

(4) Performance characteristics. Relays are se-
lected to perform certain functions. To standardize
on reference use, they are given device function
numbers by IEEE C37.2. (Device function numbers
also describe other electrical power apparatus
equipment in addition to relays.) Device function
numbers readily identify devices in drawings, dia-
grams, instruction books, publications and specifi-
cations. The use of “52” for circuit breakers, “51” for
an ac time overcurrent relay, “65” for a governor,
and “86” for a lockout relay provides a simple brief
method of designation of the device's operational
performance. The standard also covers suffix letters
used for main devices (such as “N” for neutral),
actuating qualities (such as “A” for amperes), auxil-
iary devices (such as “CS” for control service), oper-
ating device components (such as “TC” for trip coil),
and auxiliary contact positions (such as “a” and “b”,
“aa” and “bb”). Familiarity with this standard, in-
cluding typical elementary diagrams, will help in
understanding device operations.

11-3. Relay construction.

All relays operate in response to one or more elec-
trical or physical quantities to open or close contacts
or trigger power electronic devices, such as thyris-
tors. Relays will generally be of the electromechani-
cal or solid-state type.

a. Electromechanical relays. These relays have
been used for years and provide simplicity, reliabil-
ity, security, low-maintenance, and long life. Basic
units are constructed to respond instantaneously or
with a time-delay to the actuating quantity.

(1) Instantaneous units. Instantaneous units
act on an electromagnetic attraction operating prin-
ciple wherein a plunger, solenoid, hinged armature,
or balance-beam is pulled into a coil or pole face of
an electromagnet. They can be used in both ac and
dc power systems.

11-1
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(2) Time-delay units. Time-delay units act on
an electromagnetic induction operating principle,
whereby torque is developed in a movable rotor
(disc or cup) which rotates between two faces of an
electromagnet. These units can only be used in ac
circuits. Time overcurrent and time under/over-
voltage relays are generally of the disc design type,
while high-speed overcurrent, directional, differen-
tial, and distance relays are more often of the cup
(cylinder) design type.

b. Solid-state relays. Solid-state relays are ex-
tremely fast in their operation, as they have no
moving parts. Other advantages are lower burden,
high seismic-withstand, and reduced panel space.
Many are programmable, allowing increased
choices of time-current characteristics.

c. Usage. There are no formal statistics available,
but one manufacturer estimates that 40 to 50 per-
cent of their relays sold in 1992 were solid-state
units. By the year 2000, this manufacturer esti-
mates that of their total relay sales 85 to 95 percent
will be the solid-state type. Solid-state relays re-
quire no preventive maintenance, but they do re-
quire a periodic maintenance check.

11-4. Relay maintenance periods.

Frequency of maintenance should be such as to re-
veal any possibilities of failure. Maintenance
records will disclose trends which might lead to
such failures.

a. Test considerations. Tests should simulate nor-
mal operating conditions. Avoid overtesting because
such tests can often cause more problems than they
correct. Consider the variables that can cause prob-
lems, such as relay complexity, environment, his-
tory, and facility relay-type experience. Other con-
siderations are relay age and relay stress (relays
operated at greater currents and/or control voltages
because of station expansions).

b. Frequency. Inspections made every 2 to 3 years
is usually sufficient. Testing may be necessary after
a relay operation. Visual inspections of the target
should be made any time other area visual inspec-
tions are required. Relay settings should be checked
at least once a year and after any incorrect opera-
tion or redesign of the system. These inspections,
supplemented by suitable tests, should be thorough
enough to detect any faulty relays, settings, or wir-
ing errors before trouble is encountered.

11-5. Relay general field inspection.

Relays should be completely disconnected from any
live circuit when they are inspected or tested. Only
specially trained electricians should be permitted to
repair and adjust relays. The manufacturer’'s in-
structions should be checked for the proper proce-

11-2

dures. Major repairs and testing should be con-
ducted in a facility’'s testing laboratory, or by
contract personnel with access to any special testing
equipment needed.

a. Electromechanical relays. Check contacts,
moving parts, connections, and the case and covers
of these relays.

(1) Contacts. Contacts must be kept clean. A
flexible burnishing tool should be used for cleaning
silver contacts. Silver contacts should not be
cleaned with knives, files, abrasive paper or cloth,
as these items may leave scratches which can in-
crease arcing and hasten deterioration of the con-
tacts. Abrasive paper or cloth may, in addition, leave
minute particles or insulating abrasive material in
the contacts, and thus prevent closing. Contact wipe
and resistance are important in all relays and
should be checked as part of the maintenance pro-
cedure. Contact resistance can be determined by
using an ohmmeter. Where this resistance depends
on springs, the contact pressure should be checked
using a spring gage. High resistance of such con-
tacts may indicate insufficient spring pressure,
which will require replacement of the spring. The
relay must be deenergized and disconnected when
the contacts are tested.

(2) Moving parts. It is important that all mov-
ing parts operate smoothly, so keep all bearings,
shafts, linkages, and other moving parts free and
clear of dirt or gum. Relays normally require oiling
only when replacing a jewel, shaft, or moving part.
Too much lubrication of these parts can lead to
serious troubles and should be avoided. The relay
disks should be cleaned with a thin brass or bronze
magnet cleaner having a steel edge or insert. Relays
should be quiet when operating. A noisy relay
should be checked for loose parts or excessive play,
and corrective measures should be taken.

(3) Connections. Relay connections should be
thoroughly checked as part of the maintenance in-
spection. Check all screws and nuts for tightness.
Check the relays, and as much of the circuitry as
possible, for continuity, grounds, and shorts.

(4) Case and cover. To prevent dirt from enter-
ing the case, ensure there is a tight seal between
the relay cover and its gasket. Any dust or dirt
within the case should be brushed, blown, or vacu-
umed out. Care should be taken that dirt is not
blown deeper into the relay necessitating removal
and overhaul of the relay.

b. Solid-state relays. Many solid-state relays
have easy-to-use built-in operational test diagnos-
tics. Calibration tests are made in the conventional
manner. Maintenance is generally not required, in
the usual sense of adjusting, cleaning, or lubricat-
ing. Check external connections. It may be neces-



sary to disassemble the relay. It is very important to
follow the manufacturer’'s printed procedures. Re-
placement parts are available, but their use is not
recommended. Printed circuit boards are easily
damaged. Direct replacement does not necessarily
mean the relay will operate properly, without fur-
ther calibration or verification. When more than
inspection and operating checks are necessary, it is
recommended that the relay be returned to the
manufacturer.

11-6. Relay performance tests.

These tests are usually provided for equipment ac-
ceptance, but may be necessary if the relay is com-
pletely replaced.

a. Operational checks. Before returning a relay to
service, test the complete wiring installation for
continuity and operate the relay contacts, prefer-
ably by test current, to ensure that everything is in
order for the intended function. Any changes in the
relay calibration, or needed adjustments should be
made at this time. Normally adjustments in the
relay settings will not be necessary, but proof checks
must be made. Manufacturers’ instruction books
should also be checked to determine the proper pro-
cedure and test equipment required for specific re-
lays. In some cases, the relay may have to be re-
moved and inspected in a laboratory.

b. Directional test. Where directional relays are
used, an overall test should be made to ensure that
they operate in the proper direction.

c. Dielectric test. When dielectric or insulation
tests are made, they should be performed on the
complete installation or on all the component parts.
For relays rated up to 6000 volts, the test should be
made at twice rated voltage plus 1000 volts (with a
minimum of 1500 volts ac for one minute).

d. Calibration and performance tests. Some of the
tests that are run on the more common relays are
shown herein. In addition, the manufacturer’s in-
struction book should be checked for proper testing
procedure of a specific relay. The time between tests
will be determined by installation conditions and
changes in the system. Regularly scheduled tests
should be supplemented by special tests, made at
any time protective equipment damage is suspected
and while protected equipment is out of service.

11-7. Common electromechanical relay tests.

Always follow the manufacturer’s instruction
manual for tests and checks. The following informa-
tion provides generalized test connections for the
most common type relays used on military installa-
tions. Actual test connections may be more complex.

a. Overcurrent relays. Overcurrent relays are the
relays most often used. They provide either primary
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line protection, or backup protection when more
complex relays are used for primary protection to
provide additional reliability.

(1) Nondirectional units. Nondirectional
overcurrent relays should be tested at several
points on the timecurrent curve, allowing suitable
intervals between tests for cooling. Measure the re-
set time and minimum operating current. Check
instantaneous element for pickup and contact ac-
tion at high and low currents. Caution should be
exercised so as not to “burn up” the relay when
testing on high currents, or continuously testing at
lower currents. Test connections for overcurrent re-
lays are shown in figure 11-I.

(2) Directional overcurrent relay. Check the
overcurrent element in the same manner as for a
nondirectional overcurrent relay. Before testing the
overcurrent element, verify the operation of the di-
rectional element by simulated fault currents and
voltages. Check the minimum operating current of
the overcurrent element at normal voltage, and
check the contact gap spacing of the directional ele-
ment. For typical test connections, see figure 11-2.

b. Differential relays. Figure 11-3 shows a typical
test connection for a percentage differential type.
Check the minimum operating values at zero re-
straining current and the operating points at sev-
eral values of restraint. The slope (differential char-
acteristic) and, where applicable, the harmonic
restraint feature should also be checked. It may be
desirable to trip all circuit breakers from differen-
tial relays as a regular testing procedure.

c. Distance relays. Check currents and phase
angles, angle of maximum torque, and directional
characteristics. Test operating sequences, including
time, contact resistances, and relay reach, at vari-
ous load power factors and settings. Figure 11-4
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Figure 11-1. Typical test connection for a nondirectional
overcurrent relay
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shows a typical test connection for reactance relays.
Substitute a resistor for the reactor when checking
the polarity of impedance distance relays.

d.Pilot wire relays. Test the relay for minimum
pickup, operating time, and restraint torque. Check
the circuits for continuity and reversed connections.
An overall test should be made to check the com-
plete installation, including the pilot circuits and
external devices associated with the installation.
For test connections, see figure 11-5.

e. Synchronism check relays. Check the timing,
polarity, and phase angle (closing).

f. Reclosing relays. Check the complete timing
and reclosing sequence. Test initial and delayed
reclosures and observe switches and moving parts.

g. Plunger and hinged armature relays. Check
the relay pickup and drop-out values by gradually
increasing or decreasing the operating current or
voltage.

h. Thermal relays. Test for thermal pickup cur-
rent with the relay hot and check the pickup of the
instantaneous unit.

11-8. Relay test equipment.

Before testing minimize potential trouble by ad-
vance preparation.

11-4

a. Advance field testing preparation. Study sys-
tem protection, including station single lines and
relay instruction books. Obtain and review previous
tests and arrange to have all required test equip-
ment. Check that outage requests, switching ar-
rangements, and any remote operations have been
scheduled.

b. Field test equipment. The test equipment for
field testing must be portable, so tests can be made
at the relay panel. For most of the common relays,
the following will be needed: a variable voltage
autotransformer, a multirange ac and dc voltmeter,
a multirange ac and dc ammeter, an ohmmeter,
auxiliary current transformers, a timer, a three-
phase shifter, and auxiliary relays. Test plugs,
leads, noninductive resistors, and a relay tool kit
will also be required. In general, most laboratory
test equipment is portable and can be used in the
field. Test instruments are available in prepackaged
test sets. The use of these sets simplifies testing.

c. Laboratory testing. If the field testing indicates
that a relay needs a shop repair, then engineering
evaluation is necessary in determining what effect
its removal will have on the reliability of the protec-
tive system. Short time removals of one phase of
three-phase protective items, switching to alternate
power sources, or a replacement relay with correct
settings may be necessary. Such judgment should be
made as a part of the advance field testing prepara-
tion.

d. Laboratory test equipment. Some of the com-
mon test equipment that should be available in a
laboratory for servicing relays is shown in table
11-1. In addition to these devices, a relay tool kit,
test plugs, test leads, printed circuit board extend-
ers, a frequency generator, ac and dc power sup-
plies, a portable test unit, an oscillograph, a power
amplifier, and special equipment testers, as re-
quired for certain types of relays, will be needed.
When selecting types and outputs of test equip-
ment, consideration should be given to the various
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types and operating requirements of the relays and
associated equipment to be tested in a particular
facility.

11-9. Relay repairs.

Relay repairs requiring considerable test equipment
and special tools should be conducted in the labora-
tory or shop. Minor repairs, generally classified as
field repairs, can be done at the relay location. Al-
ways consult the manufacturer’s relay instruction
book before any repairs are made.

a. Field repairs. In most relays, contact and gas-
ket replacement, case, cover, and some bearing re-
pairs can be done at the relay panel. Often, a relay
may have to be removed to get at the part needing
repairs. Modern relays can be readily removed from
the case thus facilitating field repairs. After repairs
have been made, it may be necessary to make minor
adjustments to ensure that the relay settings are
correct. The manufacturer's relay instructions
should be followed as to the procedure and test
equipment required.

b. Shop repairs. Relays that require major re-
pairs, such as overhauling electromagnets, tap
blocks, bearings, shafts, or clutch and torque adjust-
ments, should be worked on in a shop where ad-

equate tools and testing facilities are provided. Be-
fore removal of any parts, the manufacturer’s
instructions should be checked for the proper proce-
dures.

c. Overhauling. Exercise care in overhauling, as
relays are easily damaged. There are a wide variety
of relays with many complicated and delicate parts
and it is impractical to list all the details that
should be checked. Consult and follow the manufac-
turer’s instruction and parts manual for the specific
style of the relay being overhauled. Relays should
be thoroughly cleaned at the time of overhaul. Test
taps and tap blocks if coils are replaced. Where
required repairs are extensive, return the relays to
the factory.

d. Adjustments. After the overhaul, 'various ad-
justments and alignments are required. Adjustment
must be coordinated with other protective devices,
as provided by a relay coordination analysis. The
manufacturer's instruction manual should be re-
ferred to for the proper procedure. A few of the more
important items that will require checking include
shaft end play, contact gap, and torque and clutch
adjustment. Depending on the degree of overhaul,
some of these adjustments may not have to be
changed; for instance, shaft end play should be

11-5
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Table 11-l. Typical laboratory relay test equipment

Test equipment Description

Variable voltage

autotransformer .............
Multirange dc voltmeter. .....
Multirange ac ammeter ......

115 volt, 5 and 15-20 amperes

3-15-150 volt, 5000 ohms
0-2-5-10-20-50-100-200 am-
peres
0-3-7.5-30-75-150-300 volts
0-5-20-50-amperes

5-10-30 amperes, 15-30-50-
120-240-480 volts, 60 hertz
Auxiliary current transformers 1-5-10-25-50-62.5-125-250-
500/5 amperes

0-10 seconds, 120 volts
three-phase, 500 watts

Multirange dc voltmeter. .....
Multirange dc ammeter ......
Phase angle meter ...........

Cycle counter or timer. .......
Phase shifter ...............
Multirange noninductive load

resistor ..................... 0-100 amperes range
Three-phase sequence indica-
tor. . 110-550 volts, 25-60 hertz

125 volt

satisfactory, provided the shaft or bearings have not
been disturbed. In any case, the manufacturer’s di-
rections should be followed.

e. Performance check. Upon completion of repair
work, complete performance tests should be made
on the relay, even though the work done may not
appear to affect relay operation. It is possible that
during repair, other adjustments or alignment of
relay parts may have been changed or affected. Af-
ter an overhaul, the te